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H·K Building# 01 
Project Nll!lber 0980193E 

Project G. HEILEMAN BREIIERY "E" 
Date Inspected: 03/23/89 

Inspector: CURT BAXTER 

••••••••••• AREA NUMBER: 01 

· LOCATION OF THE MATERIAL 

bran QIBnager•s office-southwest closet 
men's· restroom-west wal I-at floor 
women's restroom-south wall-at floor 
storage room-above safe. 
men's restroom-west wall-at floor 
utility closet-southwest corner of room 

storage room·above saf~ 

AREA COMMENTS 

i 
. ASBESTOS ASSES:,, .... ::. . ./ SURVEY 

AR~A DESCRIPTION: .1st Floor 

· SAMPLE o&H 
NUMBER ASB MATERIAL DESCRIPTION CODE 

00·356110 55:X pipe covering OMA 
00-356110 55X pipe covering OMA 
00·356110 55X pipe covering OMA 
00·356114 4.0X corrugated pipe covering (»(A 
01-356111 SOX mjp on pipe covering OHA 
01-356111 SOX mJp on pfpe covering OHA 
01-356112 60:X 
01-356113 SOX 
OZ-356115 30X mJp on corrugated pipe cover OHA 
02·356116 30X 
02·356117 25X 

I ~t;!E t..-rl"fr l (!.'CY _..,..... -· I 

Bui ldf.ng Nl.llber: 01 
-~· 

Building Name:.CORPORATE OFFICES 
SEATTLE, YASHINGTON 

Building Type: OFFICES 
Year Constructed: 1935 

AREA AVERAGE X ASBESTOS: 48X ............... 
UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

QUANTITY MEASURE ID POT Pl COSTS COSTS costs· 

10 ft. 4 In. O.D. LPS/R 23 Ill S89 S56 S145 
12 ft. 4 In. O.D. LPS/R 23 Ill $107 S67 sm 
4 ft, 4 In. O.D. LPS/R 23 Ill S36 S22 $511 

·~- ZZ ft. 4 In. O.D. DW 23 Ill S196 S123 S3H 
6 4 In. O.D. LPS/R Z3 Ill $169 S94 SZ6l 
4 4 In. o.o. LPS/R Z3 Ill S112 S6Z S174 

Z3 Ill 
23 HI 

5 4 In. o.o. 0\1 23 Ill $140 $78 SZ18 
23 Ill 
23 Ill 

( AREA ti 01 TOTAL S849 s5oz· S1,351 

The materials are in· good conditl-on with minor contact and water damage, The materials are approximately 
10' from the floor. At a minfnun, it is recomnended that the materials be mafntafned and monitored. If 
removal Is planned, glove bag removal procedures are recomnended. This appears to be a high traffic area. 

*********••· AREA NIJHBER: 02 

LOCATION Of THE MATERIAL 

throughout-marketing office 

' . ' 

throughout-marketing office 
--· 

--· .. 

AREA COHMENTS 

HALL·KIHBRELL ENVIRONMENTAL INC. 
~~ 

-·. ·.-· 

AREA DESCRIPTION: 1st Floor-Ceiling 

SAMPLE 
NUMBER ASB MATERIAL DESCRIPTION 

03·356118 ox acoustical tile 
03·356119 ox 
03·356120 ox 
04·356121 ox acoustical tile 
04·356122 O'-' 
04·356123 ox 

Page 

AREA AVERAGE X ASBESTOS: OX ·----
o&H UNITS OF PIPE EXP REMOVAL · REPLACEMENT TOTAL 
CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

OHG 224 sq. ft. 

OHG 168 sq.ft •. 

(~EA# 02 TOTAL so so so 

06/09/89 

RCLLC 0001953



'· 

H·IC Bui (ding R::-t11 
Project Nun-her: '098019JE 

ASBes·ros ASSE. \uRVEY 
-....::::,,-· Building Nl.llber: G1 . ~) 

Building Name: CORPORATE OFFICES 
Project: G. HEILEMAN BREIJERY "E" 

Date Inspected: 03/23/89. 
. SEATTLE. UASHINGTON 

Building Type: Offices 
Inspector: CURT BAXTER Year Constructed: 1935 

*********** AREA NUMBER: 03 AREA DESCRIPTION; 2nd Floor 4 AREA AVERAGE X ASBESTOS: 56X 

SAMPLE 0&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

ladies' room-southeast corner 00-356125 55X pipe covering c»IA 8 ft. 4 In. O.D. LPS/R 37 Ill 
·mall room-northwest corner 00-356125 .SSX pipe covering 00 8 ft. 4 In. O.D. LPS/R 37 Ill 
secretaries' office-northeast corner 00-356125 ssx pipe covering 00 8 ft. 4 In. O.D. LPS/R 37 Ill 
mail room-northwest corner 05-356126 60X mjp on pipe covering 00 1 4 In. O.D. LPS/R 37 Ill 
secretaries' office-northeast corner 05-356126 60X mjp on pipe covering 00 1 4 In. o.o. LPS/R 37 Ill 

05-356127 60X 37 Ill 
05-356128 SOX 37 Ill 

AREA COHHENTS . ( AREA # 03 TOTAL 

The materials are in good condition with minor contact and water damage. The materials are approxi111&tely 11 

to 8 1 from the floor. At a minlaun, it Is reconmended that-the materials be maintained-and monitored. If 
removal Is planned,_gross removal procedu_res are rec011111ended. This appears to be a high traffic area. 

*********** AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor•Above Celling AREA AVERAGE X ASBESTOS: 56X 

SAMPLE O&H UNITS Of PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

north wall-at rafters 00-356125 ssx- pipe covering CHA 25 ft. 4 In. O.D. LPS/R Zl Ill south wall-at rafters 00-356125 55X pipe covering CHA 66 ft. 4 In. O.D. LPS/R 23 111 west wall-at rafters 00-356125 55X pipe covering OMA 88 ft. 4 In, 0.0. LPS/R .23 Ill 
north wall-at rafters 05-356126 60X mjp ·on pipe covering OMA 2 4 fn. o.o. · LPS/R 23 Ill south wall-at rafters 05-356126 60X mJp on pipe cover.Ing 00 8 4 in. 0.0. LPS/R 23 IJI west wall-at rafters 05-356126 60X mjp on pipe .covering OMA 4 4 in. O.D. LPS/R 23 Ill 

05-356127 60X ' 23 Ill 
' 05-356128 SOX 23 Ill 

AREA COMMENTS 

The materials lire in good condition with minor contact and water damage. The materials are from ceiling 
level to 2 1

· above the plaster celling. At a mlniaun, it is reccmnended that the.materials be repaired ~nd 
monitored. If removal is plamed, glove bag removal. procedures are reconmended. This appears to be a low 
traffic area. 

[ AREA # 04 TOTAL 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 2. 

REMOVAL 
COSTS 

S71 
S71 
S71 
S28 
$28 

S269 

REMOVAL 
COSTS 

S223 
S589 
S785 
S56 

S225 
S112 

S1.990 

···········-
REPLACEMENT TOTAL 

COSTS .COSTS 

$45 ,,,, 
$45 S11• 
$45 s11, 
S16 w 
S16 $4~ 

1167 ~ 

---
REPLACEMENT TOTAL 

COSTS COSTS 

S139 $162 
S368 $951 
S491 S1,27~ 

S31 $81 
S125 S35( 

S62 S174 

·S1 .216 Sl.206 

06/09/89' 

RCLLC 0001954



I 

H-IC Bui I ding ,,-,·1)1 
Project Nurber: 0980193E 

Project: G. HEILEHAN BREIJERY "E" 
Date Inspected: 03/23/89 

Inspector: CURT BAXTER 

·········-· AREA NUMBER: 05 

LOCATION OF THE MATERIAL 

ASBESTOS ASSE~ , -~URVEY . ....__,.· 

AREA DESCRIPTION: 2nd F.loor-Above Cell Ing 

SAMPLE o&K 
NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY 

\ 
Building NUDber: in _-.....:.,,J 

Bui lding N-: CORPORATE OFFICES 
SEATTLE, \IASHINGTON 

Building Type: OFFICES 
Year Constructed: 1935 

AREA ~VERAGE X ASBESTOS: 55% -----
UNITS OF PIPE EXP REMOVAL REPLACENENT TOTAL 
MEASURE· ID POT PL COSTS COSTS COSTS 

northwest corner of building 06-356129 50X debris OHF 15 sq. ft. 88 I S100 so stoo 
06-356130 60X 
06-356131 55X 

AREA COMHENTS 

The debris Is approxlll\&tely 8 1 from· the floor. At a mininun, It is reconmended that the debris be removed 
and the·area cleaned properly. Gross removal procedures.are recomnended. ·This appears to be a mlnlnun 
traffic area. · 

*********** AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor-Celling 

SAMPLE o&K 
LOCATION OF THE MATERIAL NUMBER AS_B MATERIAL DESCRIPTION CODE QUANTITY 

88 I 
88 I 

AREA# 05 TOTAL 

AREA AVERAGE X ASBESTOS: OX 

UNITS Of PIPE EXP 
MEASURE ID POT PL 

throughout · 07-356132 ox acoustical tile OHG 1000 sq. ft. 
07·356133 ox 
07-356134 ox 

AREA COMMENTS AREA ti 06 TOTAL 

BUILDING# 01 TOTAL 

_/ 

HAll·KIHBRELL ENVIRONMENTAL INC, Page 3 

S100 so s100) 

---·· 
REMOVAL REPLACEMENT TOTAL 

COSTS COSTS COSTS. 

so . so so} 

Sl,208 st,885 SS,0931 

06/09/89 

RCLLC 0001955
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--·., __ _,:___ __ --:--_ 
~; 

..._,~ 

··-······~J 

FIRST FLOOR 

BULK SAMPLE 
SAMPLE ......__ Lifil7n--...__ IDENTIFICATION 

CODE . ~ NUMBER 

_IWJ.-IDDl ,.,.. JIIIII 

11ft mr ffllDIII mar 
UldDIX, 11111$ -

DAI: 
l'll/ll/19 1111 

@--

G. iOBIAH lllDHC OIIPINY · 
AEtQS~Dl{Y· 

·. PRO.£CT NUM8ER: 0980193£ 
HEllDWI BREVANG COMPANY 
RAINIER BREVt1NC COMPANY 
BUlllllNC #1 

RCLLC 0001956
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\ --...:::::,,,,~---=------

·SECOND FLOOR 

BULK SAUPlE 
SAMPLE '--L:Hmn~ IOENllflCAllON 

COOE ~ NUMBE:R 

-IW.l.-1111!2B1 ........... 
'IIIIIJlmQIIIIIJDID 
IAWIU.IIIISIS IIOM 

DI,"(: 
G5/'l6/U ll02 

@-

C. tD.8IAN 8ROIIHC (Dip, 
ASIISIOS~SIMY 

PROJECT NUMBER: 098019JE 
HEILEMAN BR£\\1NC · COMPANY 
RAINIER ~ COMPANY 
BUIUllNC f1 

RCLLC 0001957



,.. 
H·K Bui lding·;;r-.- 02 
Project Ntinber: 098019JE 

Project: G. HEILEMAN BRE\IERY "E" 
Date Inspected: 03/29/89 

Inspector: CURT BAXTER 

ASBESTOS ASSE: 
\ 1SURVEY· 

·,_;:,.,/ 

·r&Li;"-~ C,I tl CC,.>" -
, Building NIIIOer: 02 ~) 

Building Name: CORPORATE Of.FICES 
SEATTLE, \IASIIINGTON 

Bui ldlng rype: OFFlc;ES 
Year Constructed: 1935 

**.********• AREA NUMBER: 01 AREA DESCRIPTION: Subbasement AREA AVERAGE X ASBESTOS: 32X -·---· 
SAMPLE O&M UNITS Of PIPE EXP 

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

E wall-SE. ofc·adjacent to personnel'rec 00-356138 40X pipe covering OMA 22 ft. 4 In. O.D. LPS/R 22 Ill 
E wall·thru center-to air handling unit 00-356138 40X pipe covering OMA 18 ft. 4 in. O.D. LPS/R 22 Ill 
at north & south walls 01-356135 35X mjp on non-suspect pipe, cover OMA 24 Zin. o.o. D11 22 Ill 

01-356136 30X 22 Ill 
01-356137 35X 22 Ill 

E wall-SE ofc·adjacent to personnel rec 02-356139 25X mJp on pipe covering OMA 5 4 In. O.D. LPS/R 22 111 
E wall-thru center-to air handling unit 02-356139 25X mJp on pipe covering OMA 8 4 In. O.D. LPS/R 22 Ill 

02-356140 25X 22 111 
02-356141 30X 22 Ill 

above air handling unit OJ-356142 30X mJp on non-suspect pipe cover OMA 2 8 In. O.D. DR 22 Ill 
03-356143 35X 22 Ill 
03-356144 30X 22 Ill 

AREA COHHENTS (AREA# 01 TOTAL 

The materials.ere In good condition with minor contact and water damage. The materials are approximately 21 

to 61 from the floor. At a minin.m, ft is recomnended that the materials be IIIBintalned and monitored after 
necessary repairs have been made. If removal is planned, gross removal procedures. are recOlllllOnded. This 
appears to be a low traffic area • 

••••••••••• AREA NUMBER: 02 AREA OESCRJPTION: 1st Floor AREA AVERAGE X ASBESTOS: 31X 

SAMPLE O&M UNITS Of PIPE EXP 
LOCATION Of THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE 'ID POT Pl 

conference room lending-east wall 00-356145 m: pipe cove.ring CHA 10 ft. 4 In. o.D. LPS/R 25 111 
publ le reletfons landing•secretery•_s ofc 00-356145 . 35X pipe covering OMA 10 ft. 6 In. O.D. LPS/R 25 Ill 
first aid room-east wall-center of wall 00-356145 35X pipe covering OMA 8 ft. 4 in. O.D. LPS/R 25 Ill 
safety office-personn~l-east wall 00-356145 35" pipe covering OMA 18 ft. 4 in. O.D. LPS/R 25 Iii 
public relations landing-secretary's ofc. 00-356145 35X pipe covering OMA 10 ft·. 4 in. O.D. LPS/R 25 Ill 
first aid room-east wall-center of wall 04-356330 20X mjp on pipe covering OMA 3 4 In. o.o. LPS/R 25 Ill 
safety.office-personnel-east wall 04-356330 20X mjp on pipe covering OMA 1 4 In. O.D. LPS/R 25 Ill 
conference room lendlng·east wall 04-356330- 20X mjp on pipe covering OMA 2 4 In. o.D. LPS/R . 25 111 

04-356331 30X 25 Ill 
04-356332 30X 25 Ill 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 4 

REMOVAL REPLACEMENT TOTAL 
COSTS COSTS COSTS 

S196 $123 $31 
S161 $100 S26 
$674. S375 S1,04 

S140 S78 S21 
S225 $125 $35 

S96 S57 S15 

'1,492 S858 S2,35 

·----· 
REMOVAL REPLACEMENT TOTAL 

COSTS COSTS COSTS 

S89 S56 SU 
S130 S81 S21 

S71 S45 S11 
$161 s100· S2d 
S89 S56 S14 
S84 S47 S13 
S28 $16 S4 
$56 $31 SIi 

06/09/89 

RCLLC 0001958
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H-K ouilding ___ .,2 
Project Nunber: 098019JE 

Project: -G. HEILEMAN BREUERY "E" 
Date Inspected: 03/29/89 

Inspector: CURT BAXTER 

AREA COHHENTS 

ASBESTOS ASSE. );URVEY 
'-;..:::::..,.·' 

The meterlals are in good condition with minor contact and water damage. The materi'als are approximately 2 1 

to 10, from the floor. At a minlnun. it Is reconmended that the materials be maintained and monitored. •If 
removal Is planned, gross removal procedures are reconmended. This appears to be a high traffic area • 

Building NLlli>er: .oz . . :1 
BUI lding Name; CORPORATE Off I~ 

SEATTLE, WASMINGTOM 
Bui ldlng Type: OfflCES · 

Year Constructed: 1935 

( AREA I 02 TOTAL S708 $02 11,140 

............ AREA NUMBER: 03 AREA DESCRIPTION: 1st .Floor·Cef l fogs AREA AVERAGE X ASBESTOS: OX 
....... _._ 

SAMPLE O&M UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL COSTS. COSTS COSTS 

test.ing room 05-356146 ox acoustical tile OHG 90 sq.ft. 
adnlnlstrative assistant's office 05-356146 ox acoustical° tile OHG 100 sq.ft. 
personnel manager's office 05-356146 ox acoustical ti le c»4G 160 ~-ft. 

. conference landing 05-356146 ox acoustical tfle OHG 80 sq.ft • 
fist afd room 05-356146 ox acoustical tfle c»4G 120 sq.ft. 
personnel office 05-356146 ox acoustical tile OHG 160 sq.ft. 
bran marketing manager's office 05-356146 ox acoustical tile c»4G 168 sq.ft. 
public relations landing-secretary's ofc 05-356146 ox acoustical tile c»4G 360 sq.ft. 
safety office 05-356146 ox acoustical tile c»4G 160 aq.ft. 

05-356147 ox 
05-356148 ox 

conference room o6-3s6n1 ox drop or lay-In panel OHG 240 sq.ft. 
06·356nZ ox 
06·356nl ox 

I. AREA COMMENTS AR£A # 03 TOTAL so so SC 

BUILDING# 02 TOTAL s2.200 St,290 13,49( 

HALL·KIHBRELL ENVIRONMENTAL INC. Page 5 06/09/89 

RCLLC 0001959



------------------------</·"' ~ '::---------------------------·,,... ., __., 
-.;;:;;;.,' 

FIRST FLOOR/SUB BASEMENT 

BULK SAMPLE 
SAMPLE ......._Qjl9-----.., IOEHmCATION 

CODE NUMBER 

-BAll-DllllBJ. - ,m 
411tGfflllJIIIISllllf 
&AIIOU. riNSIS IIOlf 

. OA'I: 
M/21/n DIil 

~~ 

@ 
C. imllNf. lllOU«: CDIPANY 
ASlSlOS~SIMY 

-PROJECT NUMBER: 0980193£ 
H£llEMAN 8RE\IINC COMPANY 
RAINIER BRE\\1HC COMPANY 
BUILDINC /2 

RCLLC 0001960



H•K Bui ldi r . .5 
Project Nurber:· 0980193E 

Project: G. HEILEMAN BRE\JERY "E" 
Date Inspected: 03/29/89 

Inspector: CURT BAXTER 

*********** AREA NUMBER: 01 

LOCATION OF THE HATERIAL 

center of room 
southeast corner of room . 

AREA Cc»4HENTS 

••••••••••• AREA NUMBER: 02 

LOCATION OF THE MATERIAL 

ladles' ·restroom 
men•·s restroom 

lodging area 

AREA· Cc»4MENTS . I 
••••••••••• AREA NUMBER: 03 

LOCAJION OF THE MATERIAL 

above men's restroom-at north wall 
above men's restroom-at north wall 
adjacent to- air handling unit-at\,/ side 
at north & south walls-near ceiling 
at north & south walls-near ceiling 
above men's restroom-at north wall 

HALL·KIHBRELL ENVIRONMENTAL INC. 

-i'-''-7!;.. 
ASBESTOS ASSE, fURVEY 

-· Building NUlber:.03 _.) 
Bui ldlng Nmne: KOJNTAIN HOOSE ~ 

SEATTLE, WASHINGTON 
eulldlnu Type: IAR/LOONGE 

Year Constructed: 1933 

AREA DESCRIPTION: Air Handler Unft Rm·Abovo Hen's Rcstroocn AREA AVERAGE X ASBESTOS: OX ................ 
SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

01-356149 ox vibration Jofnt cloth l»IZ 4 sq.ft. 
02-356150 OX vibration Joint cloth 00 4 sq. ft. 

[·AREA I 01 TOTAL so so so 

AREA DESCRIPTION: 1st Floor-Lodge Bar Arca AREA AVERAGE X ASBESTOS: OX ·······-· ... 
SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEHENT TOTAL 
NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

03-356173 ox acoustical tf lo l»IG 210 sq.ft. 
03-356173 ox acoustical tile l»IG 130 sq.ft. 
03-356174 OX· 
03-356175 ox 
04-356734 ox acoustical tile l»!G 2625 sq.ft. 
04-356735 ox 
04-356736 ox 

(AREA# 02 TOTAL so $0 so 

AREA DESCRIPTION: Attic-Air Handt.Ing Unit Room AREA AVERAGE X ASBESTOS: 65% ...... --. .. 
SAMPLE o&H UNITS OF , PIPE EXP REHQVAL REPLACEMENT TOTAL 
NUMBER ASS MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

00-356151 55:C pipe covering OMA 9 ft. 6 In. 0,0. HPS/R 38 Ill $117 S73 '$19( 
00-35615'5 , BOX pipe covering OMA 26 ft. 4 In, O.D. LPS/R 38 Ill S232 $145 S3TI 
00-356159 60X corrugated p_ipe covering OMA 5 ft. 4 In. O.D. LPS/R 38 Ill $45 S28 S7.! 
00-356163 20X wrapped cardboard/paper pipe OMA 19 ft. 6 In. O.D. DU 38 Ill S247 $154 $401 
00-356163 20X wrapped cardboard/paper pipe OKA 60 ft. 4 In. O,D. DU 38 Ill $535 $335 S8TI 
05-356152 60X mjp on pipe covering OMA 6 6· in, o.o. HPS/R 38 Ill S232 S136 $361 
05-356153 65X 38 Ill. 
05·356154 70X 38 Ill 

• Page 6 06/09/89 

RCLLC 0001961



H·K Bui ldin!, .J 
Pro) ect Nunber:"'0980193E 

Project: G. HEILEMAN BREUERY 11E" 
Date Inspected: 03/29/89 

Inspector: CURT BAXTER 

above men's restroom-at north wall 

adjacent to air handling unlt·at ll side 

at north & south walls-near ceiling 
at north & south walls·near ceflfng 

06•356156 75X 
06·356157 BOX 
06-356158 BOX 
07·356160 80X 
07-356161 70X 
07-356162 BOX 
08·356164 70X 
08·356164 . 70X 
08·356165 65X 
08-356166. 70X 

ASBESTOS ASSE: ~RVEY 
·~-· 

mjp on pipe covering OHA 

mJp on corrugated pipe cover OHA 

mJp on wrapped cardboard/paper OMA 
mJp on wrapped cardboard/paper OMA 

14 4 In. o.o. 

5 4 In. o.o. 

10 4 In. O.D. 
5 6 Jn. o.o. 

Building Ntm>Cr: · 03 _...,... I 
Bui ldfng Name: MOONTAIN HOUSE~ 

SEATTLE. \IASHINGTON 
Building Type: BAR/L<llNGE 

Year Constructed: 1m 
LPS/R 38 Ill S393 $219 

38 Ill 
38 111 

LPS/R 38 Ill $140 S78 
38 Ill 
38 Ill 

Oil 38 Ill S281 $156 
Oil 38 Ill $193 S114 

38 Ill 
38 Ill 

AREA COf1HENTS ( AREA # 03 TOTAL s2.,1s S1.438 

The materials are In fair condition with contact and water damage. The materials are approximately 21 to 8• 
from the floor. At a mininun, It is recOlllllended that the materials be repaired, then monitored under an 
operations and maintenance program. If removal Is plamed, gross removal procedures are recoamended. This. 
appears to be low traffic area. 

$61, 

s21i 

$43-: 
SlO' 

SJ.as: 

*********** AREA NUMBER: 04 · AREA OESCRIPTIOH: Attfc·Pfpe_Chase AREA AVERAGE X ASBESTOS: 66X ••••••••••••• 

SAMPLE 0&H UNITS OF PIPE EXP REMOVAL REPUCENENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL OESCRIPTIOH CODE QUANTITY MEASURE ID ~T PL COSTS . COSTS COSTS 

north ·storage-center of room 00·356155 BOX pipe covering OHA 30 ft. 6 In~ 0.0. LPS/R -53 II $389 .$243 S63 
along west wall·et ceiling 00·356159 60X corrugated pipe covering 0HA 40 ft. 6 In. O.D. LPS/R 53 II S519 Sl24 S84 
al orig west .wet l ·et.ceiling 00-356159 60X corrugated pipe covering OMA 140 ft. 4 in. 0.0. LPS/R 53 II S1.249 S781 S2.03 
center o1 room 00·356163 20% wrapped cardboard/paper pipe OMA 20 ft. 4 In. 0.0. Oil 53 II $1?8 S112 $29 
north storage-along north wall 00·356163 20% wrapped cardboard/paper pipe OMA 40 ft. 4 In. 0.0. Oil 53 II Sl57 $223 $58 
north storage-along north wall 06-356156 75X mJp on pipe covering OMA 5 6 in. 0.0. LPS/R 53 II $193 $114 SlO 

06·356157 SOX 53 II 
06-356158 80X 53 II 

along west well-at celling 07·356160 BOX mJp on corrugated pipe cover 00 5 6 In. o.o. LPS/R 53 II $193 $114 $31 
along west w~ll·et ceiling 07-356160 SOX mJp on corrugated pipe cover OMA 40 4 In. o.o. LPS/R 53 II $1,124 $624 S1.7A 

07•356161 70X 53 II 
07·356162 SOX 53 II 

center of room 08·356164 70X. mJp on wrapped cardboard/paper 00 4 4 In. o.o. OU 53 II S112 $62 $17 
north storege~elong north wall 08-356164 70X mjp on wrapped cardboard/paper OHA 10 4 In. o.o. Oil · 53 II S281 $156 S43 

08•356165 65X 53 II 
08·356166 70X 53 II 

HALL·KIHBRELL ENVIRONMENTAL INC. Page 7 06/09/89 
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H-K BuJ I ding', -·· .J 
.Project NU!ber: 0980193E 

Project: G. HEILEHAM BREUERY "E" 
Date Inspected: 03/29/89 

Inspector: CURT BAXTER 

AREA COHHENTS 

,.,,. 
ASBESTOS ASSES; jURVEY 

\..:. . 
'-"' 

The materials are in poor condition with contact and water damage. The materials are approxl111ately 21 to 41 

from the floor. At a minlnun, it Is rec011111ended that the materl-ls be repaired, then monitored under an 
operations and maintenance program. If removal Is plamed, gross removal procedures are recomnended. This 
appears to be a low traffic area. 

/ 

Bulldi ng Nuni>er: 03 . · ~J 
Building Nmne: MOONTAIN HOOSE 

SEATTLE~ UASKINGTDN 
Building Type: BAR/UlJNGE 

Year Constructed: 193'3 

AREA I 04 TOTAL S4,595 SZ,753 sr,mJ 

••••••••••• >,REA NUMBER: 05 AREA DESCRIPTION: Attlc·Plpe Chase AREA AVERAGE X ASBESTOS: 48" .. ............ . 
SAMPLE 

LOCATION OF THE·HATERIAL NUMBER ASB MATERIAL DESCRIPTION 

throughout north end of attl c area 09·356167 40X debris 
09·356168 45X 
09-356169 45X 

throughout north end of attic area 10·356170 SOX debris 
10·356171 55X 
10-3561n SOX 

AREA COHHENTS 

At a mininun, it is rec011111ended that the debris be removed and the area properly cleaned. 
procedures are rec011111ended. This appears to be a low traffic area. · 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 8 

0&H UNITS Of PIPE 
COOE QUANTITY MEASURE · . 10 

IJ4F 20 sq.ft. 

IJ4f 15 sq.ft. 

I AREA f 05 

Gross removal 

BUILDING fl 03 

EXP REMOVAL REPLACEMEIIT TOTAL 
POT PL COSTS COSTS COSTS 

60 I S100 so S100 
60 I 
60 I 
60 I · S100 so S100 
60 I 
60 I 

TOTAL szoo . so $2001 

TOTAL S7,210 S4, 191. s11,,01f 

06/09/89 

RCLLC 0001963



'-.......:::.) 

FIRST FLOOR/ATTIC SPACE 

BULK · . SAMPLE 
SAMPLE '--~---....... IDENTIACATION 

CODE ~ NUMBER 

~BAlL-IDIIRllL ..,.,,.. .,,.. 
actGIJIIIIIIIISIIID 
UIDf,IIIIIIS 11t14 

DAW:: . 
OS/26/Q G04 

@--
G.-~IDIPANY · 
ASIISIDS~!illMY 

· PROJECT NUMBER: 0980t9JE. 
HEILEMAN BREWNC COMPANY 
RAINlt'.R EIREYt,NC COMPANY 
BUIUXHC fl 

RCLLC 0001964
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H-1( Bui I ding·-.. ·- .... 
Project Nwber: 0960193E 

Project: G. HEILEHAN BREWERY "E" 
Dote Inspected: 03/26/69 

Inspector: CURT BAXTER 

**********• AREA NUHBER: 01 

LOCATION OF THE HATERIAL 

store lending 
store shop area 

AREA Ca-tHENTS 

HALL-KIMBRELL ENVIRONMENTAL INC. 

,--. 

ASBESTOS ASSES( ;tJRVEY 
~-

AREA DESCRIPTION: 1st Floor 

SAMPLE O&H 
NUMBER ASS MATERIAL DESCRIPTION COOE 

01-356711 ox drop or lay-In panel · c»tG 
01-356711 ox drop or lay·ln panel OHG 
01-356712 ox 
01-356713 ox 

Page 9 

Bui ldfng NIJ!t>er: 04 · ~ 
Building Name: BEERAPHENALIA SHOl> 

SEATTLE, \IASHINGTON 
Building Type; NOVELTY SHOP 

Year Constructed: 1933 

AREA AVERACE X ASBESTOS: OX .............. 

UNITS Of PIPE EXP RfKOVAL REPLACl:MENT TOTAL 
QUANTITY MEASURE ID POT PL COSTS. COSTS COSTS 

96 sq.ft. 
520 sq.ft. 

AREA# 01 TOTAL so so 

BUILDING# _04 TOTAL so so 

06/09/r,9 

so) 

so) 

RCLLC 0001965



.. 
'~· 

FIRST FLOOR 

SAMJ>LE BULK LJID2D.--....... IDENTIFICA llON 
. SAMPLE '-----'C.m::7 NUMBER COOE 

-IIALHDOIIU. ..... 'IIRI' 

• mr mDIII silm 
UIDtPlll&SIIOl4 

DAI'.: 
!t>fl6/rt GO$ 

·--..;::;;., 

@--
G.-IDllWl l!IOHC CXIIPANY 
ASIISIIISASS£S91DfTSUMY 

PR0.£CT NUMBER: 0980UIJE · 
HEII.EMAN -BRE'MNC COMPANY 
RAINIER BREWING COMPANY 
BUllDINC f4 

RCLLC 0001966



I /· 

ASBESTOS ASSES( JURVEY I 
H·K Bul.ldlng'. . j 
Project Nurber: 0980193E 

..... _--.::::,;/.• Building Nuioer: 05/0SA ...... ,,,,.;;,/ 

Project: G. HEILEMAN BREUERY 11E11 

Date Inspected: 03/23/89 

Building Name: STORAGE/CREOlT UNION 
. SEATTLE, \IASNINGTOII 98134 

. Bui ldlng Type: STORAGE 
Inspector: HARK VOTH Year Constructed: 1933 

••••••••••• AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 53X 

SAMPLE o&M UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB HATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

credit union office-et unit handler 00-356389 70X pipe covering C»4A 3 ft. 4 In. 0.0. HPS/R 40 II 
pert SA-along south well 00-356389. 70X pipe covering C»4A 18 ft. 6 In. O.D. HPS/R 40 II 
pert SA-along south wall 00-356389 70X pipe covering . OHA 50 ft. 4 In. O.D. HPS/R 40 II 
electrlcet room-along celling 00-356389 70X pipe covering OHA 45 ft •. 4 In. O.D. HPS/R 40 II 
pert 5A·along south wall 05-356390 70X mjp on pipe covering C»4A 2 6 In. o.o. KPS/R 40 II 
credit union office-et unit handler, D5·356390 70X mJp on pipe covering C»4A 2·4 In. o.o. HPS/R 40 11 
pert 5A·elong_south wall 05-356390 70X mjp on pipe covering a1A 14 4 In. o.D. HPS/R 40 U 
electrical room·elong celling 05·356390 70:( mJp on pipe covering a1A 7 4 .In. o.o. HPS/R 40 II 

05-356391 SOX 40 II 
05-356392 70X 40 II 

filtration office-north wall-at ceiling 07-356396 ,ox mjp on non-suspect pipe cover a1A 6 4 In. O.D. HPS/R 40 II 
07-356397 ,ox 40 H 
07-356398 1DX 40 II 

AREA COHHENTS ( AREA # 01 T_OTAL 

The materials are in good condition Mith minor contact and water damage. The materials are approximately 8 1 

to 20 1 from the floor. At a minlnun, It is recomnended that the materials be repaired and monitored. If 
removal is plenned, glove beg removal procedures are rec011111eflded. This appears to be a hfgh traffic area. 

*********•* AREA NUMBER: 02 AREA DESCRIPTION: 3rd Floor AREA AVERAGE X ASBESTOS: 33X 

SAMPLE o&H UNITS .OF PIPE EXP 
LOCATION OF THE HATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

south hall-et stelrwell landing 00-356374 6DX pipe covering OMA 8 ft. 4 in. O.D. HPS/R 25 Ill 
south hell-et st~irwell landing 00-356374 ~ox pipe covering OMA 8 ft. 12 In. O.D HPS/R 25 111 
south hell-et stairwell lending 03-356382 ox pipe covering C»4A 8 ft. 10 In. 0.0 RS/R 
south hall"·at stairwell l11nding 03-356382 ox pipe covering CHA 8 ft. 12 In. 0.0 RS/R 

03-356383 OX 
03-356384 ox 

AREA COMMENTS AREA# 02 TOTAL 

The materiel is in good condition with minor contact and water damage, The material Is approximately 81 

from the floor. At a minlnun,- it is recocnnended that the material be repaired and monitored. If removal is 
planned, glove bag removal ·procedures are reconmended. This eppeers to bee high traffic eree, 

HALL·KIMBRELL ENVIRONMENTAL. INC. Page 10 

REMOVAL 
COSTS 

$27 
S234 
$446 
S401 

STT 
S56 

S393 
S197 

S169 

S2,000 

REMOVAL 
COSTS 

S71 
S176 

S247 

-··---
REPLACEMENT TOTAL 

· COSTS COSTS 

S17 S44 
$146 $380 
$279· $725 
S251 S652 
S45 S122 
S31 S87 

S219 S612 
S109 $306 

S94 S263 

S1, 191 S3, 191) 

.............. 
REPLACEMENT TOTAL 

COSTS COSTS 

S45 S116 
S135 $311 

S180 · S427l 

06/09/89 

RCLLC 0001967



tt-K Bl•I ldlng . 1.15 
Project Nlllt>er: 0980193E 

. Project: G. HEILEMAN BRE\JERY 11E11 

Date Inspected: 03/23/89 
Inspector: MARK VOTH 

**·********* AR.EA NUMBER: 03 

LOCATION OF THE MATERIAL 

part 5-south wall-near floor 
part 5-s.outh wall ·near floor 
part SA-southwest corner-along wall 
near northwest corner-at ceiling 
part 5-along west wall-near celling 
part 5-northeast- corner-below tank 
part s~south wall-near floor 
near northwest corner-at ceiling 
part 5-along west wall-near celling 
part SA-southwest corner-along wall 
pert 5-south wall-near floor 

pert 5-northeast corner-below tank 

part 5-along south wall-near floor 
pert S·along south well-near floor 

I. AREA COMMENTS 

r 
I 

ASBESTOS ASSE~_.)SURVEY 

AREA DESCRIPTION: 3rd Floor 

SAMPLE 0&H 
NUMBER ASB MATERIAL DESCRIPTION .COOE 

00-356374 60X pipe covering OMA 
00-356374 60:C pipe covering OHA 
00-356374 60:C pipe covering OMA 
00-356374 60:C pipe covering OMA 
00-356374 60:C pipe covering OMA 
00-356378 o::c pipe covering OMA 
01-356375 60::C mJp on pipe covering OMA 
01-356375 60X mjp on pipe covering OMA 
01-356375 60:C mjp on pipe covering OMA 
01-356375 60:C mjp on pipe covering OMA 
01-356375 60:C mjp on pipe.covering 00 

. 01-356376 60% 
01-3s63n 60:C 
02-356379 2:C mJp on pipe covering 0HA 
02-356380 2% 
02-356381 10X 
03·356382 ox pipe covering OMA 
03-356382 ox pipe covering 00 
03-356383 . ox 
03-356384 o:i: 

~ Building Numer: 05/0SA 
Building Name: STORAGEiCREDIT UNION 

SEATTLE, \IASIIINGTON ·98134 
Building Type: STORAGE 

Year Constr\lctcd: 1933 

AREA AVERAGE·X ASBESTOS: 37X 

UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

125 ft. 4 in. O.D. HPS/R 25 111 $1~115 $697 S1,812 
65 ft. 1Z In. 0.0 HPS/R 25 Ill S1 ,431 $1,100 S2,531 
30 ft. 4 In. O.D. HPS/R 25 Ill S268 S167 S435 
20 ft. 4 in~ O.D. HPS/R 25 Ill S178 S112 $290 
49 ft. 4 in. O.D. ·HPS/R 25 Ill S437 S273 S710 
5 ft. 10 In. O.D.PL 
2 12 In. O.D. HPS/R 25 Ill S152 S95 S247 
5 4 in. o.o. HPS/R 25 Ill S140 S78 ,S218 
4 4 In. O.D. HPS/R 25 Ill $112 $62 $174 
3 4 fn. ·o.o. HPS/R .25 Ill SB4 S47 .S131 

22 4 ,In. O.D. HPS/R 25 Ill $618 S343 $961 
25 Ill 
25 Ill 

1 10 In. o.o. PL 25 Ill S63 S39 S102 
25 Ill 
25 Ill 

65 ft. 10 ln.·o.D RS/R 
65 ft. 12 In. O.D RS/R 

AREA# 03 TOTAL S4,598 S3,013 S7,611I 

The materials are in good condition with minor contact and water damage. The materials are approximately 2' 
to 10' from the floor. At a minirrun, it is reconmended that the materials be repaired and monitored. If 
removal Is plaMed, gross removal procedures are rec011111Cnded. This appears to be a low traffic area. 

*********••' AREA NUMBER: 04 AREA DESCRIPTION: 3rd Floor AREA AVERAGE X ASBESTOS: X ************* 

SAMPLE o&M UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY HEASURE ID POT PL COSTS COSTS COSTS 

part S·northeast corner~hot water. tank 00·99~ . " boiler/tank Insulation 0MB 175 sq. ft. S4,944 S3,960 SS,904 

HALL"KIHBRELL ENVIRONMENTAL INC. Page 11 · 06/09/89 

RCLLC 0001968



... --["" 
(' 

H·K Building ~~-o5 
Project Nurber: 0980193E 

ASBfSTOS ASSES~. ~URVEY .. ___ ,. 
Building Number: OSJOSA "':;._,.,,I. 

Building ll11111e: STORAGE/CREDIT UNION 
Project: G. HEILEHAN BREIJERY "E" 

Date lnspec.ted: -03/?3/89 
. SEATTLE, UASHINGTON 98134 

Building Type: STORAGE 
Inspector: HARK VOTH -Year Constructed: l~ 

AREA COHHENTS AREA# 04 TOTAL 

The tank is encased in a rnetal Jacket making saq,~e collection l~sslble. The material Is In good 
condition with no visible contact or water damage. The material_ Is approximately 31 to 10 1 from the floor. 
At a mlni11J.111, It is reconmended that the material be maintained and monitored. If removal _Is plamed, gross 
removal procedures are reconmended. This appeared to be a low traffic area. 

***•******* AREA NUMBER: 05 AREA DESCRIPTION: 4th Floor AREA AVERAGE X ASBESTOS: 49" 

SAHPLE o&M UNITS OF PIPE EXP 
LOCATION Of THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION - CCOE QUANTITY MEASURE ID POT PL 

part 5A·southwest corner-along celling 00-356385 30X wrapped cardboard/paper pipe OHA 25 ft. 4 In. O.D. DY 23 Ill 
part 5-near center-at celling 00·356385 30X wrapped cardboard/paper pipe OMA 5 ft. 4 In; O.D. DY 23 III 
part SA-near center-along celling 00·356385 30X wrapped cardboard/paper pipe OHA 31 ft. 4 In. 0.0. DY 23 Ill 
part SA-southwest corner-along coiling 04-356386 m mjp-on wrapped cardboard/paper OMA 5 4 In. O.D. DY 23 III 
part 5-near center-at" celling 04-356386 rn mjp on wrapped cardboard/paper OHA 3 4 In. O.D. DY 23 Ill 
part SA-near center-along celling 04·356386 nx mjp on wrapped cardboard/paper OHA 2 4 In. O.D. DW 23 III 

04·356387 70X 231-11 
04-356388 70X 23 Ill 

.part 5·near center-at ceiling 06·356393 lox mjp on non-suspect pipe cover OMA 2 8 In. O;O. DR 23 Ill 
06-356394 30X 23111 
06•356395 30X 23 Ill 

AREA COMMENTS AREA ti 05 TOTAL 

The materials are in good condition with minor contact and water damage. The materials are approximately 
10 1 to 12 1 -from the floor. At a mininun, it is reconmended that the materials be repaired and monitored. 
If removal is planned, glove bag _removal procedures are- reconrnended. This appears to be a low traffic area; 

*********** ' AREA NUHBER: 06 AREA DESCRIPTION: 5th Floor-Part 5 AREA AVERAGE X ASBESTOS:·43X 

SAHPLE o&M UNITS OF PIPE EXP 
LOCATION OF THE HATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

SE room-near southwest corner-along wall 00-356455 ~ox pipe covering OMA 17 ft. 4 In. _O.D. HPS/R 25 Ill 
west·room·southeast corner-along wall 00-356455 -50X pipe covering OKA 7 ft. 4 In. 0.0. HPS/R 25 111 
palnt-storage~north wall·near ceiling 00·356455 SOX pipe covering OMA 12 ft. 4 in. O.D. HPS/R 25 Ill 
west rooin-along east wall-near ceiling 00-356455 SOX pipe·coverlng CHA 37 ft. 4 in. 0.0. HPS/R 25 Ill 
north hall-along ceiling 00-356455 SOX pipe covering OMA 21 ft. 4 In. 0.0. HPS/R 25 Ill 
north hall-along north wall 00·356455 SOX pipe covering OHA 12 ft. 4 In. O.D. HPS/R 25 Ill 
west room-along east wall-near celling 00-356459 zox wrapped cardboard/paper pipe OHA 24 ft. 4 In. O.D. DY 25 111 
north hall-along ceiling 00-356459 zox wrapped cardboard/paper pipe OMA 8 ft. 6 In. O.D. DY. 25 II I 

HALL·K.IHBRELL ENVIROIIHENTAL INC. Page lZ 

S4,944 

REMOVAL 
COSTS 

$223 
S45 

S277 
S140 

S84 
156 

196 

$921 

REMOVAL 
COSTS 

$152 
S62 

$107 
$330 
$187 
$107 
S214 
S104 

SJ,960 sa,904) 

REPLACEMENT TOTAL 
COSTS COSTS 

1139 $362 
128 173 

S173 $450 
$78 12,a 
S47 . 1131 
$31 S87 

157 1153 

$553 $1,4741. 

................ 
REPLACEH.EIIT TOTAL 

COSTS COSTS 

S95 $247 
S39 $101 
S67 ' 

$174 
S206 $536 
S117 1304 

S67 . $174 
S134 S348 

S65 $169 

06/09/89. 

RCLLC 0001969



H·K Blif lding· · .... ....J5 
Project Nurber: 0980193E 

Project: G. HEILEMAN BREIIERY "E" 
Date Inspected: 03/23/89 

Inspector: HARK VOTH 

north hall·along celling 00·356459 

,,- . 

ASBESTOS ASSEl. .~URVEY ..._,, 

20X wrapped cardboard/paper pipe CHA 

/ 

Building Nuaber: 05/0SA '-J 
Building N-: STORAGE/CREDIT UNION 

SEATTLE, \IASHINGTOII 98134 
Bui ldlng Type: STORAGE 

Year Conatruc:ted: 1933 

8 ft. 4 In. 0.0. OW 25 Ill $71 S45 $116 
west room·along east wall-near ceiling 00·356459 20X wrapped cardboard/paper pipe OMA 15 ft. 6 In. O.D. DW. 25 111 S195 S122 S317 

5 4 In. O.D. HPS/R north hall-along celling - 09·356456 42X mJp on pipe covering CHA 
paint storage-north wall-near celling 09·356456 42X mJp on pipe covering CHA 
west room-along east wall-near celling 09-356456 42X mJp on pipe covering OMA 
SE room~near southwest corner-along wall 09-356456 42X mJp on pipe covering OMA 

09-356457 52X 
09-35645.8 42X 

west room-along east wall·near celling 10-356460 52X mjp on wrapped cardboard/paper OMA 
west .room-along east wall-near celling 10·356460 52X mJp on wrapped cardboard/paper OMA 
north hall-along celling 10-356460 52X mjp on wrapped cardboard/paper OHA 
~orth hall-along celling 10-356460 52X .mJp on wrapped cardboard/paper OHA 

10-356461 52X 
10-356462 40X 

AREA CClf,IHENTS 

The materials are In good to fair condition with minor contact and water damage. The materials are up to 
10 1 from the floor. At·a mlninun, It Is reconmended that the materials be repaired and monitored. If 
removal Is planned, glove bag removal procedures are recanmended. This appears to be a low traffic area. 

••••••••••• AREA NUMBER: 07 AREA DESCRIPTION: 6th Floor 

SAMPLE o&H 

25 111 
2 4 In. o .. o. HPS/R 25 111 
6 4 In. O,D. HPS/R 25 111 
1 4 In. o.o. HPS/R 25 Ill 

25 Ill 
25 Ill 

2 6 In. O.D. OW 25 Ill 
2 4 In. o.o. D11 25 Ill 
1 4· In. o.o. · D11 25 Ill 
1 6 in. 0.D. D11 25 Ill 

25 Ill 
25 Ill 

AREA# 06 TOTAL 

AREA AVERAGE X ASBESTOS: 45X 

UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASS MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT Pl 

southwest room-along east wall 00-356451 52X pipe covering OHA 
· southwest room-along east watl 08~356452 4ZX mJp on pipe covering 00 

08-356453 42X 
08-356454 42X 

AREA COMMENTS 

The materials are In good to fair condition with minor contact and·water damage. The materials are fr0111 
floor level to 4° high. At a mininun, it Is recoomended thot the materials be repaired and monitored. If 
removal Is planned,- glove bag removal procedures are recoomended. This appears to be a low traffic area. 

HALL·KIHB~ELL ENVIRONMENTAL INC. Page 13 

4 ft. 4 In. O.D. HPS/R 23 Ill 
1 4 In. o.o. HPS/R 23 Ill 

23 111 
23 II~ 

( AREA # 07 . TOTAL 

BUILPING f 05 TOTAL 

$140 $78 $218 
S56 $31 $87 

$169 $94 $263 
S28 $16 S44 

$17 S45 $122 
S56 $31 $87 
S28 S16 S44 
S39 S23 S62 

S2, 122 S1 ,291 $3~413) 

·------
REMOVAL REPLACEMENT TOTAL 

COSTS COSTS COSTS 

Sl6 Sl2 S58 
$28 $16 S44 

S64 S38 _s,02) 

114,896 $10,226 $25,122 

06/09/8~ 

RCLLC 0001970
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F J!,6677-79'\ 
~_J 

FIRST FLOOR 
' 

@-

-IIAIHJIIIRDl II\Sllflfl lDA C. ID.DIAH 11111.lllli OIIPANT 
B~K . SAMPLE • mr 11111111 Sllll1 · 

~~U\ff 
SAMPLE --....__~-....._ IDENmCATION Ulfllf. UIIII$ IIOl4 . PRO.ECT NUMBER: 0980193£ 

COOE NUUBER HEll.EMAN BREWNC COMPANY 
DA'I: GU RAINIER BRE\IIINC COMPANY 

O!I/Zl/n BUILDINC p STOCK CEllARS 

RCLLC 0001971



,, ___________________________ ...,.._____ ~.., ___ _ 
·- - , __ ,.:~ 1 

'--" ---

FIRST FLOOR 

CREDIT 
UNION 

BULK SAMPLE 
SAMPLE ...___ewz9---._ IDENTIFICATION 

COOE NUI.IB£R . 

-IIAlHDOW . .,..... nu 
a. mr mmil llllD 
Llllllt UISIS IIOCI 

0..[: 
05/2'/19 11111 

@-
G. IO.DiAN BIONC CDIPAHY 
ASllS1llS ASSES9IIHT SIIMY 

PR0.£CT NUMBER: 0980J93E 
HEII.EUAN BREWNC. COMPANY 
RAINIER. 8REWINC COMPNIY 
BUILDING f5 STORACE/CREDIT UNION 

RCLLC 0001972



•~ ~" I ,.__,. 

THIRD FLOOR . 

SAMPl£ 
BULK .LJ:m1n---.._ IDENTlflCATION 

SAMPLE "--'C!!E::7 NUMB£R COOE . 

_BW.-mlJREll ,,,...., ,am 

umr111111111mm 
UIOtllllllS -

DAI:: O"J/2$/H ao1 

,..,- ~-------
~ 

@-
C. IDWN IIIOINC QIIPANY 
ASIISm~SIMT 

PR0.£CT HUMBER: 0980193£ 
HEILEMAN BREWNC COMPANY 
RAINIER 8REWINC COMPANY 
BUllDINC ,S STORACE/~T UNION 

RCLLC 0001973



I 

---·-·· ... -

FOURTH FLOOR 

SAMPLE 
BUU< eil!)~ IDENTIFICATION 

SAMPLE '--·"71«""7 NUWBER COOE 

-IIAIHDIWI.L -= -
411111D mtlllll SDIIJ 
Ullllll,ll!GU IIOIC 

DAI: 
16/11/n GIii 

~· 

@-
C. IDDIAH IIDHC ailPJIIY 
ASIISlDS-ASSmlEHT U\U 

PRO.:IECT NUMBER: 0980193£ 
HEllEUAN BREVilHC COMPANY 
RAINIER BRE\\fflC COMPANY 
BUILDING f5 STORAGE/CREDIT UNlai 

RCLLC 0001974



I ··--..:;:.,,· 

FIFTH FLOOR 

BULK · SAMPLE 
SAMPLE --....__Cil!)---._ IDENTlflCAllON 

CODE HUM&R 

-IWHDIBW .,,.,,,. .. 
.. m1 mmm1 mm 
UIOt,UIIIIS IIOIC 

DAI'.: m/'ZJ/n 009 

'· 
. .......::;,, 

@-
G. tBDIAH IIIIEK IDIPAIIY 
ASIISIJS~91MY-

· PRo.£CT- NUMBER: 0980193£ 
·HEILEMAN BREWNG COMPANY 
RAINIER BREWING COMPANY 
BUILDING f5 ST,<)RACE/CREDT UNIOO 

RCLLC 0001975



----~··' 

-SIXTH FLOOR 

. SAMPLE 
BULK . Lnil2:n.--.__ IDEHmCATION 

SAMPLE -----~ NUMBER CODE 

-BA11-DIIIRl1L rnmi.,... 
4111 mt ffllllQII mm 
IAIIQG, DIGS IIOII 

DAI: 
05/M{n OIO 

0 

@-
C. ID.DIAN IIIOIHC CBIPANY 
ASIISIIIS~SIIMY 

PR0.£CT NUMBER: 0980193£ 
HEILEMAN BRE'MNC COMPANY 
RAINIER BRE\\'INC COMPANY 
BUILDING f5 STORACE/CREDIT UNIOO 

RCLLC 0001976



H·K Bui !'ding l.'<"'06 
Project 'Number: 0980193E 

Project: G. HEILEMAN BRE~ERY "E" 
Date Inspected: 03/27/89 

Inspector: MARK VOTH 

··••******* AREA NUMBER: 01 

LOCATION Of THE MATERIAL 

filtration room-center-north to south 
filtration room-center-north to south 
filtration room-center-north to south 
filtration room·center·nort~ to south 

filtration room-northeast corner. 

I AREA Cc»IMENTS 

ASBESTOS ASSE~ I SURVEY . 

AREA DESCRIPTION: 1st Floor-At Celling 

SAMPLE ~ 
NUMBER ASB MATERIAL DESCRIPTION COOE 

00-356636 40X pipe covering 00 
00-356636 40X pipe coverlng 00 
01-356637 35X mJp Ori pipe covering 00 
01-356637 35X mJp on pipe covering 00 
01-356638 30X 
01-356639 20X 
02-356640 20X mJp on non-suspect pipe cover 00 
02-356641 20X 
02-356642 20X 

Building NUlber: 06 
B.ulldfng Name: FILTRATION 

~-

SEATTLE, WASHINGTON 
Building TyPe: STK CELLAR 

Year Constructed: 1933 

98134 

AREA AVERAGE" ASBESTOS: 28X ................ 

UNITS OF PIPE EXP REMOVAL REPUtalENT TOTAL. 
QUANTITY MEASURE ID POT PL COSTS COST$ COSTS 

85 ft, 4 In. 0.0. HPS/R 27 Ill S758 S-474 S1,232 
25 ft, 6 In. O.D, HPS/R 27 Ill S324 · ·5203 S527 
16 4 In. o.o. HPS/R 27 Ill S-449 S250 $699 
6 6 In. o.o. IIPS/R 27 Ill S232 $136 S368 

27 Ill 
'2.7 Ill 

2 6 In. o.o. HPS/R '2.7 Ill sn S-45 S122 
27 Ill 
27 Ill 

AREA # .(!1 TOTAL $1,840 S1,108 ~2.m} 
The materials are In good co~itlon·wfth minor contact and water damage. The materials are approxl1114tely 8' 
to· 10' from the floor. At a minlnun, it Is recomnended that tha materials be repaired and monitored. If 
refllOval Is planned, glove bag removal procedures are recOlllllended. This appears to be a h.lgh traffic area. 

••••••••••• AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor-Celling. AREA AVERAGE X ASBESTOS: OX ............. 
SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS· 

west hall 03-356643 ox drop or lay-in panel ClMG 512 sq.ft. 
03-356644 ox 
03-356645 ox 

west hall 04-356646 ox drop or lay-In panel CMG 24 sq.ft. 
04-356647 ox 

' 04·356648 ox 
west hall 05-356649 ox drop or lay·ln panel CMG 40 sq.ft. 

65-356650 ox. 
05·356651 ox .. . . 

AREA COMMENTS. ( AREA I 02 TOTAL $0 so so} 

HALL-KIMBRELL ENVIRONMENTAL INC. Pag11 14 06/09/89 
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H·K Bui ldin., ·~ 06 
Project Nl.llber: 0980193E 
. Projec;t: G. HEILEMAN BRE\IERY 11E11 

ASBESTOS ASSE:.,~ ! SURVEY 
Building Nunber: 06 

Buildfng Name: FILTRATION 
SEATTLE, WASHINGTON 98134 

Building l'ype: sn:: CELLAR Oate Inspected: 03/27/89 
Inspector: HARK VOTH Year Constructed: 1933 

••••••••••• AREA NUMBER: 03 AREA DESCRIPTION: 1st Floor•Above Drop Celling AREA AVERAGE X ASBESTOS: l1X 

SAMPLE o&M UNITS OF PIPE EXP 
LOCATION OF TME MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

at air handling unit 00-356636 40X pipe covering OMA 10 ft. 4 In. O.D. HPS/R 15 IV 
at air ha_ndlfng unit 01-356637 35X mJp on pipe covering OMA 4 4 In. O.D. HPS/R 15 IV 

01-356638 30X 15 IV 
01-356639 20X 15 IV 

AREA COMMENTS I [ AREA I 03 TOTAL 

The materials are in good condition with minor contact and water damage. The·materfals are approximately 9 1 

-to 11' from the floor. ·At a minill'UII, it is reconmended that the materials be repaired and monitored. If 
removal is planned, glove bag removal procedures are reconrnended. This appears to be a low traffic area. 

*********** AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 25X 

SAMPLE o&M UNITS OF PIPE EXP 
LOCATION Of THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY .MEASURE ID POT PL 

north wall·near center 00·356652 40X pipe covering 00 
north wall-near center 06·356653 20X mJp on pfpe covering OMA 

06-356654 20X 
06_·356655 20X 

AREA COHMENTS 

Th_e materials are In fair condition with contact and water damage, The materials are up to 10 1 from the 
floor. At a mininun, it Is rec:onmended that tho materials be repaired and monitored. If removal Is 
planned,· glove bag removal procedures are reconmended. This appears to be a low traffic area. 

HALL·KIHBRELL ENVIRONMENTAL INC. Page . 15 

10 ft. 6 In. O.D. HPS/R 38 Ill 
1 6 ·1n. O.D. HPS/R l8 Ill 

38 Ill 
38 Ill 

( AREA I 04 TOTAL 

( BUILDING I 06 TOTAL. 

REMOVAL 
COSTS 

$89 
S112 

S201 

REMOVAL 
COSTS 

S130 
S39 

S169 

$2,210 

--·· 
REPLACEMENT TOTAL 

COSTS COSTS 

S56 1145 
t62 S174 

S118 S319J. 

••••••••••••• 

REPLACEMENT TOTAL 
COSTS COSTS 

S81 S211 
S23 t62 

$104 sm) 

$1,330 . Sl,5401 

06/09/89 

RCLLC 0001978



/ 
'· . '-....::.,..,-

FIRST FLOOR 

. SAMPLE 
BULK LIIDID.--....... IDENTlflCATION 

SAMPLE .....__~ NUI.IBER CODE 

--BAlL-mlWU nmir- PnP 

• mr mm111 sum 
Ullba. lllll&S IIOIC 

DAlE: ~/'l6/U 1111 

--..::-.;,,· 

@--
C. IREIWf IIIDl«i QIIPMrt 
ASIISR5ASSESSaHTSIIMY 

PRo.ECT HUMBER: 0980193E 
HEll.EIIAH BR£V4HC COMPANY 
RAINIER BRE'MNC COMPANY 
BUILDIHC .f6 FILTRATION 

RCLLC 0001979



... 

SECOND FLOOR 

SAMPLE 
BULK llffl1r\----.... IDENTlflCAllON 

SAMPLE .....____~ NUMBER CODE 

-IWHBIBRIL ,,.._ ffllPI 

• a mm111 sum 
UIIDG.111115 11111 

i»°/:tn Git 

-~, 

®-
C. ID.OON IIDll: IDIPAIIY 
AmlOSASDMNTSIMY 

PRO.£CT. HUUBER: 0980193E 
HEll.£MAN-BR£WHC COMPANY 
RAINIER IIREWING CCJNPMtY 
Bl.DI.ONG f6 ALTRAllOH 

RCLLC 0001980



H·K Bui I ding·• . .-•· 07 
Project Nl.llber: 0980193E 

. Project: G. HEILEMAN BREUERY '"E" 
Date Inspected: 03/27/89 · 

Inspector: HARK VOTH 

*********** AREA NUMBER: 01 

LOCATION OF THE MATERIAL 

northwest stalrwell·throushout 

AREA COMMENTS 

HALL·KIMBRELL'ENVIRONHENTAL INC. 

ASBESTOS ASSE~' SURVEY 

AREA DESCRIPTION: 1st Floor•Ceflfng 

SAMPLE· O&H 
NUMBER ASB MATERIAL DESCRIPTION COOE 

01-3s66n ox drop or lay·ln panel QCG 
01·356678 ox 
01·356679 ox 

Page 16 

~-· 
Building NUlllber: 07 

Building. Name: Stoa:. CELLARS 
. SEATTLE, YASHINGTON 98134 

Building TyPO: COLD STRG 
Year Constructed: 1935 

AREA AVERAGE X ASBESTOS: OX 

UNITS OF PIPE EXP REMOVAL REPLACEMENT TPTAL 
QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

100 sq.ft. 

I AREA # 01 TOTAL sq so soJ 

·I BUILDING# 07 TOTAL so so so}, 

06/09/89 

RCLLC 0001981



H·K Bui ldini,..-- 08 
Project Nunber: 0980193E 

Project: G. HEJLEHAH BREUERY "E" 
Date Inspected: 03/23/89 · 

Inspector: TIH SWARTZ 

**"'******** AREA NUMBER: 01 

LOCATION OF THE HATERIAL 

southwest corner 
SU & west center area-near ceiling 
SU & west center area-near celling 
SU & west·center area-near ceiling 
east wall-above carbon dioxide tank 
north end of room 
north end of room 
carbon dioxide tank-north center area 

southwes·t .corner 

east wall-above carbon dioxide tank 
SU, west center area-near ceiling 
SU & west center area-near ceiling 

· north ·end of r·oom 
north end.of room 
SU & west center area-near cell-Ing 

Sij & west center area-near ceiling 
north end of room 
north end of room 

ASBESTOS .ASSE~ __ J SURVEY 

AREA DESCRIPTION: 1st Floor 

SAMPLE 0&M 
NUMBER ASB MATERIAL DESCRIPTION CODE 

. 00-356526 6X wrapped cardboard/paper pipe 00 
00-356530 40X pipe covering OHA 
00-356530 40X pipe covering. OHA 
00-356530 · 40X pipe covering c»IA 
00-356530 40X pipe covering OHA 
00-356530 40X pipe covering OHA 
00-356530 40X pipe covering OHA 
06-356523 2X boiler/tank Insulation OHB 
06-356524 ox 

. 06-356525 ox 
07-356527 SOX mJp on wrapped cardboard/paper CHA 
07-356528 SOX 
07-356529 60X 
08-3S6531 ox mjp on plpa covering CHA 
08•356531 ox mJp on pipe covering, OHA 
08-356531 ox mJp on pipe covering OMA 

, 08-356531 ox mJp on pipe covering CHA 
08-356531 ox mJp on pipe covering OHA 
08•3S6531 ox mJp on pipe covering CHA 
08-356532 45~ 
08·3S6533 ox 
09-:356534 40X mJp on non-suspect· pipe cover OHA 
09·356534 40X mJp on non-suspect pipe cover OHA 
09-356534 40X mJp on non-suspect pipe cover OHA 
09·356S35 ox 
09-356536 ox 

·, ._, 
Building Nuaber:· 08 

Buili:ffng Name: UBS/STORAGE 
SEATTLE, UASHINGTCN 

Building Type: W/STRG 
Year Constructed: UNKN 

AREA AVERAGE X ASBESTOS: 23X ··········-· 
UNITS Of PIP£ EXP REMOVAL REPLACEMENT TOTAL 

QUANTITY HEASURE ID POT PL COSTS COSTS COSTS . 
10 ft. 4 In. O.D. DU 28 Ill S89 S56 S14! 
95 ft. ·a In. O.D. HPS/R 28 Ill Sl,344 $960 S2,» 
15 ft. 6 fn. O.D. HPS/R 28 Ill S195 S122 S3t. 

130· ft. 4 fn. O.D. HPS/R 28 Ill S1,160 1725 11,Ba 
22 ft. 4 In. O.D. HPS/R 28 Ill S196 S123 S31! 
35 ft. 8 In. o.o. IIPS/R 28 Ill 1495 1354 S849 
70 ft. 4 In. O.D. HPS/R 28 Ill 1624 Sl91 11,015 

1010 sq.ft. 28 Ill $28,533 $22,856. $51,389 
28 Ill 
28 Ill 

3 4 In. o.o. OU 28 Ill S84 S47 S131 
28 Ill 
28 Ill 

3 4 In. o.o. HPS/R 28 Ill S84 S47 1131 
4 4 In. O.D. HPS/R 28 Ill S112 S62 S17~ 
6 6 in. O.D. HPS/R 28 Ill S232 $136 Sl6a 

14 4 fn. O.D. HPS/R 28 Ill S393 S219· 1612 
8 8 In. O.D. HPS/R 28 Ill S385 1226 1611 
2 8 In. O.D. HPS/R 28 Ill S96 157' $153 

28 Ill 
28 Ill 

6 6 in. o.o. OU 28 Ill $232 S136 1368 
4 4 In. O.D. DU 28 Ill. S112 . $62 ·s174 
8 6 in, O.D. OIi 28 Ill $309 $182 S491 

28 Ill 
28 Ill l 

AREA· COHHENTS· AREA# 01 TOTAL 134,675 126,761 161,4361 

The materials are In good condition with limited contact damage. The materials-are approximately 11 to 1.2 1 

from the floor. At a minlnun, It is• reconmended th~t the materials be repaired and monitored. If removal 
is planned, extensive gross removal procedures are.recocrmended. This appears to be a high traffic area. 

.............. AREA NUMBER: 02 AREA DESCRIPTION: 2nd floor AREA AVERAGE X ASBESTOS: 39X . 

SAMPLE 0&M UNITS OF PIPE EXP REMOVAL 
LOCATION OF THE HATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT Pl COSTS 

E & lamp storage rooms-along west wall 00·356506 15.X ~rapped cardboard/paper pipe OHA 40 ft. 4 In. O.D. HPS/R 28 Ill 1357 

ffALL·KIHBRELL ENVIRONMENTAL INC. Page· 17 

·--· 
REPLACEMENT TOTAL 

COSTS COSTS 

1223 S580 

06/09/89. 

RCLLC 0001982
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ASBESTOS ASSE~ SURVEY 
·.~ 

Building Nud>er: 08 H·K Buflding-··,>·. 08 
Project NUlber: 0980193E 

Project:. G. HEILEMAN BRE\IERY "E11 

Date Inspected: 03/23/89 

Building Nmne: LABS/STORAGE 
SEATTLE, ·VASHJNGTON 

Building Type: W/$T1lG 
Inspector: TIM SUARTZ Year constructed: UIIICN 

N~ area-SE from elevator-by colum 00-356510 oi wrapped cardboard/paper pipe OMA 7 ft. 4 in. O.D. OU 
northwest area-by elevator 00-356511 45X pipe covering a4A 26 ft. 4 In. o.o. HPS/R 28 Ill 
E & la~ storage rooms-along west wall 02·356507 SOX mJp on wrapped cardboard/paper OMA 4 4 (n. O.D. HPS/R 28 Ill 

02•356508 40X 28 Ill 
02·356509 SOX 28 Ill 

northwest area•by elevator 03·356512 SOX mJp on pipe covering OMA , -4 4 In. O.D. HPS/R 28 IU 
03·356513 SOX 28 Ill 
03~356514 SOX ·za Ill 

AREA COHHEHTS I ( AREA t 02 • TOTAL 

The l'Cl8terials are In fair to good condition with contact and water d11111Bge.· The materials are approximately 
1 1 to 9' frtxn the floor. At a mlnlnun, ft is recClfflllended that the materials be repaired and monitored. If 
removal is pla"l'.led, glove bag removal procedures are rec011111ended, This appears to be a high traffic area. 

···••****** AREA NUMBER: 03 . AREA OESCRIPTlOH: 2rd Floor-Ceiling AREA AVERAGE X ASBESTOS: 6X 

SAMPLE 0&M UNITS Of PIPE EXP 
LOtATION OF THE MATERIAL NUHBER ASB MATERIAL DESCRIPTION COOE; QUANtlTY MEASURE ID POT PL 

orlentntion room 01·356503 6X sprayed acoustical plaster a4l) 420 sq.ft. 50 II 
01·356504 ax 50 II 
01·356505 4X 50 II 

AREA COMMENTS (AREA# 03 TOTAL 

The material Is in good condition with no apparent contact or water damage. The material Is approximately 
9' from the· floor. At a mlnll!Ull, It is reconmended that the material be encapsulated and monitored. If. 
removal is plaM.ed, gross re,r10val procedures are recomnended. This appears to be a high traffic area. 

********~·· AREA NUMBER: 04 AREA DESCRIPTION: 3rd Floor AREA AVERAGE X ASBESTOS: 41X 

SAMPLE O&H UNITS OF PIPE EXP 
LOCATION·Of THE HATERIAL NUHBER ASB MATERIAL DESCRIPTIOH COOE QUANTITY MEASURE ID POT PL 

center concrete coll.llll·at north ~nd 00·356515 ox wrapped cardboard/paper pipe 00 4 ft. 4 in. 0.0. DU 
north area·near ceiling . 00·356516 ssx pipe covering 00 60 ft. 4 In. O.D. HPS/R 26 Ill 
north central storage room 00-356516 55% pipe covering 00 12 ft. 4 In. O.O. HPS/R 26 Ill 
west side-near celling 00-356516 ssx pipe covering 00 205 ft, 4 in. O.D~ HPS/R 26 Ill 
west s Ide-near celling 04-356517 SOX mjp on pipe covering OMA 27 4 In. o.o. HPS/R 26 Ill 
north central storage room 04-356517 SOX mjp on pipe covering OMA 5 4 In. o.o. HPS/R 26 Ill 
north area-near ceiling 04·356517 SOX mJp·on pipe covering <»IA 20 4 in. o.o. HPS/R 26 Ill 

04-356518 55X 26 Ill 
.04·356519 SOX 26 Ill 

IIALL·KIHBRELL ENVIRONMENTAL INC. Page 18 

mz 
S112 

S112 

$813 

,REIIOVAL 
COSTS 

S4y561 

S4,561 

REMOVAL 
COSTS 

.S535 
S107 

S1,829 
S758 
S140 

· S562 

$145 err 
162 S174 

S62 S174 

I 

S49Z $1,3051 

--
REPLACEMENT TOTAL 

COSTS COSTS 

$911 ss.4n 

$911 S5,4n) 

·----
REPLACEMENT TOTAL 

COSTS COSTS 

S335 S870 
S67 S174 

S1,144 sz.97l 
S421 Sl,179 

$78 S218 
S312 S874 

06109/69 

RCLLC 0001983
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ASBESTOS ASSE~) SURVEY ~ 
Building Nud>er: 08 H·K Bui lding,., __ ... 08 

Project Nuiber: 0980193E 
Project: G. HEl~EHAN BREUERY 11E11 

Date Inspected: 03/23/89 

Bui ldlng Name: LABS/STORAGE 
SEATTLE. \IASH(NGTON 

Building Type: LAB/STRG 
l_nspector: TIM SUARTZ Year Constructed: UNKN · 

E center & southeast·areas·near ceiling 05-356520 30X mJp 011 non-suspect pipe cover · 0MA 16 4 tn. O.D. 
north area-near ceiling 05·356520 · 30X mjp on non-suspect pipe cover 0MA 12 4 In. O.D. 

05-356521 20X 
0S-356522 30X 

AREA COMMENTS 

Th·e materials are In falr·to good condition with minor contact and water damage. Tho ·materials are 
approximately 11 to 81 from the floor. At a mfnlnun, It is reconmended that the materials be repaired and 
monitored. If removal Is planned, extensive gross removal procedures are recam,ended. This appears to be a 
high traffic area. 

HPS/R 26 Ill 
HP$/R 26 Ill 

26 Ill 
26 Ill 

AREA I 04 TOTAL 

••••••••••• AREA NUMBER: 05 AREA DESCRIPTION: 4th Floor AREA AVERAGE X ASBESTOS: 31X 

SAMPLE o&K. UNITS Of PIPE EXP 
LOCATJON OF THE MATERIAL NUMBER· ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

lounge In SE area-at N end-by AHU 00-356537 .40X pipe covering OMA 38 ft. 4 In. O.D. HPS/R 27 Ill 
E office-Janitor's closet·E center area 00-356537 40X pipe coverlog OMA 10 ft. 4 fn. O.D. HPS/R 27 Ill · 
E office-Janitor's closet7E center area 10•356538 20X mjp on non-suspect pipe cover OMA 1 4 In. o.o. HPS/R 27 Ill 

10-356539 25X 27 Ill 
10-356540 20X 27 Ill 

lounge In SE area-at N end•by AHU 11-356541 SOX mJp on pipe covering (»(A 12 4 In. O.D. HPS/R 27 Iii 
11-356542 20,C 27 Ill 
11-356543 30X 27 Ill 

AREA COMMENTS AREA·t 05 TOTAL 

The materials are In good condition with minor contact and water damage. The materials are approximately 11 

to 8 1 from the floor. At a mlnlnun, It Is reconmended that the materials be repaired and monitored. If 
removal is planned, glove bog removal procedures are recomnended. This appears to be a low traffic area. 

*********** AREA NUMBER: 06 AREA OESCRIPTIOM: 4th Floor-Ceilings AREA AVERAGE X ASBESTOS: OX 

SAMPLE o&M UNITS Of PIPE EXP 
LOCATION OF THE MATERIAL NUMBER .ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

assistant brel.'IIIBster•s·offlce & entrance 12-356544 ox drop or lay·ln panel c»IG 150 sq.ft. 
breWlllllster's office 12-356544 ox drop or lay·tn panel· Cl4G 400 sq. ft. 
exercise room In south center area 12-356544 ox drop or lay-In panel OHG 200 sq.ft. 

12-356545 ox . 
12-356546 ox 

laboratories on west side . 13-356547 ox drop or lay-In ~nel OHG 1300 sq.ft. 
13·356548 ox 

HALL·KIHBRELL ENVIRONMENTAL INC. Page 19 

$449 
S3l7 

S4,717 

REMOVAL 
COSTS 

S339 
S89 

·sza 

m1 

S793 

REMOVAL 
COSTS 

$250 S699 
S187 SS24 

$2,794 $7,5111 

............. 

REPLACEMENT TOTAL 
COSTS COSTS 

S212 .S551 
S56 $145 
$16 S44 

S187 $524 

$471 s1,264) · 

............. -

REPLACEMENT TOTAL 
COSTS COSTS 

06/09/89 

RCLLC 0001984



H-K.Bulldln~ ., ·os 
Project Nunber: 0980193E 

Project: G. HEILEMAN BREMERY "E" 
Date Inspected: 03/23/69 

. Inspector: TIM SWARTZ 

lounge In southeast area 

·E ofc area-all rooms except brewmaster•s 

AREA COHHENTS 

*********** AREA NUMBER: 07 

LOCATION Of THE MATERIAL 

assistant brewmaster•s office & entrance 
excerclse room in south center area 

AREA COMMENTS 

HALL ·KIMBRELL ENVIRONMENTAL INC. 

\ 

ASBESTOS ASSE~~; SURVEY 

13·356549 ox 
14·356550 ox acoustical tile OHG 
14-356551 ox 
14-35655·2 ox 

. 15-356553 ox acoustical tile <»fG 
15-356554 ox 
15-356555 ox 

AREA DESCRIPTION: 4th Floor-Above Drop Ceilings 

SAMPLE O&M 
NUMBER ASB MATERIAL DESCRIPTION COOE 

14-356550 ox acoustical tile <»fG 
14-356550 ox acoustical. ti le OHG 
14-356551 ox 
14-356552 ox 

Page 20 

200 sq.ft, 

2700 sq.ft. 

~) 
Building NUllber: 08 

Building Neme: UBS/STORAGE 
SEATTLE. \IASHINGTON 

Building Type: LAB/STRG 
Year Constructed: UNICN 

(AREA# 06 TOTAL so so so 

AREA AVERAGE X ASBESTOS: OX ----
UNITS OF PIPE EXP REMOVAL REPI.ACEMBIT TOTAL 

"QUANTITY MEASURE ID POT PL COSTS COSTS a>STS. 

230 sq.ft. 
200 sq.ft. ,. 

[AREA #-07 TOTAL $0 so $0 

BUILDING J 08 TOTAL $45,559 $31,429 $76,988 

06/09/89 

RCLLC 0001985



'-,--· ________ _;,_ ________ -,--__ _ 
...__.. 

FIRST FLOOR 

SAMPLE 
BULK .· (!!J!Jf)---......._ IOENmcA 110N SAMPLE ......._...---.,c,. 1 NUMBER COOE . 

.....,.Wl-moml flM1"'I ma 
4111 llSI mmill SIIID 
I.IIDX. IIIIIIS !IOU 

Dl~ 0$/JS/19 Ol4A 

~ 

@-

~~a:: 
PR0.£CT NUMBER: 0980193£ 
HEll.EUAN BREWNG COMPANY 
RAINIER 8RE'MNG COMPNf¥· 

· BUILDING f8 

RCLLC 0001986



\ 

<.,...,' 

SECOND FLOOR 

SAMPLE 
BULK LJ:mm---.. IDENTIFICATION 

SAMPLE -----~ NUMBER CODE · 

-II.W.-Dlllml IPFMl!t ppm 

GltmlmullllSIIID 
IDIDU.OlliisllOlt 

OA~ O'J/11/n 0141 

.,. ... 
/ .... -..._. 

@-
c. ib.BIAN BREWHG ailPAHY 
ASl(SJOSASSED(J(J31l't{T 

PROJECT NUUB£R: 09801 QJE 
HEILEMAN BREWNC COMPANY 
RAINIER BREWING COMPANY 
BUILOIHC -f8 

RCLLC 0001987



.i 
··------------------'----------------

57 ~ 

THIRD FLOOR 

SAMPLE 
BULK ~-------- IOENTlflCATION SAMPLE ...___ · NUMBE'.R 
CODE 

-BAUMlU WPHIDIPIIP 

=:-i= 
OAI'.: ft,/11/n Ol4C 

~ 
C. IODWt IIIONGOIIPANY 

~ue 
PROJECT NUMBER: 098019JE 
HEllEMAN BREWNG COMPANY 
RAINIER BREWING COMPANY 
BUIUllNC f8 

RCLLC 0001988



"----------~----------------- l 

~-·i -.:::,;.,, 

FOURTH FLOOR · 

BULK . SAMPLE 
SAMPLE ...__ ~----...._ IOEN11FlCATION 

COOE· ~ NUMBER 

LOBBY 

-BAIHIIIIW. CNMU !DU 

w mr ffllllll mm 
IA1Dtllll5Gll044 

DU: IJ'J/ll/n 0140 

JANITORS 
a..osET 

-@ 
G. lllEMAH BIONG OIIPANY 
A5'i£sltls~·511MY 

PRO.ECT NUMBER: 0980193£ 
H8LEMAN BREWNC COMPANY 
RAINIER BREWING COMPANY 
B\Rl.DING f8 

RCLLC 0001989



H·K Bui ld!n1,._H .· 09 _ 
Project NU!lber: 0980193E 

Project: G. HEILEMAN BREIJERY 11E11 

Date Inspected: 03/22/89 
Inspector: TIH. SIJARTZ 

I 
_ASBESTOS ASSE~ j SURVEY 

\._,,· Building NUltler: 09 ·0 
Building Name: ENGINE. HOUSE 

SEATTLE, WASHINGTON 
Building Type: MECHANICAL 

Year Constructed.: 1933 . 

••••••••••• AREA NUMBER: 01 AREA DESCRIPTION: Ground Floor AREA AVERAGE X ASBESTOS: 7X 

SAMPLE 0&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY . MEASURE ID POT PL 

above corrpressor #8 01·356262 ox mJp on non-suspect pipe cover OMA 2 8 In. o.o. RS/R 27 Ill 
above corrpressor #8 01·356262 ox mJp on non-suspect pipe cover OMA 2 14 In. o.o. RS/R 27 Ill 
above corrpressor if3 01·356262 ox mJp on non-suspect pipe cover OMA 1 10 In. O.D. RS/R 27 Ill 
above corrpressor '113 01·356262 ox mjp on non-suspect pipe cover OMA 2 12 fn. o.o. RS/R 27 Ill 
above corrpressor #2 01·356262 ox mJp on non-suspect pipe cover 00 1 10 In. o.o. RS/R 27 Ill 
above corrpressor #2 01-356262 ox mJp on non-suspect pipe cover (»(A 2 ·12 fn. o.o. RS/R 27 Ill 
above corrpressor #6 01-356262 ox mJp on non-suspect pipe cover OMA 2· 8 · In. O.D. RS/R 27 HI 
above corrpressor #6 01-356262 ox mJp cm non-suspect pipe cover (»(A 2• 14 in. O.D, RS/R 27 -Ill 
above corrpressor #5 · 01-356262 ox mjp on non-suspect pipe cover OMA 2°8 In. O.D. RS/R 27 Ill 
above corrpressor #5 01·356262 ox mjp on non-suspect pipe cover OMA 4·12 In. ·o.o. RS/R 27 Ill 
above corrpressor #4 01-356262 ox mjp·on non-suspect pipe cover OMA 2°8 In. o.D. RS/R 2,7 Ill 
above corrpressor #4 01·356262 ox mjp on non-suspect pipe cover OMA · 4. 12 In. O.D. RS/R 27 Ill 
above corrpressor-·tn southwest corner 01·356262 . ox mJp on non-suspect pipe cover OMA 2·10 In. o.o. RS/R 27 Ill 
above corrpressor·ln southwest corner 01-356262 ox mJp on non-suspect pipe cover OMA 2"12 In. o.o. RS/R 27 Ill 
above corrpressor·ln southwest·corner 01-356262 ox mJp on non-suspect pipe cover OMA 2"14 In. O.D. RS/R 27 Ill 
above corrpressor·in southwest _corner 01·356262 OX mJp on non-suspect pipe cover OMA 2 ·16 In. O.D. RS/R 27 Ill 

01·356263 ox 27 Ill 
01-356264 20X 27 Ill 

AREA COMMENTS_ . I ( AREA f 01 TOTAL 

The material Is In good condl"tion. with minor contact and water damage, The material Is approximately 41 to 
16' from the floor. Ats minimun, it is reconmended that the material be repaired and monitored. If 
removal is plaMed, glove bag removal procedures are reconmended. This appears to ·be a high traffic area, 

REMOVAL REPLACEMENT 
COSTS COSTS 

S96 S57 
$173 $111 
S6l $39 

S152 S95 
S6l S39 

$152 S95 
$96 $57 

$173 S111 
S96 $57 

$303 $190 
S96 S57 

$303 S190 
$1~ S78 
$152 S95 
$173 $111 
S204 S151 

S2,420 $1,533 

TOTAL 
COSTS 

S153 
1284 
1102 
1247 
1102 
S247 
$153 
$284 
S153 
S-493 
S153 
$493 
$203 
$247 
$284 
S355 

. $3,953) 

••••••••••• AREA NUMBER: 02 AREA DESCRIPTION: Ground Fl-Mezzanine Leval-Pipe Tumel AREA AVERAGE X ASBESTOS: 60X 
.... _. __ 

SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

south end of tumel·in·east- wall 00-356265 BOX pipe covering OMA 50 ft, 4 In. O.D. HPS/R 39 Ill $446 S279 $725 
south end of tunnel-In east wall 02-356266 SOX mjp on pipe covering OMA 10 •4 In. O.D. HPS/R 39 Ill S281 S156 S-437 

02•356267 SOX 39 Ill 
02-356268 60X 39 Ill 
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H·K Bui ldfrn. 09 
Project NurbeY: 0980193E 

Project: G. HEILEMAN BRE\IERY "E" 
Date Inspected: 03/22/89 

Inspector: .TIH SUARTZ 

I 
ASBESTOS ASSE\ i SURVEY 

·---- Bui l~fng Numer: 09 ..__} 
Building Name: ENGINE HOUSE 

SEATTLE, \IASIIINGTON 
Building Type: KECIIANlCAl 

Year Constructed: 1933 

I AREA COHHENTS (AREA# 02 TOTAL sn1 S43S s1.1' 

The materials are In fair to poor condition with contact and water damage. The materials arc epproxlllllitely 
21 to 8 1 from the floor. At a mininun, it is reconmended that th.e materials be repaired and monitored. If 
removal Is plaMed, glove bag removal procedures are reconrnended. This appears to be II low traffic area. 

*********** AREA NUMBER: 03 AREA DESCRIPTION: Ground Floor·Ceflfngs AREA AVERAGE X ASBESTOS: OX 

SAMPLE 0&M UNITS OF PIPE EXP 
LOCATION·OF THE MATERIAL NUMB.ER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

mezzanine level-break room 03-356269 OX drop or lay-In panel OHG 320 sq~ft. 
mezzanine level-restroom 03·356269 ox drop or lay•fn panel OMG 160 sq.ft. 

03-356270 ox 
03-356271 ox 

storage room-at north end 04·3562n ox acoustical tHe OHG 450 sq.ft. 
04-356273 ox 
04-356274 ox 

AREA COMMENTS AREA# 03 TOTAL 

REMOVAL 
COSTS 

so 

••••••••••• AREA NUMBER: 04 AREA DESCRIPTION: Ground Floor·Attic AREA AVERAGE.X ASBESTOS: 60X 

SAMPLE o&H UNITS OF 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE· 

above storage room-at north end 05-356275 SOX mjp on non-suspect pipe cover a-IA 2 6 In. o.o. 
05-356276 SOX 

' 05·356Zn SOX 

AREA COMMENTS 

The material Is in good condition ·wi.th no 'damage apparent. The material Is approximately 21 frOIII the floor. 
The space is confined and the only access is a small panel in the ceiling, At II mfnhiun, it is reconmended 
that the material be maintained and monitored. If removal fs planned, gl.ove bag removal procedures are 
reconmended. This appears to be a low traffic area. 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 22 

PIPE EXP REMOVAL 
10 POT Pl · COSTS 

CON 30· Ill S77 
30 Ill 
30 Ill 

AREA# 04 TOTAL . $71 

• •••••••••••• 

REPLACEMENT TOTAL 
COSTS COSTS 

so $ 

·-··-·-··· 
REPLACEMENT TOTAL 

COSTS COSTS 

$45 S1Z: 

$45 s,z 
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H·K Bui ldin._ ·. 09 
Project Nurber:· 0980193E 

Project: G. HEILEMAN BREUERY "E11 

Date Inspected: 03/22/89 
Inspector: TIM SUARTZ 

*********** AREA NUMBER: 05 

LOCATION OF THE MATERIAL 

above storage room·ln northwest corner 

AREA COHMENTS 

ASBESTOS ASSE ) SURVEY -~- . 

AREA DESCRIPTION: Ground Floor·Attlc 

SAMPLE O&M 
NUMBER ASB MATERIAL DESCRIPTION COOE 

12·356500 60X debris OHF 
12·356501 60X 
12·356502 60X 

Bui ldfng llllitler:. 09 -...d. 
eufldfng 1181111!: ENGINE HOUSE 

. SEATTLE. UASH(NCTON 
Bui ldlng Type: MECHANICAL . 

Year Constructed: 1933 

AREA AVERAGE X ASBESTOS: 60X ·--··----· 
UNITS Of PIPE EXP REMOVAL REPLACEMENT TOTAL 

QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

. 5 sq. ft. 113 I $100 so S100 
113 I 
113 I 

(AREA# 05 TOTAL S100 $0 s100) 

The debris Is from magnesia pipe covering. It ·1s reconmended that the debris be removed using gross removal 
procedures • 

. *********** AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 24X -··-· 
SAMPLE O&H UNITS OF . PIPE l;XP REMOVAL REPLACEMENT TOTAL 

LOCATION OF THE MATERIAL· NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

against south wall 00·356210 30X pipe covering ONA 85 ft. 4 In, O.D. DW 24 Ill S758 · S474 s1.212 
against south wall-by door 00-356278 20X wrapped cardboard/paper pipe OHA 6 ft. 4 In. O,D. DU 24 Ill S54 S33 SB7 
mezzanine level-on central platform 00·356282 30X pipe covering ONA 20 ft. 6 In. O,D. ffPS/R 24 Ill $260 S162 $422 
mezzanine level·along west & south walls 00·356282 30X pipe covering ONA 15 ft, 4 In. 0.0. ffPS/R 24 Ill S134 S84 S218 
against south.wall 00-356282 30X pipe covering ONA 42 ft, 4 In, 0,0. ffPS/R 24 Ill S375 S234 $609 
mezzanine level-on central platform 00-356282 30X pipe covering ONA 28 ft, 4 In. O,D. 1/PS/R 24 Ill S250 S156 $406 
mezzanine level-on central. platform 00·356282 30X pipe covering OHA 50 ft, 10 In. 0.0 HPS/R 24 Ill $944 S699 s1.643 

· mezzanine level·on central platform 00·356282 30X pipe covering OMA 24 ft. 8 in. O.D. ffPS/R 24 Ill S340 S243 S583 
mezzeni_ne level-along west & south walls 00-356282 30X pipe covering OHA 32 ft. 8 in. O.D. 1/PS/R 24 Ill $453 S324 sm 
mezzanine level-along west & south walls 00-356282 30X pipe covering ONA 105 ft, 10 In, O,D ffPS/R 24 Ill S1,981 st,467 S3,448 
mezzanine level-~ of central platform· 00-356298 ox pipe covering OMA 60 ft, 4 In. o.o. CON 
against south wall 06-356279 zox mJp on pipe covering OHA 32 4 In. o.o. DU 24 Ill S899 S500 S1,399 

' 
06-356280 15X 24 Ill 
06-356281 10X 24 Ill 

mezzanine tevel·along west & south wet.ls 07-356283 40X mJp on pipe covering OMA 4 4 In. O.D. HPS/R 24 Ill S112 S62 S174 
mezzanine level-on central platform 07-356283 40X mjp on pipe covering OHA 6 6 fn. o.o. HPS/R 24 Ill S232 S136 S368 
mezzanine level·along west &·south walls 07·356283 40X mjp on pipe covering OHA 10 10 In. o.o. HPS/R 24 Ill S626 S391 s1.011 
111ezzanlne level-along west & south walls 07-356283 40X mJp on pipe covering OHA 8 8 In. O.D. 1/PS/R 24 Ill S385 S226 S611 
mezzanine level-on central platform 07·356283 40X mjp .on pipe covering OHA 10 10 in. o~o. HPS/R 24 Ill S626 S391 S1,017 
mezzanine level-on central platform 07-356283 40i mjp on pipe covering OHA 10 8 In. O.D. HPS/R 24 Ill $481 S283 S764 
mezzanine level-on central platform 07·356283 40X mjp on pipe covering OHA 20 4 fn. o.o. HPS/R 24 Ill $562 S312 $874 
against south wall 07-356283 40X mJp on pipe covering OMA 3 4 In. O.D. HPS/R 24 Ill SB4 S47 S131 

07-356284 ox 24 Ill 
07-356285 30X 24 Ill 

southwest area 08-356286 tOX .mJp on non-suspect pipe cover OHA 3 4 In. O.D. RS/R 24 Ill S84 S47 S131 
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H-K Bulldin., ~· 09 
Project NUlber: 0980193E 

Project: G. HEILEMAN BREIJERY "E11 

Date Inspected: 03/22/89 
Inspector: TIH SUARTZ 

mezzanine level-northwest corner-U tank 
mezzanine level-northMest corner-U tank 
sou.thwest area 
mezzanine leVel-northMest corner·U tank 

mezzanine level-northMest corner-U tank 

· mezzanine level-NU corner-refri tank•top 

mezzanine level·U of central platform 

08-356286 
08·356286 
08·356286 

. 08·356286 
08-356287 
08-356288 
09·356289 
09·356290 
09~356291 
10·356295 
10-356296 
10-356297 
11-356211 
11·356212 
11·356299 

...... 
'. 

ASBESTOS Assi I SURVEY 
..... .:;::..... 

10X mJp on non-suspect pipe cover 
,ox mjp on non-~uspect pipe cover 
lOX mJp on non··1uspect pipe cover 
10X mJp an non•suspect pipe cover 
10X 
10X 
SOX boiler/tank Insulation 
SOX 
SOX 
70X boiler/tank Insulation 
70X 
70X 
20X mJp on pipe covering 

OX 
20X 

OMA 8 10 In. O.D. 
OMA 10 8 In. o.o. 
OMA 8 10 In. o.D. 
OMA 18 12 In. O.D. 

0MB 200 sq.ft. 

0MB 4 sq.ft. 

OMA 23 4 In. o.o. 

\ 
f 

Bui ldlng NUllber: 09 -~/ 
Building Na111e: ENGINE HOUSE 

SEATTLE, YASNINGTON 
Building Type: MECHANICAL 

Year Constructed: 1933 

RS/R 24 111 S501 S31] 
RS/R 24 Ill S481 $283 
RS/R 24 Ill $501 S313 
RS/R. 24 Ill S1,36S S85] 

. 24 Ill 
24 Ill 

. 24 Ill SS,650 '4,526 
24 Ill 
24 Ill 
24 111 S113 191 
24 Ill 
24 Ill 

CON 24 Ill $646 S359 
24 Ill 
24 Ill 

.AREA COHHENTS I AREA I 06 TOT AL $18,897 113,009 

The materials are fn _good condition Mith minor contact and water damage. The materials are approximately 11 

to 16 1 from the floor. At a mininun, it is reconmended that the materials be repaired and.monitored. If 
removal ts planried, extensive gross removal procedures are recomnended. Thia appears. to be high traffic 
area; · 

BUILDING# 09 TOTAL S22,221 $15,022 

S,I 
$4 
~ 

S2,2 

St0,1 

$2 

St,Cl 

S31,91 

_137,2' 
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STORAGE 
ROOM 

~-' 

GROUND FLOOR 

PIPE 
TUNNEl 

BREAK 
ROOM 

BULK SAMPLE 
SAMPLE .......___ Lifil2D.--._ IDENTIFICATION 

CODE ~ NUMBER 

" -\~-
--<)· 

@-
-IIAU.-DIIIW ltllMli '111P • G. I08IAH Bbl«; OIIPANY 

41111Dfflllllll sum . ASIISlllS ~ SllMY 
UlutlUIIS 110C1 PRo..ECT NUMB£R: 0980193£ 

HEILEMAN 8RE\\1NC COMPANY 
r."fn'£:,.. 015A RAINIER BREWING COMPANY 

,.. BUIUllNC f9 
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~ ~ 

- __.d, 

MEZlANINE 
LEVEL 

SlEEL PLATFORM 

SECOND FLOOR 

SAMPLE . BULK LJm2D.--...... IDENTIF'ICA TION 
SAMPLE ....___~ · NUMBER COOE 

-BAIHIIORlU. ......., nu 
llltllSffflllllllSIIID 
UftlCI.UIISIS flOCC 

on: 111/ll/19 Gl58 

-® 
C:IDWH .llllEVIRG OIIPNIY 
.ASIISIDSmmw,rSUMY 

PROLCT NUMBER: 0980193£ · · 
HEll.EMAN BREWING COMPANY 
RAINJER 8R£WINC COMPANY. 
BUI.DING 19 
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H-k'. euf ldi. _ 10 
Project Nunber: 0980193E 

Project: G. HEILEMAN BRE\IERY 11E11 

Date Inspected: 03/29/89 
Inspector: TIH SUARTZ 

*******·**** AREA NUMBER: 01 

LOCATIOff OF THE MATERIAL 

SU & central areas-south wall 0 at cefling 
SU & central areas-south wall-at ceiling 
SU & central areas-south wall-at ceiling 
south wall & center of room-near ceil Ing 
east center area-at eel Ung 
south wall & center of room-near celling 
SU & central areas~south wall-at celling 
SU & central areas-south wall-at ceiling 
SU & central areas-south well-at celling 

east center area-at celling 
south wall & center of· room-near cefllng 
south wall & center of room-near ceiling 

against east wall 

west.area-near celling 

against south wall-above door 

AREA COHHENTS I· 

ASBESTOS ASSl ! SURVEY 
...__,· 

AREA DESCRIPTION: Grot.nd Level-Part 11 

SAMPLE O&M 
NUHBER ASB MATERIAL DESCRIPTION COOE 

00-356607 60X pipe covering 00 
00-356607 60:X pipe coverfng OMA 
00-356607 60:X pipe covering OMA 
00-356684 10:X wrapped cardboard/paper pipe a,(A 
00•356684 10:X wrapped cardboard/paper pipe OMA 
00-356684 10:X wrapped cardboard/paper pfpe OMA 
01-356681 30:X mJp on pipe-covering OMA 
01-356681 30:X mJp on pipe covering <»IA 
01-356681 3oX RiJp on pipe coverfng <»IA 
01-356682 35:X 
01-356683 40:X 
02-356685 45:X mJp on wrapped cardboard/paper OMA 
02-356685 45:X mJp on wrapped cardboard/paper OMA 
02-356685 45X mJp on wrapped cardboard/paper OMA 
02-356686 45X 
02·356687 45:X 
03-356688 10:X mjp on non-suspect pipe cover OMA 
03-356689 10:X 
03-356690 10:X 
07-356702 30X mjp on non•suspect pipe cover OMA 
07-356703 30X 
07-356704 35X 
09·356708 30X mjp on non-suspect pipe cover OMA 
09·356709 SOX 
09-356710 20X 

Building NUli>er: ·10/11/12/23 •-._;;,,t· 
Bui ldlng Name: SIIOP/STORAGE , RECEIVING 

SEATTLE, WASHINGTON 98134 
Building Type: SHOPS 

Year Constructed: 1933 

AREA AVERAGE X ASBEST.OS1 33X 

UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

40 ft. 6 In. O.D. HPS/R 26 Ill $519 S324 S843 
30 ft. 8 fn. O.D. HPS/R 26 Ill $424 S303 S727 
90 ft. 4 in. o.D. HPS/R 26 III S803 $502 S1,305 
50 ft. 6 In. o.D. DY 26 III $649 S405 S1,054 
50 ft. 4 In. O.D. DY 26 III S446 S279 $725 
5 ft. 4 In. O.D. DW 26 III $45 $28 S7l 

12 4 In. O.D. HPS/R 26 Ill S337 S187 S524 
6 8 In. O.D. HPS/R 26 Ill S289 S170 $459 
a 6 In. o.o! HPS/R 26 Ill .$309 S182 $491 

26 Ill 
26 Ill 

· 6 4 In. o.o. 01,1 26 Ill S169 S94 S26] 

3 6 In. O.D. DY 26 Ill S116 S68 S184 
1 4 In. O.D. 01,1 26 Ill S28 S16 $44 

26 Ill 
26 Ill 

4 8 In. o.o. RS/R 26 Ill S193 S113 S306 
26 Ill 
26 Ill 

4 6 In. O.D. DY 26 Ill S155 S91 $246 
26 Ill 
26. Ill 

2 8 fn. O;D. HPS/R 26 Ill S96 S57 S153 
26 Ill 
26.111 

!·AREA 1_01 TOTAL S4,578 S2,819 S7,397) 

The 1,1aterlals·are in fair condition with local.lzed contact and water damage. The materials are 
approximately 41 to 19 1 from the floor. At a mlnf"nun, ft Is reconmended that the materials be repaired and 
monitored. If removal Is plamed, extensive gross removal procedures are reconmended. This appears to be a 
high traffic area. 

••••••••••• AREA NUMBER: 02 AREA DESCRrPTION: Ground Level-Part 11 AREA AVERAGE X ASBESTOS: 4X .............. 
' 

SAMPLE o&H UNITS Of PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION OF THE HATERIAL NUHBER ASS HI.TERIAL DESCRIPTION COOE QUANTITY .MEASURE 10 POT Pl COSTS COSTS COSTS .. 

southeast area-above catwalk· 08·356705 3X pipe.covering OMA 25 ft. 12 In. o.o· RS/R 25 Ill S551 $423 S974 
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H·K Bui ldin""·-··. 10 
Project Nud>er: 0980193E 

AS.BESTOS ASSE . SURVEY . 
-~, Building Nl.ld)er: 10/11/12/23 ·-:;;;:;;::;, 

. Project: G. HEILEHAN BREUERY 11E11 

Date Inspected: 03/29/89 jJ(JJ f ~? ·t:J//8 
Bui ldlng Name: SHOP/STORAGE & RECEIVING 

SEATTLE, UASHINGTON 98134 
Building T)'Jle: SHOPS 

Inspector: TIH SYARTZ Year Constructed: 1933 

08·356706-101 ·1 
08-356707 ox· 25 TIil 

25 Ill 

. I AREA COOIENTS ( AREA I 02 TOTAL 

The materiel Is in good condition with minor contact damage. ·The material Is approximately 3' to 16' from 
the floor. At a mlninun, It ts _recomnended that the material ·be repaired and monitored. If removal ts· 
planned, glove beg removal procedures ere rec011111ended. This appears to be a high traffic area •. 

. *********** AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor-Parts 10 & 11 AREA AVERAGE.X ASBESTOS: 30X 

SAMPLE O&M UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB HATIRIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

pert 11-locker rm·N wall & center of rm 00·356691 30X pipe covering (»IA • 8 ft. 4 In. O.D, HPS/R 27 Ill 
pert 11-locker rm·N wall & center of rm 00-356691 30X pipe covering (»IA "1 ft. 8 In. O.D. HPS/R 27 Ill 
part 11•locker rm•N wall & center of rm 00-356691 30X pipe covering (»IA '40 ft. 10 In. O.D HPS/R 27 Ill 
pert 11-E side Janitor's ofc·S rm·E wall 00-356691 30:X pipe covering (»IA • 6 ft. 4 In. O.D. HPS/R 27 Ill 
part 10-break rm·N wall ·next to AHU 00-356691 30X pipe covering-- (»IA 1 ft. 4 In. O.D. HPS/R 27 Ill 
pert 11-locker room-SU area of room 00·356691 30X pipe covering <»1A •28 ft. 4 In. O,D. HPS/R 27 Ill 
part 11 ·locker rm·N wall & center of rm 04-356692 10,C mJp on pipe covering <»1A • 3 10 fn. O.D. HPS/R 27 Ill 
part 10·breek rm•N. wall-next to AHU 04-356692 10% mJp on. pipe covering ... (»IA 1 4 tn. o.D. HPS/R 27 Ill 
part 11-locker room-SU area of room 04·356692 10:X mJp on pipe covering (»IA • 10 4 In. O.D. HPS/R 27 Ill 
part 11-locker rm·N wall & center of rm 04-356692 10,C mJp on pipe covering (»IA ,6 4 fn. O.D. HPS/R 27 Ill 

04-356693 15X 27 Ill 
04-356694 70,C 27 Ill 

l AREA COMMENTS (AREA# 03 TOTAL 

The materials are In good condition with minor contact and water damage,. The.materials are approximately 11 

to 10\ from the floor. At a mlninun, it Is recommended that the materials be repaired and monitored, If 
removal Is plaljlned, glove bag removal procedures are recoamended. This appears· to bee high traffic area. 

.,.. .......... . AREA NUMBER: 04 Blue Rm-Storage Area AREA AVERAGE X ASBESTOS: 35X 

SAHPLE O&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ,.ASB MATERIAL DESCRIPTION COOE QUANTITY NEASUR~ ID POT PL 

north·& west wells 00-356695 .30X pipe covering ,OMA 11 ft. 4 In. O.D. HPS/R 26 Ill 
north & west walls 00-356695 30% pipe covering 00 32 ft, 12 in, O.D HPS/R 26 Ill 
north & west areas-at ceiling . 00-356695 30,C pipe covering 00 55 ft. 4 tn. 0.0. HPS/R 26 Ill 
north & west walls 05-356696 40X mjp on pipe covering 00 2 12 in. O.D. HPS/R 26 Ill 
north & west wells .05~356696 40:X mjp on pipe covering OMA 14 In. O.D. HPS/R 26 Ill 
north & .west areas-at celling 05-356696 40:X mjp on pipe_coverlng. OMA 14 .4 In. o.o. HPS/R 26 Ill 

HALL·KIHBRELL ENVIRONMENTAL INC. Page 26 

$551 

REMOVAL 
COSTS .. 

S71 
S14 

S755 
$54 
$9 

SZ50 
$188 

S28 
S281 
1169 

$1,819 

REMOVAL 
COSTS 

$98 
S705 
S491 
S152 

S28 
$393 

S423 S9741 

----
REPLACEMENT . TOTAL 

COSTS COSTS 

S45 1116 
S10 S24 

$559 $1,314 
$33 $87 

$6 S15 
S156 S406 
S117 $305 

S16 S44. 
S156 S437 
S94 S26l 

I 
S1, 192 $3,01~ 

-··-···· 
REPLACEHENT TOTAL 

COSTS COSTS 

$61 $159 
S542 S1,247 
S307 S798 
$95 S247 
S16 S44 

· $219 $612 

06/09/89 
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H·IC Bui ldir 10 
Project Nuni:rar:' 0980193E 

. 'project: G. HEILEMAN BRE\.IERY "E" 
Date Inspected: OJ/29/89 

Inspector: TIH S\.IARTZ 

l · 
I AREA_CC),IMENTS I 

05~ 356697 35X 
05-356698 70X 

ASBESTOS ASSE j SURVEY 
.___,. Bui ld(ng Nl.lllber: 10/11/12/23 . -- ./~ 

Bufldlng_Name: SHOP/STORAGE ,~IVING 
SEATTLE. \IASNUIGTOII 98134 

Building Type: SHOPS 
Year Constructed: 1933 

u 1nl 
26 Ill 

( AREA I 04 TOTAL S1.867 s1.240 S3.1Dl 

The meterials are In fair to good condition with localized contact damage. The ffl!lterfals are approximately 
41 to 10 1 from the floor. At a minlnun, it is reconmended that the·materfals be repaired and monitored. If 
removal Is planned, extensive gross removal. procedures are recomnended. This apPears to be a low traffic 
area. 

*********** AREA NUMBER: 05 AREA DESCRIPTION: 3rd Floor-Part AREA AVERAGE X ASBESTOS: .OX ............. 

SAMPLE O&H UNITS Of PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

old safety office 06-356699 ox acoustical tile OMG 200 sq.ft. 
06-356700 ox 
06·356701 0% 

AREA Ca!MENTS I AREA I 05 TOTAL so so SI 

••••••••••• AREA NUMBER: 06 AREA DESCRIPTION: Ground Level-Part 12 .AREA AVERAGE X ASBESTOS: 31X ---
SAMPLE 0&H UNITS OF PIPE EXP REMOVAL REPlACEMENT TOTAL 

LOCATION OF THE HATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT Pl. COSTS COSTS COSTS 

shop area·N of staircase-above ceiling 00·356659 10X wrapped cardboard/paper pipe OMA 57 ft. 4 In. O.D. DW 25 Ill S508 S318 $82 
shop area·N of staircase-above ceiling 02-356685 45X mjp on wrapped cardboard/paper OMA 5 4. in. O~D. ow 25 Ill S\40 S78 S21 

' 
02-356686 45X 25 Ill 
02·356687 45X 25 Ill 

shop area·N of st11frc11se·E cente_r area 11·356663 ox mjp on non-suspect pipe cover OMA 2 4 in. o.o. HPS/R . 
11-356664 ox 
11·356665 ox 

shop area·N of staircase·S\I corner 13-356670 30X mjp on non-suspect pipe cover OMA 3 6 fn. o.o. DW 25 Ill S116 S68 S18 - 13-356671 30X Z5 Ill 
13-356672' SOX 25 Ill 

HALL·KIHBRELL ENVIRONMENTAL INC. P_oge 27 06/09/89 
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H·K Buildin~ 0 
Project Nll!De'l·-:·'0980193E 

ASBESTOS ASSE!,( SUR)(EY 
\\ Building Nuiber: 10/11/12/23 ~ ~4 ·. 

Building Name: SHOP/STORAGE r.\:;;::::;4VING •..__.,· 
. Project: G. HEILEHAN BREIJERY "E" . SEATTLE, \IASIIINGTOII . 96134 
Date Inspected: 03/29/89 Building Type: SHOPS 

Inspector: TIH SUARTZ Year Constructed: 1933 

. AREA COMMENTS I 
The 11111terlals are fn good condition with minor contact and water damage. ·The materials are approxl11111tely 41 

to 16 1 from the floor. At a mlnlnun, ft is reconmended that the materials be ·repaired and monitored. If 
removal Is planned, glove beg removal procedures are reconmended. This appears to be I high ·traffic area. 
NOTE: The mudded Joint packings on wrapped cardboard domestic water lines were Inaccessible, so the saq,le 
nurbers have been referenced from the same type of material on domestic water lines that were sanpled In 

. buildings 10 and 11 • 

••••••••••• AREA NUHBER: 07 AREA DESCRIPTION: Ground Level•Part 12•Celllng 

SAMPLE o&M 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY 

ARfA t 06 TOTAL 

AREA AVERAGE X ASBESTOS: OX 

UNITS Of PIPE EXP 
MEASURE JD POT PL 

shop area-north of staircase 10·356656 ox drop or lay·ln panel OHG 650 sq.ft. 
· 10-356657 ox 

10·356658 ox 

I . AREA COMHEN.TS AREA # 07 TOTAL · 

*********** AREA NUHBER: 08 AREA DESCRIPTION: Ground Floor·Stalrwell·Part 23 AREA AVERAGE X ASBESTOS: 56X 

SAMPLE o&M UNITS OF . PIPE EXP 
LOCATION OF THE MATERIAL NUHBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

landing between 1st & 2nd ffoors·U end 00-356666 70X pipe covering OMA 24 ft. 4 In. O.D. HPS/R 42 II 
landing between 1st & 2nd floors·U end 12·356667 60X mJp on pipe covering 00 24 4 in. O.D. HPS/R 42 II 

' 12·356668 60X 42 JI 
12·356669 60X 42 II 

landing between 1st & 2nd floors·U.end 13-356670 30X niJp on non-suspect pipe cover OMA 2 6 In. o.o •. DU 42 II 
13·356671 30X 42 II 
13·3566n SOX • 42 II 

1· AREA COMMENTS (AREA# 08 TOTAL 

The materl.als :are in feir condition with localized contact and water damage. The materials are 
approximately 11 to 9' from the floor. At a minlnun, It Is reconmended that the materials be repaired and 
monitored. If. removal is plamed, glove bag removal procedures are recocrmended. · This appears to be a high 
traffic area. 

HALL-KIMBRELL ENVIRONMENTAL INC, Page 28 

$764 

REHOVAL 
COSTS 

so 

REMOVAL 
COSTS 

$214 
S674 

$77 

S965 

S464 s1.221) 

••••••••••••• 

REPLACEMENT TOTAL 
COSTS COSTS 

so so) ___ .. 
REPLACEMENT TOTAL 

COSTS COSTS 

$134 $346 
$375 51,049 

$45 $122 

$554 · Sl,5191 

06/09/89 
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H·I:: Bui ldin,. 10 
Project Nurber:·0980193E 

Project: G. HEILEMAN BREWERY "E" 
Date Inspected: 03/29/89 

Inspector: TIM S~ARTZ 

*********** AREA NUMBER: 09 

LOCATION OF THE MATERIAL . 

ASBESTOS ASSE! ·SURVEY 
-~,. 

AREA DESCRIPTIOH: 2nd Floor-Part 23 

SAMPLE 0&M 
NUMBER ASB MATERIAL OESCRIPTIOH COOE QUANTITY 

Bui ld(ng lluibor: 1011:111z123 .,..,.._J 
Building N8111e: SHOP/STORAGE l 'imi:IVING 

. SEATTLE, \IASHUIGTON 98134 
Bui ldlng Type: SHOPS 

Year Constructed: 1933 

AREA AVERAGE X ASBESTOS:· 40X ---
UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
MEASURE ID POT Pl COSTS COSTS COSTS 

landing at top of stairs-west end 00-356676 40X pipe covering cw. 18 ft. 12 In. O.D HPS/R 25 Ill S396 S305 1701 

AREA C0f4MENTS 

The material Is In good condition with minor contact and water damage. The material Is approximately 31 
from the. floor. At a mlnlllUll, it fs reconmended that the material be repaired and monitored. If removal Is 
planned, gross removal procedures are reconmended. This appears to be a high traffic area • 

••••••••••• AREA NUMBER: 10 AREA DESCRIPTION: Ground fl ·Part 12·Northeast Shop Area 

SAMPLE O&M 
LOCATION 0~ THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY 

( AREA # 09. TOTAL 

~REA AVERAGE X ASBESTOS: 60X 

UNITS OF PIPE EXP 
MEASURE ID· POT PL 

room along north wall-on small table 00·356680 60X asbestos cloth OHZ 13 l lnear feet 38 Ill 

AREA C0f4HENTS (AREA# 10 TOTAL 

This material was found tattered and covered with oil. It Is reconmended that this material be removed. 

*********** AREA NUMBER: 11 AREA DESCRIPTJOH: Ground Floor•Part 23·•Stalrwell AREA AVERAGE X ASBESTOS: OX 

SAMPLE 0&M UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASS · MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT Pl 

SU area-landing between 1st & 2nd floors -14-356673 ox pipe covering OHA 10 ft. 12 in. O.D RS/R 
14-356674 ox 
14-356675 ox 

AREA COMMENTS . I .[AREA# 11 TOTAL 

I BUILDING t# 10 . TOTAL 

HALL·klHBRELL ENVIRONMENTAL INC.· Page 29 

$396 $305 1101) 

........ ~. 
REMOVAL REPLACEMENT TOTAL 

COSTS COSTS COSTS· 

$40 so $40 

$40 so $401 

----
REMOVAL REPLACEMENT TOTAL 

COSTS COSTS COSTS 

so so so) 

S10.980 $6,997 S17,977) 

06/09/89 

RCLLC 0002000



_,., 
'-' 

GROUND FLOOR 

SAMPLE 
BULK ~-----....... lDENmCAllON 

SAMPLE ...____'C!!E:7 NUMBER CODE 

.:...BAIL-DIWll ..,.,..., ,.... 
UllSlfflllllllSIIIII 
UIDI. 111m 11114 

DAI: 
ltf>/lS/lt GIi 

"· 
' -. ,__. 

@-
C.: IUDIAN IIIDHGiDIPAHY 
ASIISRISASSmlEHTSIIMY 

PROJECT NUMBER: 0980193£ 
HEILEMAN BREWNC COMPANY 
RAINIER BREWING COMPANY 
BUILOINC fl0/11/12/23 PART 11 

RCLLC 0002001



--=::;_,. 

PART 12 PART 23 

·o~Mtu\ 1 t¥6m-t$) 1 

GROUND FLOOR 

SAMPLE 
BULK ~--....._ . IDENTIFICATION 

SAMPLE .........____~ NULIBER COOE 

·-BAUrmlWll. - -
GIIIISlllllDIIISlllll uwm.um 1111t 

IIA~ 0$/JS/ft Olil 

~-

@-
C. HWIWflllDNC aJIPMl't 
ASllSIOS ASSES91EHT SUR't{Y· 

PRo.£CT NUUBER: 098019JE 
HEllEUAN BREYANG COMPANY 
RAINIER BR£WINC COMPANY 
BUIIJXNC f10/11/12/2l PARTS 12&23 

RCLLC 0002002



I• .. 
... \-----...:,_ __________ ...,... ______ _ 

-.:::;;.., ' 

PART 10 

BREAK ROOM 

SECOND FLOOR· 

PART 11 

LOCKER ROOM 

JANITORS 
OFFll:ES 

REST 
ROOM 

SAMPLE 
BULK .Lilmn-----. IDENTIFICA 110N 

SAMPLE ........_ ~ NUMBER 

-IWl-OOW. rrr«:r wm 
GIIUmmllllSIIID 
UIOJ.IIIUSIOIC COOE 

IMl~L . ~/l6/9 GIii 

-@ 
G. IB.DIAH IIIDlC QIIPMY 
ASIESIOS~i.lMY 

PRo.ECT NUMBER: 0980193E . 
HEILEMAN BRENNC COMPANY 
RAINIER SRE\\'INC COMP ANY 
BUIWNG fl0/11/12/23 PARTS 10&11 

RCLLC 0002003



. 
.:- ... 1, 

~- <..-

.. 

tmii76'\. v~ 
/ .. 

BREAK ROOM 

' 

. SECOND FLOOR 

@-
_JW1UIU,. - ..,... G. IODIAN IIIQING OIIPNff 

BULK SAUPL£ 
A511SJOSASS(S511EHTSIIMY. 

SAMPLE ·........._(!!fl!!)--... IDENTlflCATION 
a41Gmtml111111 PRO.£CT NUMBER:· 0980193[ Ulbf.lllm".U 

COOE · NUMBER HEILEMAN BREWING COMPANY 
DAI: Gile RAINIER BREYIING COMPANY 

11!1/26/n BUILCXNG fl0/11/12/23 PART 23 

RCLLC 0002004



',,~ _______ _,:_ ___________ --:------
-.....:::.,.,,, 

OLD SAFETY OFFICE 

BLUE ROOM 

THIRD FLOOR 

SAMPLE BULK.· ~-----...... IDENTIFICATION 
SAMPLE ......__~ NUMB£R 

COOE 

-IIAUrDIIBRB.L 19!!9MY", ll'IIIJ 

4111Uff1111111SIID 
LIIIOQ, J.lll5AS 11111& 

DA~ ·!r.fl&/rf OIID 

,C.,· 

@-
C. tru)j.ijf IIIONC COIPANY 
ASll51llS~~ 

PRo.£CT NUMBER: 0980193£ 
HEIWWI BREYIINC COMPANY 
RAINIER BREWING COMPNfY 
8\ALDING ft0/11/12/23 PART 10 

RCLLC 0002005



' 1:, '-· .. ~.\ .. /· ·,. 
·\ I "'-",,._,., • 

H·IC Building -...;,;...,13 
Project Nunber.: 0980193E 

ASBESTOS ASSEi_. . . _.\SURVEY 
~ Buf lding Hlllber: 13 ~ 

Building Name: BOILER HOUSE 
Project: G. HEILEMAN BREUERY 

Oate ·Inspected: 03/21/89 
"E" . SEATTLE, "ASHINGTON 

Building Type: PCl'tlER HSE 
Inspector: MARK VOTH . Year Constructed: 1933 

******•~•• . AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: X 

SAMPLE o&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DE$CRIPTION COOE QUANTITY MEASURE ID POT PL 

boiler #1·encased In ·steel 00-999999 X boi ler/tanlc Insulation a-t8 937 sq.ft. 
boiler #2-eneased In steel 00-999999 X boiler/tank Insulation 0MB 937 sq.ft. 
bol ler '#3-eneased In steel 00-999999 " bol ler/tenk insulation 014B 1300 sq.ft. 

AREA COMMENTS 

The boiler Insulation is encased in a metal Jacket and could not be accessed for sanpllng.· The material Is 
In good condition with no visible contact or water damage. The material Is up to 12 1 from the·floor. At a 
mlninon, It ·1s reconmended that the material be maintained and monitored. If removal Is plamed, gross · 
removal procedures are reeonmended. This appears to be a high traffic area • 

(AREA# 01 TOTAL 

••••••••••• AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor-Catwalk Level AREA AVERAGE X.ASSESTOS: X 

SAMPLE o&M UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL · NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE .ID POT PL 

above boiler #l·ffre box·at west wall 00·999999 X boiler/tank insulation 0MB 739sq.ft. 

AREA COMMENTS 

The deaeratfon tank insulation is encased In a metal jacket and can not be accessed for saq>llng. The 
material Is In good condition with no visible ~ohtact or water damage. The material fs approximately 20 1 to 
30 1 from the floor. At a minlnun, It Is rec011111ended that the materials be maintained and monitored. If 
removal is pl.anned, gross removal procedures ·are reconmencled. This appears to be a high traffic area. 

(AREA# 02 TOTAL 

REMOVAL 
COSTS 

S26,470 
$26,470 
S36,725 

S89,665 

REMOVAL 
COSTS 

S20,877 

s20,8n 

••••••••••• ' AREA NUMBER: 03 .AREA DESCRIPTION: 1st floor AREA AVERAGE X ASBESTOS: 46X. 

SAMPLE O&M UNITS OF PIPE EXP REMOVAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL OESCRIPJION CODE QUANTITY MEASURE ID POT PL COSTS 

. HU corner-above bol ler feed water IJUll)S 00-356083 30X pipe covering OMA 7 ft. 4 In. O.D. BFU 41 11 · $(12 
NU corner-above boiler feed water puips 00-356083 '30X pipe covering OMA 130 ft. 6 In. O.D. BFU 41 II S1,687 
NU corner-above boiler feed water J)Ull)S 00-356083 30% pipe. covering OMA 10 ft. 10 In. O.D BF.U 41 II $189 
alo~g west wall-near catwalk 00-356083 30X pipe covei•ing OMA 100 ft. 8 in. O.D. BFU 41 II St ,415 
along west wall-near catwalk 00-356083 30% pipe coverl'ng OMA 20 ft. 10 in. O.D BFU 41 II S377 
between boilers #1 & 2-near floor 00·356083 30X pipe covering CIMA 40 ft. 4 in. 0.0. BAI· 41 11 S357 
boflers #2 & 3·front·near catwalk 00·356083 30X pipe covering OMA 34 ft. 6 In. O.O. BF\I 41 II S441 

HALL-KIMBRELL. ENVIRONMENTAL INC. Page 30 

• •••••••••••• 

REPLACEMENT TOTAL 
COSTS COSTS 

S21,204 $47,674 
S21,204 S47,674 
S29,419. S66, 144 

S71,827 $161,492) 

••••••••••••• 

REPLACEMENT TOTAL 
COSTS COSTS 

$16,724 $37,601 

S16,724 $37,6011 

·-···---
REPLACEHENT TOTAL 

COSTS COSTS 

$39 s,o, 
. St ,054 S2;741 

S140 $329 
St ,Ott S2,426 

S279 $656 
$223 S580 
S276 S717 

06/09/89· 

RCLLC 0002006
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fl ' - I ~. ' 

IMC Bui ldinri-.. · . · .5 
Project Nuwert-'0980193E 

. Project: G. HEILEMAN SREUERY "E" 
Date Inspected: 03/21/S9 

Inspector: HARK VOTH 

boiler #1-near economizer 
• boiler #1-near economizer 

boilers #2 & 3-front-near catwalk 
near NU corner·deaerator~above pLJl1lS 
NII corner-above bo'l ler feed ·water ~ 
NU corner-above boiler feed water~ 
near NU corner-deaerator·above pl.llpS 
NII corner-above boiler feed water~ 

_NU corner-above boiler fe~.water ~s 
along west wall-near catwalk 
along west wall-near catwalk 
east wall-near sink 
between boilers #1 & 2-near floor 
SIi corner-at .fuel oil heat exchanger 
along south wall-near catwalk 
boilers #2 & 3-front·near catwalk 
along north ~all•at celling 
near northwest corner-at celling 
east wall-near sink 
along north wall-at celling 
lunch room staf rwel l ·along cefl Ing 
east wall-near sink 
along west wall-near catwalk 
NU corner-above boiler feed water pu!pS 
NU corner-above boiler feed water puips 
along west wall-near catwalk 
NU corner-above boiler feed water pu!pS 
bol l'er #1-near economizer 
boilers #2 & 3-front·near catwalk 
between boilers #1 & 2-near floor 
'boilers #2 & 3-front-near catwalk 
boiler #1•near economizer 

" 

near NU corner·deaerator·above pl.llpS 
NW.corner-above !:>oiler feed water punps 
NU corner-above boiler feed water purps 
near NU corner·deaerator·above purps 

along west wall-near catwalk 
NU corner-above boiler feed water purps 
along west wall-near catwalk 
between boilers #1 & 2-near floor 
su· corner-at fuel oil heat exchanger 
along south.waH-ncar catwalk 
boilers #2 & 3-front•near catwalk 

HALL-KIMBRELL ENVIRONMENTAL INC. 

. ~SBESTOS ASSE0URVEY 

00-356083 30X pipe covering OHA 
· 00-356083 30X pipe covering OMA 

00-356083 30X pipe covering OMA 
00-356087 30X pipe covering OMA 
00-356087 30X pipe covering OMA 
00•356087 30X pipe coverfng OMA 
00·356087 · 30X pipe covering OMA 
00-356091 70X pipe covering OMA 
00-356091 70X pipe covering OMA 
00-356091 70X pipe covering OMA 
00-356091 70X pipe covering c»4A 
00-356091 70X pipe covering OMA 
00-356091 70X pipe covering 00 
00-356091 70X pipe covering OHA 
00-356091 70X pipe covering c»4A 
00-356091 70X pipe covering 00 
00-356095 20X wrapped cardboard/paper pfpe 00 
00-356095 20X wrapped cardboard/paper pipe OMA 
00-356095 20:C wrapped cardboard/paper pipe OMA 
00-356099 40X corrugated pipe covering OHA 
00•356099 40X corrugated plpa covering OMA 
00-356206 70X pipe covering 00 
01-356084 70X mjp on pipe covering OMA 
01-356084 70,C mjp on pipe covering OHA 
01-356084 70X mJp on pipe covering 00. 
01-356084 70X mJp on pipe.covering OMA 
01-356084 70:C mjp on pipe covering 00 
01·356084 70X mjp on pipe covering 00 
01-356084 70X mJp on pipe covering OHA 
01-356084 70X mJ p on pf pe covert ng 00 

. 01-356084 70X mjp on pipe covering· 00 
01-356084 70X. mJp on pipe covering OMA 
01·356085 45X 
01-356086 45X 
02-356088 70X mjp on·pfpe covering OMA 
02-356088 70X mJp on pipe covering OHA 
OZ-356088 70X mjp on pipe covering CHA 
02-356088 70X mJp on pipe covering CHA 
02·356089 60X 
02-356090 70X 
03-356092 ox mJp on pipe covering OMA 
03-356092 P'I. mJp·on pipe covering c»4A 
03-356092 OX ~Jp on.pipe covering OHA 
03-356092 ox mJp on pipe covering OMA 
03·356092 ox mJp on pipe covering· c»4A 
03-356092 ox mJp on pipe covering CHA 
03-356092 ox· mJp on pipe ,;:overing OMA 
03-356093 70X 

· Page 31 

.\ 

Building Nud>er: 13 ·g 
Bu(ld(ng Name: BOILER HOUSE 

SEATTLE, WASHINGTON 
Bui ldlng Type: Pa.lER HSI:; 

Year Constructed: 1933 

15 ft. 4 In. 0.0, Bf\l 41 II S134 S84 
45 ft. 6 fn. O.D. BAI 41 II S584 $365 
17 ft, 4 In. 0.0. BFU 41 II $152 S95 
5 ft. 10 In. O.D TU 41 II $94 S70 · 

20.ft. 8 In. o.o. n, 41 II $283 $202 
20 ft. 10 in~ O.D TW 41 II S377 S279 

105 ft. 8 in. O.D. TW 41 JI $1,486 S1,062 
ZO ft. 6 In •. O.O. HPS/R 41 II ,260 $162 
15 ft. 4 in. O.O. HPS/R 41 II $134 S84 

138 ft. 4 in. 0,0. HPS/R 41 If $1,231. $770 
35 ft. 6 in. 0.0. HPS/R 41 II S454 $284 
30 ft. 6 in. 0.0. HPS/R 41 II $389 $243 
36 ft. 4 (n. 0.0. HPS/R 41 II $321 $201 
55 ·ft. 4 in. O.O. HPS/R 41 II $491 $307 
35 ft. 4 In. 0.0. HPS/R 41 II $312. $195 
25 ft. 4 In. O.D. HPS/R 41 II $223 $139 
60 ft. 4 In. 0.0. DU 41 lJ S535 $335 
Z5 ft. 4 In. O,D. DW 41 II $223 $139 
20-ft. 4 In. 0.0. OU 41 II $178 S112 
30 ft. 4 In. 0.0. LPS/R. 41 11 S268 $167 
35 ft. 4 In. 0.0. LPS/R 41 II $312 S195 
12 ft. 4 In. 0.0. CON 41 II $107 $67 
3 10 In. o.o. BFW 41 II S188 $117 
2 10 in. o.o. BFU 41 II $125 $78 

15 6 in. o.o. BFU 41 II $580 $341 
5 8 In. o.o. BFU 41 II S241 S141 
2 4 in. o.o. . BFU 41 II $56 $31 
8 6 in. o.o. BFU 41 II $309 $182 
4 6 In. o.o. BFU 41 II $155 S91 
8 4 in. o.o. BFU 41 II S225 $125 •, 
9 4· In. o.o. BFU 41 II $253 . S140 
3 4 in. o.o. BFU 41 II '$84 $47 

41 II . 
41 '11 

14 8 in. O.D. TU 41 11 $674 $396 
1 8 in. O.D. TU 41 II S48 $28 
1 10 In. o.o. TU 41 II $63 $39 
2 10 In. o.o. TU 41 II $125 S78 

41 11 
41 II 

· 1 6 in. o.o. HPS/R 41 II S39 $23 
2 4 in. o.o. HPS/R 41 11 $56 $31 . 

45 4 in. o.o. HPS/R. 41 II $1,264 $702 
6 4 in. o.o. HPS/R 41 II $169 $94 

25 4 In. O.D. HPS/R 41 II S702 $390 
5 4 fn. o.o. HPS/R 41 II S140 $78 -
8 4 in. o.o. HPS/R 41 II $225 $125 

41 II 

$218 
$949 
1247 
S164 
$485 
$656 

S2,548 
S422 
$218 

$2,001 
$738 
$632 
$522 
$798 
S507 
$362 
$870 
$362 
$290 
S435 

. $507 
S174 
$305 
$203 
1921 
S382 
$87 

S491 
$246 
S350 
$393 
$131 

$1,070 
S76 

S102 
$203 

S62 
S87 

st,966 
$263 

$1,092 
$218 
$350 

06/09/89 

RCLLC 0002007
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HaK· Buildl~~.3 
Project Nlllber: 0980193E 

Project: G. HEILEMAN BREIJERY 11E" 
Date Inspected: 03/21/89 

Inspector: MARK VOTH 

near northwest corner-at celling 
east wall·near sink 

along north wall-at ceiling 
lunch· room statrwell·11long ceiling 

near north side-boiler #1·at celling 
along west wall-near catwalk 

east. wall-near sink 

a·long west wall-old hot water tank 

we~t wall-upper fuel oil heat exchanger 

west wall-lower fuel oil heat exchanger 

boiler #2-lower.drun ends 

boiler #2-upper drun 

boiler #J·lower drum ends 

boiler #J·upper drun 
' 

AREA COMMENTS 

03·356094 
04-356096 
04-356096 
04·356097 
04·356098 
05·356200 
05·356200 
05·356201 
05•356202 
06·356203 
06-~56203 
06-356204 
06-356205 
07-356207 
07·356208 
07-356209 
08-356213 
08-356214 
08-356215 
09·356216 
09-356217 
09·356218 
10-356219 
10-356220 
10-356221 
12-356225 
12-356226 
12-356227 
13-356228 
13-356229 
13-356230 
14•356231 
14·356232 
14-356233 
15-356234 
15-356235 
15-356236 

70X 
50:( 
so" 
50" 
SOX 
BOX 
SOX 
70X 
70X 
,ox 
10X 
1DX 
10X 
70X 
BOX 
SOX 
30X 
30X 
30X 
60X 
60X 
60X 
60X 
60X 
60X 
60X 
.40X 
40X 
70X 
60X 
SOX 
SOX 
40X 
40X 
40X 
40X 
40X 

~SBESTOS ASSE( .•. ·,iSURVEY 
~-- .. / 
~ 

mJp on wrapped cardboard/paper OMA 
mJp on wrapped cardboard/paper OMA 

mJp on corr:.igatad pipe cover OHA 
mJp on corrugated pipe cover OMA 

mJp on non·suspcc:t pipe cover OHA 
mJp on non-suspect pipe cover OHA 

mJp on pipe covering CHA 

boiler/tank Insulation 0MB 

boiler/tank Insulation CHB 

boiler/tank Insulation 00 

boiler/tank Insulation 0MB 

boiler/tank Insulation 0MB 

boiler/tank insulation 0MB 

boiler/tank insulation CHB 

1 4 In. O.D. 
4 4 In. O.D. 

2 4 In. O.D. 
5 4 In. O.D. 

9 6 In. O.D. 
2 6 In. O.D. 

7 4 In. o.o. 

92 sq.ft. 

30 sq.ft. 

30 sq.ft. 

25 sq.ft. 

100 sq.ft. 

25 sq.ft. 

100 sq.ft. 

The materials are in good condition with minor contact aoo water damage •. The materials are approximately 21 

to 20• ·trom the floor. At a mlninun, It Is recoamended that the materials be repaired and monitored. If 
removal is planned, gross removal procedures are reconrnencled. This appears· to be a high traffic ares. 
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Building Nunber: 13 ·,: .· >1 
Building Name: BOILER HOUSE -~ 

SUTTLE, UASfflllGTON · 
Bui ldlng Type: P<M:R HSE 

Year ConstNJCted: 1933 

41 II 
. DU 41 II $28 S16 

DU 41 II S112 S62 
41 II 
41 II 

LPS/R 41 II S56 $31 
lPS/R 41 11 S140 S78 

41 11 
41 II 

DU 41 II ,348 $204 
DU· 41 11 sn $45 

41 II 
41 II 

CON 41 II S197 $109 
41 11 
41 II 
41 II SZ,599 $2,082 
41 II 
41 II 
41 II $848 $679. 
41 II 
41 1·1 
41 II $848 $679 
41 II 
41 II 
41 II 1706 S566 
41 II 
41 II 
41 II S2,825 $2,263 
41 II 
41 II 
41 II $706 $566 
41 II 
41 JI 
41 JI S2,825 $2,263 
41 JI 
41 11 

AREA# 03 TOTAL S31,112 S21,499 

S44 
1174 

S87 
S218 

S552 
$122 

Sl06 

S4,681 

S1,5Z7 

11,527 

S1,272 

SS,088 

$1,272 

SS,088 

ss2,611} 

06/09/89 
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H·IC Sul ldin~l3 
Project NU!t>er: 0980193E 

Project: G, HEILEMAN SREUERY 11E11 

o·ate Inspected: 03/21/69 
Inspector: HARK VOTH 

**** ... ***** AR.EA NUMBER: 04 

LOCATION OF THE MATERIAL 

above boiler #2 & 3-near catwalk 
northwest- corner-near deaerator tonk 
above boilers-along· ceiling 
above boile.rs-elong ceil fng 
above boilers-along ceflfng 
above boilers-along celling 
northwest corner-ne·ar deeerator tank 
above boiler #2·near celling 
along east wall-near celling· 
northwes·t · corner-near deaerator tank 
above bol lers·along cell-Ing 
olong east wall-near ceiling 
above boiler #2-near ceiling 
above boilers #2 & 3-near catwalk 

northwest corner-near deaerator tank 

above boilers-along celling 
northwest corner-near deaeretor tank 
above bo_l lers·along eel l Ing 
above boilers-along celling 
northwest corner-near deaerator tank 
above bol ~er #2-near celling 
above bof lers-elong eel l Ing 
along east wall-near celling 
along east wall,near eel.ling 
above boilers-along celling 

above boiler #2-near celling · 

above boiler #1-near deaerator tank 

HALL-KIMBRELL ENVIRONMENTAL INC. 

r 
ASBESTOS ASSEVURVEY 

AREA DESCRIPTION: 1st floor·Cotwolk Level 

SAMPLE. 
NUMBER ASB MATERIAL DESCRIPTIOH 

00·356083 30X pipe covering 
00-356087 30X pipe covering 
00-356091 70X pipe covering 
00-356091 70X pipe covering 
00-356091 · 70X pipe covering 
00·356091 70X pipe covering 
00-356091 70X pipe ·covering. 
00·356091 70X pipe covering 
00-35.6091 70X pipe covering 
00-356091 70X pipe covering 
00·356091 70X pipe covering 
00-356091 70" pipe covering 
00-356095 20X wrapped cardboard/paper pipe 
01-356084 70X mJp on pipe covering 
01-356085 45X 
01·356066 45X 
02-356088 70X mJp on pipe covering 
02-356089 60% 
02-356090 70X 
03·356092 . ox mJp on pipe covering 
03-356092 ox mJp on pipe covering 
03•356092 ox mjp on,plpe covering 
03-356092 ox mJp on pipe covering 
03-356092 ox mJp on pipe covering 
03-356092 o" mJp on pipe covering 
03·'356092 o" mJp on pipe covering 
03-356092 o" mJp on pipe covering 
03-356092 ox mjp on pipe covering · 

· 03-356092 ox mjp on pipe covering 
03-356093 70X 
03·356094 70:( 
04-356096 SOX mjp on wrapped cardboard/paper 
04-356097 SOX 
04-356098 50" 
11-356222 I ox boiler/tank Insulation 
11-356223 ox 
11-356224 . ox 

Page 33 

o&M 
COOE 

CHA 
OMA 
OMA 
CHA 
CHA 
OMA 
OMA 
CHA 
a-tA 
OMA 
CHA 
OKA 
00 
CHA 

OKA 

OKA 
OKA 
00 
CHA 
CHA 
00 
CHA 
00 
CHA 
OMA 

OMA 

0MB 

,,: 

Building NUlber: 13 . ~ 
Building Name: BOILER HOOSE 

SEATTLE. UASHlNGTOII 
Building Type: POI.IER HSE 

Year Construc;ted: 1933 

AREA AVERAGE X ASBESTOS: 55X .................. 
UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

34 ft. 4 In. o.D. BFW 42 II $303 S190 $493 
24 ft. 6 In. O.D. T\I 42 II S312 S195 S507 

120 ft. 4 In. O.D. HPS/R 42 II s1.010 S670 st, 740 
40 ft. 10 In. O.D HPS/R 42 II S755 S559 S1,314 
60 ft, 14 In. O.D HPS/R 42 ll s1,s10 St, 194 $2,704 
70 ft. 6 In. O.D. ·HPS/R 42 II $909 $568 S1,477 
47 ft. 6 In. o.D. HPS/R 42 II $610 S381 $991 
65 ft, 6 in. O.D. HPS/R 42 II S844 $527 $1,371 
25 ft. 6 In. O.Q. HPS/R 42 II S324 S203 S527 
19 ft, 4 In, O.D. HPS/R 42 II . $169 S106 $275 

. 95 ft. 12 In. O,D HPS/R 42 II S2,092 $1,608 S3,700 
12 ft. 4 In. O.D. HPS/R 42 II $107 S67- $174 
45 ft. 4 In. O.D. OU 42 II $401 S25\ S65'Z 
4 4 in, O,D. BFU 42 II $112 S62 $174 

42 II 
42 II 

5 6 In. O.D. TU 42 II S193 S114 $307 
42 II 
42 ll 

13 12 In. O.D, HPS/R 42 II . $986 S616 $1,602 
6 6 In. O.D~ HPS/R 42 II $232 $136 $368 

30 4 In. o.D. HPS/R 42 II S843 $468 $1,311 
6 6 In. o.o. .HPS/R 42 II $232 S136 S368 
3 4 In. o.o. HPS/R 42 II $84 $47 $131 
7 6 In. o.o. HPS/R 42 II $271 $159 $430 
3 14 in. O.D. HPS/R 42 II S260 $167 $427 
4 6 In. O.D. HP~R 42 II $155 $91 $246 
6 4 In. o.o. HPS/R 42 II S169 S94 $263 
2 10 In. O.D. HPS/R 42 ll S125 $78 $203 

.42 II 
42 II 

5 4 In. O.D. D\I 42 II S140 $78 S218 
42 II 
42 II 

45 sq.ft. 

06/09/89 
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.. '"' . /f•K Bui ldln!l-.-:,;:, 13 
Project Nunber: 0980193E 

Project: G. HEILEMAN BREUERY "E" 
Date Inspected: 03/21/89 

Inspector: HARK VOTH 

AREA CaolHENTS 

/. .... 
ASBESTOS Asset··. ·:;ASURVEY 

~) 

The materials are In good to fair condition with minor contact and water damage. The 11111terlals are 
approximately 20 1 to 30' from the floor •. At a mlnlnun, It is reconmended that the materials be repaired and 
monitored. If r.emoval is planned, gross removal procedures are reconmended. Thia appears to be a high 
traffic area. 

Building NUllber: ·13 4 
Building Name: BOILER HOUSE 

SEATTLE, \IASIIINGTON 
Bui ldlng Typo: POWER HSE 

Year Constructed:' 1933 

AREA# 04 TOTAL $13,208 $8,765 121,m) 

••••••••••• AREA NUMBER: 05 AREA DESCRIPTION: 2nd.Floor AREA AVERAGE X ASBESTOS: 67X ---
SAMPLE o&H UNITS OF PIPE EXP 

LOCATION _OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

lunch room-northwest corner-along floor 00-356237 60X. pipe covering OMA 
lunch room·n~rthwest corner-along floor 16·356238 7.0X mJp on pipe covering OMA 

16-356239 70X 
16-356240 80X 

AREA COMMENTS 

The materials ·are in fair condition with contact and water damage. The materials are up to 3' from the 
floor. At a minlnun, it is recomnencled that the materials be repaired and monitored. If remove( is 
planned, glove beg removal procedures are reconmended. This appears to be a moderate traffic area. 

********•** AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor 

SAHPLE o&M 

10 ft. 4 in. o.~ .. LPS/R 59 II 
4 4 In. o.o. LPS/R 59 II 

59 II 
59 II 

[ AREA f 05 TOTAL 

AREA AVERAGE X ASBESTOS: OX 

UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

. lunch room-celling 17·356241 ox acoustical tile CMG 750 sq.ft. 
17-356242 ox 

' 17-356243 ox 

AREA Ca-!MENTS, ' I AREA# 06 TOTAL 

BUILDING# 13. TOTAL 

HALL·K.lMBRELL ENVIRONMENTAL INC. Pas_e 34 

REMOVAL REPLACEMENT TOTAL 
COSTS COSTS COSTS 

$89 $56 S145 
S112 $62 1174 

$201 S118 1319) 

.............. 

REMOVAL REPLACEMENT TOTAL 
COSTS -COSTS COSTS 

so $0 so) 

$155,063 $118,933 $273,9961 

06/09/89 

RCLLC 0002010
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_;;r--------------~ 

FIRST FLOOR 

BULK . SAMPLE 
SAMPLE ...__:_<!!JI!)---._ IOEN11FICA110N 

COOE NUMBER 

-BAU-DUBW. ......,.... IPlRJ 

841mlfflllllllSllllJ 
UIIOlt.OIUS IIOU 

041: . 
Of>/lf/19 Ol7 

-@-
. C. HEUIWUIIUING <DIPMY 

ASBES10SASSES9IEIR 
PROJECT NUMBER: 0980193£ 
HEILEMAN BRE'MNC COMPANY 
RAINIER BREWINC COMPANY 
BUILDING 113 BOILER HOUSE 

,1 

RCLLC 0002011



,.:-:~ 

·--::""':: .. -~·' 

UPPER AREA 
OF BOILER HOUSE 

, ....... ------........... 

SECOND FLOOR 

SAMPLE 
BULK ~~ IDENTlflCA TION 

SAMPLE .......___'Cl!E:7 · NUMBER CODE 

-BAIHBIBRBJ. ....,... 'DP 

411t'ml'mlllllllSIIID 
UIO:f,Ullsis 11614 

DAlt: 05/2'/n me 

@-

~~~ 
.PRo.ECT NUMBER: 0980193£ 
HEILEMAN IHY4NG COMPNfY 
RAINIER BREWING COMPANY 
BmOING #13 80lt.£R HOUSE 

RCLLC 0002012



H·IC Sufldin~ .1_4 
Project Nuit>er;°0980193E 

Project: G. HEILEMAN BREUERY "E" 
Date Inspected: 03/28/89 

Inspector: MARK VOTH 

............ AR.EA NUMBER: 01 

LOCATION OF THE MATERIAL 

NY storage-near nor-th ~all-along celling 
east rooms-along celling 
NY.storage-near NE corner-along wall 
southeast rbom-along west wall 
near carbon storage-along east wall 
east rooms-along celling 
southeast room-along west wall 
east rooms-along ceiling 
southeast room-along west wall 

_NU storage-near north wall-along ceiling 

near carbon storage-along east wall 
east-rooms-along celling 
southeast ro!)lll·Blong west wall 

AREA COMMENTS I. 

/' 
ASBESTOS ASSE~ ;suRVEY 

· . ...._ ... 

AREA DESCRIPTiON: 1st Floor 

SAMPLE 
NUMBER ASB MATERIAL DESCRIPTION 

o&H 
CCOE 

00-356355 40X pipe covering OMJ. 
00-356355 40%'· pipe covering CHA 
00~356355 . 40x"~ pipe co\terfng . OMA 
00-356355 .~ox· pipe covering CHA 
00-356359 ,·3ox ·wrapped cardboard/paper pipe CHA 
00-356359 30X wrapped cardboard/paper pipe CHA 
OQ-356359 30X Wf'.apped cardboard/paper pipe CHA· 
01_·356356 SOX mjp on pipe covering OMA 
01-356356 SOX . mjp on pipe ·covering CHA 
01-356356 SOX mjp on pipe covering CHA 
01-356357 60X 
01-356358 30X . 
02•3S6360 60X lm)p on wrapped ca_rdbo_ardfpaper -OKA 
02-356360 60X mJp on wrapped cardboard/paper CHA 
02•356360 60X mjp on wrapped cardboard/paper OMA 
02·356361 60X. 
02·356362 60X 

. .,.• .. ·.· ·.),i,-·:. 
Buildli:,g.' :~r :" .1,; - · 

Bull.ding Name(.STORAGE · . . 
. . :-SEATTL~-'- UASlh •. 

. . Buf ldfijg Type: STRG/lAB · . 
· Year Constructed: UNKN. 

.... ,. __ 

• ..:,~ .J 

. ... ---=:: ... 

AREA AVERAGE " ASBESTOS: 40X · ••••••••••••• 

UNITS Of
QUANTITY ·MEASURE 

PIPE EXP RElltWAi. -· REPLACEMENT 
ID .. POT Pl . CO$TS.:.•,,,, COSTS 

-,~•;;11'.-·•·, 

62 ft. 4 In. 0.1>. HPS/R . 25 Ill 
60 ft. 4 In. 0.0. HPS/R ·25.111 
16 ft. 4 fn. 0.0. HPS/R 25 Ill 
5 it. 4 In. o.o~ HPS/R 25 II.I 

. 9. ft. 4 In •. o.o. DU 25 :11 I 
·91 ft. 4 In. O.D. DY 25 Ill 
19 ft. 4 fn. O.D. OU 25 ·Ill 
8 4 In. O.D, IIPS/R 25 Ill 
2 4 In. O.D. HPS/R 25 Ill 
6 4 In. O.D. ·JIPS/R 25 111 

2 4 In. O.D. 
. 20 4 In. O.D. 

3 4 In. 0.0. 

DU. 
OU. 
DU 

25 Ill 
25 111:lf../.f'. 
25 1rJ..c· 
25 Uf 
25 Iii 
25 111 
25 Ill 

I AREA-I 01 TOTAL 

$551° . $346 
s535. ms 

· s,d< sa9. 
S45:;,; $28 

•·· S50 ·-.': ,., · $508 
.S106 
S125 

$31 
$94 

<::·• 

· . 'sS6:"- :::'?" ,·,s31 · 
S562' \,:.::,~ · $312 
. ~::jf: . 'S47 

··-·•· 
... 

_,_·____._-.., 

Sl.4_89 $2,-102· 

TOTAL 
COSTS 

.$899 
·sa10 
·sm 

S73 
S130. 

s1.120 
S275 
$350 
S87 

'. $263 

S87 
S87-4 
S131 

SS,591r 

the·mat.er:lals are in good to fair condition with minor contact and water damage. The materials are 
approximately 3' to 10 1 from the floor. At a minlnun, ft is reconmended that the ·materials be repaired and 
monitored. If removal is planned, glove bag removal procedures· are reconmended. This appears to be a low 
tfafflc-area. · 

*********** AREA NUMBER: 02 AREA DESCRIPTION: 2nd fhx1r > AREA AVERAGE X ASBESTOS: 43X. . ............ . 
. -

SAMPLE :tf. l o&M · .UNITS Of PIPI: EXP REMOVAL REPLACEMENT · TOTAL 
LOCATION-OF THE MATERIAL NUMBER ASB' MATERIAL DESCRIPTION' COOE QUANTITY MEASURE ID POT Pl COSlS COSTS COSTS .. 

east room-northwest corner-near door · 00-356366- 50-.( pipe covering. -'OMA_ 32 ft. 4 In. O.D. IIPS/R 39 Ill $285 $179 . '464 east room-northwest corner-near -d_oor ... D0·3-56366 SOX pipe covering CHA 20 ft. 6 in. O.D. HPS/R 39 Ill S260 S162 S422 
east room-northwest .col'ner·r:1ear door . " - oo·• 3$6366 . 'sox pipe covering OMA 8 ft. 8 In.· O.D. _HPS/R 39 IIJ S113 $81 S194 
E rm-near central coh.r""s~_along :~n Ing--· . 00•356366 SOX pipe_ covering CHA 45 ft. 4 In. O.D. HPS/R .39 Ill S401 S251 S652 
E room-near west colums·along.·ceHlng . 0.0~356-366 sox. pipe covering OMA 51 ft. 4 In. 0.0. HPS/R 39 Iii .S455 S285 $740 
east room-northwest corner-near door 00~356370 · 30X wral)l)l!d cardboard/paper pipe .OMA . 11 ft. 6 In. 0.0. DU 39 i·IJ $143 S89 $2:52 
E rm-near central colums-along· ceiling .,.:' ···. · 00-356370 30X wrapped cardboard/paper pipe OMA 31 ft. 4 In. 0.0. DU 39 Ill S294 S184 1478 E room-near west coll.1111\s•elong cei l Ing _.;,·., 00·356370 30X wrapped cardboard/paper pipe .OMA 10 ft. 4 in. O.D. DY 39 Ill $89 S56 S145 
east room-northwest corner-near door 00·356370 30X wrapped cardboard/paper pipe OMA ' 12 ft. 4 in. 0.0. DY 39 Ill S107 S67 $174 

HALL·Kl~BRELL ENVIRONMENTAL INC. Page _35· 
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H·K Build\ 14 
Project Nlir,., a980193E 

Projeet"!' G. HEILEMAN BREUERY 11E11 

Date Inspected: 03/28/89 
Inspector: HARK VOTH 

east room-near west wall-along celling 
east room-northwest corner-near door 
east room-northwest corner-near door 
Erm-near central colums·along celling 
E room-near west colums·along celling 
east room-northwest corner-near door 

ea~t room-northwest corner-near door 
east room-near west wall-along celling 
E room-near west colums·along celling 
east room·northwest corner-near door 
E rm:neer central colums·along.ceflin9 

AREA COMMENTS 

00-356370 
04·356367 
04·356347 
04·356367 
04-356367 
04·356367 
04-356368 
04-356369 
05-356371 
05-356371 
05•356371 
05-356371 
05-356371 
05-356372 
05-356373 

30X 
50X 
50X 
SOX 
SOX 
SOX 
60X 
60X 
60X 
60X 
60X 
60% 
60X 
60X 
60X 

· ASBESTOS ASSt1···-•1T SURVEY 
\, 
'~· 

wrapped cardboard/paper pipe 
mjp on pipe covering 
mJp on pipe covering 
mjp on pipe covering 
mjp on pipe covering 
mJp an pipe covering 

m]p on wrapped cardboard/paper 
mjp on wrapped.cardboard/paper 

OMA 
OMA 
OMA 
OMA 
OMA 
OMA 

OMA 
OMA 

mJp on wrapped cardboard/paper .OMA 
mJp on wrapped cardboard/paper OMA 
mJp on wrapped cardboard/paper OMA 

···-~ -✓~":-~. % --. 

Building NUlber; 14 · ; -. 
Building Name:. stORAGE ,_ A 

SEATTLE, W.SHI~ 98\34 
Bufldln9 Type: STRG/lAB . 

Year Constructed: UNICN 

104 ft. 4 in. O.D. OW 39 Ill S9Z8 $580 $1_,508 
5 4 In. O.D. HPS/R 39 Ill S140 S78 $218 
1 8 In. O.D. HPS/R 39 Ill $48 $28 $76 
.8 4 In. O.D. HPS/R 39 Ill S225 s1zs mo 
7 4 In. o.D. HPS/R 39 Iii S197 S109 $306 

5 6 In. O.D. HPS/R 39 111 S103 S114 S307 
39 Ill 
39 Ill . Z 6 In. O.D. DU 39 Ill S77 S45 S122 

7 4 in. o.o. DW 39 Ill S197 S109 $306 
2 4 In. o.o. D\I 39 Ill S56 S31 S87 
1 4 In. O,D. D\I 39 Ill S28 S16 S44 
5 4 In. o.o. 0\1 39 Ill S140 S78 S218 

39 Ill 
39 Ill 

AREA# 02 TOTAL S4,376 SZ',667 S7,043) 

The materials ere in.good to fair condition with contact and water damage. The materials are approximately 
4' to 10' from the floor. At a mlnlnun, .ft la recannended that the materials· be repaired and monitored. If 
r,emoval is planned, glove bilg removal procedures are reconmended. This appeara to be a low traffic .area. ............. AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 40X -········ 

SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

lnstrunent lab-along N well·neer celling 00·356366 SOX pipe covering OMA 22 ft. 4 In. O.D. HPS/R 25 Ill S196 S123 $319 
lnstrunent leb·restroom·at celling 00-356366 SOX pipe covering OMA 18 ft. 8 In. O.D. HPS/R 25 Ill $255 $182 S437 
lnstrunent leb·restro<illl•et celling 00-356366 SOX pipe covering OMA 40 ft. 4 In. 0.0. HPS/R 25 Ill S357 S2Z3 $580 
fnstrunent lab·hallwey·at celling 00·356366 SOX pipe covering OMA 4 ft. 4 In. O.D. HPS/R 25 Ill S36 S22 SSI 
lnstrunent lab-hallway-at celling 00-356370 30,C wrapped cardboard/paper pipe OMA 18 ft. 4 In. O.D. 0\1 25 111 S161 $100 $261 
lnstrunent.tab·SE storage-at celling 00-356370 JOX wrapped cardboard/paper pipe OMA 4 ft. 4 In. 0.0. DU 25 111 S36 S22 $58 
instrunent lab-restroom-at ceiling 00-356370 30X wrapped cardboard/paper pipe • OMA 40 ft. 4 In. O.D. DU 25 Ill S357 S223 S580 
lnstrunent leb·stefrwell-·et east wall 00•356370 30X .. wrapped cardboard/paper pipe OMA 14 ft. 4 In •. o.o. D\I 25 Ill S125 $78 S203 

· northeast stairwell-near landing 03-356363 ox pipe coverlr19 OHA 10 ft. 10 In. O.D RS/R 
03·356364 ox 
03~356365 ox 

instrunent lab~along•N wall-near ceiling 04-356367· SOX mJp on pipe covering OMA 1 4 in. o.o. HPS/R 25 Ill S28 ·S16 $4. 
lnstrunent leb·restroom·et celling 04·356367 SOX mjp on pipe covering OMA 1 8 in. o.o. HPS/R 25 Ill $48 S28 $71 
instrunent lab-restroom-at ceiling 04-356367 SOX. mJp on pipe covering OMA 5 4 in. o.o. HPS/R 25 HI $140 $78 S211 

04·356368 60X 25 Ill 
04-356369 60X 25 Ill 

lnstrunent lab-restroom-at celling 05-356371 60X mJp on wrapped cardboard/paper OMA 4 4 In. O.D. • 0\1 25 Ill $112 S62 S174 
lnstrunen~ leb·SE storage-et celling 05·356371 60X mjp on wrapped cardboard/paper OHA 1 4 .In. o.o. D\I 25 Ill S28 S16 S4, 
lnstrunent lab·.stolrwell··at east wall 05~356371 60X mJp on wrapped cardboard/paper OHA 3 4 In, o.o. OU 25 Ill S84 S47 $13' 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 36 06/09/89 
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H·K Bui ldlng'ifi 14 
Project Nuit>er: 0980193E 

Project: G. HEILEMAN BREIJERY 11E11 

Date Inspected: 03/28/89 
Inspector: HARK VOTH 

r 05·356372 oOX 
05-356373 601' 

/,,..-

ASBESTOS Assl_ . 1 SURVEY 
~ . Building NUlber:· 14 

Building Name: STORAGE 

,,,.. 

~ 
SEATTLE; \IASIIINGTOII 

Bui ldlng Type: mGJLAB 
Year Constructed: UNKN 

~ 
~ 

98134 

I 
AREA Ca4MENTS I. AREA t 03 TOTAL S1,963 S1,220 13, 183! 

The materials are in good to fair condition with minor contact and water damage. The materials are 
approximately 3' to• 12' fr0111 the floor. At a mlnlnun, It Is recomnended that the materials be repaired and 
monitored. If removal is planned, glove bag removal procedures are recomnended. This appears to be a 
moderate traffic area. 

····••***** AREA NUHBER: 04 AREA OE.SCRIPTION: 2nd Floor-Carbon Dioxide Receiving Room AREA AVERAGE X ASBESTOS: 47X 

SAMPLE O&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASS . MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

above carbon dioxide tank-along ceiling 00-356366 SOX pipe covering OMA 92 ft. 4 In. O.D. HPS/R 25 Ill 
above carbon dioxide tank-along ceiling 00-356366 SOX pipe covering OMA 4 ft. 6 In. O.D. HPS/R 25 Ill 
above carbon dioxide tank-along ceiling 00-356366 . SOX pipe covering OMA 10 ft. 8 In. O.D. HPS/R 25 Ill 
above carbon dioxide tank-along ceiling 00-356370 30X wrapped cardboard/paper pipe OMA 10 ft. 6 In. O.D. Dij 25 Ill 
above carbon dioxide tank-along celling 00-356370 30X wrapped cardboard/paper' pipe CHA 32 ft. 4 In, O.D. DM 25 Ill 
above carbon.dioxide tank·al.ong ceiling 04-356367 SOX mjp on pipe covering CHA 2 8 In. o.D. . HPS/R 25 I II 
above carbon dioxide tank·atong celling 04~356367 SOX mJp on pipe covering OMA 1 6 In. O.D. HPS/R Z5 Ill 
above carbon.dioxide tank-along ceiling 04-356367 SOX mJp on pipe covering OMA 24 4 In. o.o. HPS/R 25 Ill 

04-356368 60X 25 Ill 
04-356369 60X 25 Ill 

above carbon dioxide tank-along celling 05-356371 601' mjp on .wrapped cardboard/paper· OMA 3 4 In. o.o. OU 25 Ill 
above carbon dioxide tank-along. celling 05-356371 60" mJp on wrapped cardboard/paper OMA 1 6 In. o.o. DU 25 Ill 

05-356372 601' Z5 Ill 
05-356373 60X 25 Ill 

AREA COMMENTS AREA t 04 TOTAL 

The mater.lats are in good condition with minor contact and water damage. The materials are approximately 9' 
to 11' from the floor. At a mlnl11U11, It is reconmended that the materials be repaired and monitored. If 
removal Is planned, glove bag removal procedures are recomnended, This appears to be a low traffic area,_ , 

BUILDING t 14 TOTAL 

HALL·KIHBRELL ENVlROHHENTAL INC. Pag.e 37 

___ .. 
REMOVAL REPLACEMENT TOTAL 

COSTS COSTS COSTS 

S821 $513 $1,334 
$52 $32 S84 

1141 $101 $242 
$130 S81 S2\1 
S285 S179 ~ 

$96 $57 "~ $39 S23 st,; 
S674 $375 S1,04' 

S84 $47 S13 
S39 S23 $6; 

$2,36\ S1,431 13,79 

S12, 189 $7,420 $19,6( 

06/09/89 
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FIRST FLOOR 

BULK SAMPLE 
SAMPl£ ------~~ IDENTIFICATION 

CODE • NUM8£R 

-lWHIIIIRBl PIIIMllll ,_ 

Gllll'Sllfllllllllllm 
U'IIDG,IIIIIIS 15111 

041'.: 
OS/26/ft GIi 

'•n
i 

--.::::::...>-' 

~ 
G. H£lWN :Si1£ur(DIPM . 
ASIIS10S~91MY 

PR0.£CT HUMBER: 098019JE 
HEILEMAH BREWNC COMPANY 
RAINIER ~ COMPANY 
BUIWNC f14 ST~CE 
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OPEN AREA 
ON THIS LEVEL 

SECOND FLOOR 

- SAMPLE 
· BULK (!!Jf/!)~ IDENTIFlCA 110N 
SAMPLE --........._ I. NUMBER COO( 

-IWl-mDRBl ,,.,.,,,,,., 1ISP 

~'11Sfll11DIIIISIIIU 
Ull(ld.Dli!IS161l 

DAit: 
rA/H/n 020 

-~ .. 
--<:..,.1.i 

@-
G. IO£MAH IIREDC ailPANY 
ASll'.SlOSASSES9I0091MY 

. PRo.£CT NUMBER: 0980193£ 
HEII.EMAN BREWNC COMPANY 
RAINIER BREWING COMPANY 
BUIUllNC f14 STORAGE 
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H·K Building·· .,.., .. 15 
Project NUlllber: 0980193E 

Project: G. HEILEMAN BREWERY 11E11 

Dote Inspected: 03/28/89 
Inspector: HARK VOTH 

................... AREA NUMBER: 01 

LOCATION Of THE MATERIAL 

along north wall·at celling 
along south wall-at ceiling 

-above keg line-along cefllng 
northwest stairwell-along celling 
near southeast corne·r-at · lceg l lne 
along north row of colums·at celling 
northwest.corner-at celling 
near west wall-along celling 
along south wall-at celling 
along north wall-at celling 

northwest corner-at· ceiling 
near west wall-along celling 

near southeast corner-at lceg fine 
northwest corner-et celling 
above keg l lne·along cei Ung 
above lceg line-along celling 
along north row of colums-at celling 
near west wall-along celling 

AREA COMMENTS 

ASBESTOS, ASse( ·SURVEY 
-~--

AREA DESCRIPTION: 1st Floor 

SAMPLE 0&H 
NUMBER ASB MATERIAL DESCRIPTION COOE 

00-356344 30% wrapped cardboard/paper pipe a4A 
00-356344 30" wrapped cardboard/paper pipe a4A 
00-356351 30" pipe covering a4A 
00-356351 30% pipe covering <»IA 
00-356351 . 30% pipe covering <»IA 
00-356351 30% pipe covering 00 
00-356351 30% pipe covering 00 
00-356351 30X pipe covering c»tA 
04-356345 40X mjp on wrapped cardboard/paper a4A 
04-356345 40" mJp on wrapped cardboard/paper <»IA 
04-356346 40X. 
04-356347 40X 
05-356348 7X mjp on non-suspect pipe cover c»IA 
05-356348 7X mjp on non-suspect pipe cover GIA 
05-356349 10" 
05•356350 10" 
06·356352 3X mjp on pipe covering GIA 
06-356352 3X mJp on pipe covering GIA 
06-356352. 3X mJp on pipe covering OHA 
06·356352 3% mjp on pipe covering GIA 
06-356352 3X mjp on p·lpe covering <»IA 
06-35(>352 3" mjp on pipe covering GIA 
06-356353 10X 
06-356354 10:( 

,,,. 
Building Nl.llbe.r: ·15 . 

. Building N-: OlO KEG UASHl~ 
SEATTLE, UASHlNGTON 98134 

Building Type: KEGGING 
Year Constructed: 1940 

AREA AVERAGE X ASBESTOS: 27X 

__ .. 
UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

64 ft. 4 fn. O.D. D\I 23 lll $571 S357 S928 
80 ft. 4 In. O.D. 0\1 23 Ill 1714 $446 S1,160 

143 ft. 4 In. O.D. HPS/R 23 Ill $1,276 S798 SZ,074 
17 ft. 6 In. O.O. HPS/R 23 Ill S221 S138 S359 
44 ft. 4 In. O.D. HPS/R 23 Ill S392 S246 S638 
63 ft. 4 In. O.D. HPS/R 2l Ill S562 ·5352 $914 
8 ft. 6 In. O.D. HPS/R 2l Ill S104 S65 1169 

70 ft. 6 In. O.D. HPS/R 2l Ill S909 S568 11,477 
5 4 In. O.D. D\I 23 Ill $140 $78 S218 
7 4 fn. o.o. 0\1 23 Ill S197 S109 S306 

23 Ill 
23 Ill 

2 4 In. O.D. D\I 2l Ill $56 S31 $87 
3 4 fn. O.D. DU 23 Ill $84 ,$47 $131 

23 Ill 
23 Ill 

4 4 In. O.D. HPS/R 23 Ill $112 S62 1174 
2 6 In. O.D. HPS/R 23 Ill $77 145 $\22 

14 4 fn. o.o. HPS/R 2l Ill S393 S219 1612 
2 6 In. o.o. HPS/R 2l Ill ST7 $45 $122 
2 4 fn. O.D. HPS/R 23 Ill S56 $31 $87 
1 6 In. O.D. HPS/R 23 Ill s39 . S23 S62 

23 Ill 
2l Ill 

AREA# 01 TOTAL SS,980 13,660 19,640 

The materials ere in good condition with minor contact and water damage. The materials are approximately 3• 
to 12' from the floor. At a mini11U11, it is recOllllleflded that the materials be repaired and monitored. If 
removal Is planned, glove bag removal procedures are recomnended. This appears to be a low traffic area. 

••••••••••• AREA NUMBER: 02 AREA OESCRIPTION: 2nd ~loor AREA AVERAGE X ASBESTOS: 25X .............. 
SAMPLE o&M UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAl 

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

near S electrical panel-et heat exchange 00·356336 201 pipe covering 011A 17 ft. 4 In. 0.0. HPS/R 38 Ill $152 S95 S21 north wall•near stairs .. 00-356340 30X wrapped ~ardboard/paper pipe a4A 12 ft. 4 In. O.D. DU 38 Ill 1107 S67 st: near s electrica_l• panel ·heat exchanger 01-356333 50" boller/ta~k Insulation OHB 193 sq.ft. 38 .111 SS,452 $4,368 S9,S: 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 38 06/09/89 
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.... 
H·K Building'··;;-: 15 
Project Nuiber: 0980193E 

Project: G. HEILEMAN BRE\.IERY "E" 
Date Inspected: 03/26/89 

Inspector: HARK VOTH 

near S electrical panel-at heat exchange 

north wall•near stairs 

AREA COMMENTS 

01·356334 
01-356335 
02-356337 
02-356336 
02·356339 
03-356341 
03·356342 
03·356343 

ASBESTOS Ass[ . ; SURVEY 
'-' 

20X 
20X 
,ox mJp on pipe covering OKA 2 4 In. O.D. ,ox 
10X 
30X mjp on wrapped cardboard/paper OKA 3 4 In. o.o. 
40X 
40X 

The materials are in fair condition with minor contact and water damage. The materials are approximately 11 

to 10' from the floor. ~ta mlnlm.m, It Is recannended that the materials be repaired and monitored. If 
removal Is planned, gross removal procedures are ·recomnended. This appears to be a low traffic area. 

Building .Nud:Jer: ·15 
·--~ 

Building Name: OLD KEG \!ASHING 
SEATTLE, \IASHINGTOII 

Building Type: KEGGING 
Year Constructed: 1940 

36 Ill 

H~SiR 
38 111 
38 Ill S56 531 
38 Ill 
38 Ill 

DU 38 Ill S84 $47' 
38 111 
38 111 

, 

AREA I 02 TOTAL S5,851 S4,608 

.98134 

$87 

1131 

S10,459) 

BUILDING I 15 TOTAL . s1f,831 S8,268 ~-®3 

HALL·KIMBRELL ENVIRONMENTAL INC. Page 39 06/09/69 
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f'IRST FLOOR 

SAMPLE 
BULK ~----- IDEHllf'ICATIOH SAi.iPL£ .......___~ NUUB£R CODE 

-BAll-moRlll 9"Pl:tfl9I ... 

u a 11111J11 mm 
UIUt,PIIIISIIOl4 

OAlt: 
V;/Jf>/h m 

.--

~) 

@ 
C: IU.DIAH IIRDIHC OJIPAHY 
A511ES11JSASSES91EHliJMY 

PRo.£CT HUU8£R: . 0980193£ 
HEll.£MAN BRE'MHC COMPANY 
R~IER BREVINC COMPANY 
8UILDINC f1S OLO KEC WASHING 
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SECOND FLOOR 

SAMPl£ BULK ll'mID.---..._ IDEHTlflCAllON 
SAMPLE: ------~ NU1,18£R COO[ · 

-IAU.-mmw. IPIPtfl!II ..... 

4111 mr rrialll '111111 
l.ldJU,Dlm 111111 

DAI:: 
OIJ./1'/fS OU 

··~1\ 
~.' 

-~ 

G. ill.WN IIIONG OJIIAIIY 
AffllOSAm3181Tll\£Y 

PRO.ECT NtJM8ER: 0980193£ 
H£llEMAN BREWNG COMPNfY 
RAINIER BREWING COMPANY 
BIJIUllHC 115 OLD KEC WASHING 
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f. 

H•I( Building r.··-z1 
Project Nunber: 0980193E 

Project: G. HEILEMAN BRE\IERY "E" 
Date Inspected: 03/21/89 

Inspector:. TIM SUARTZ 

••••••••••• AREA NUHBER: 01 

LOCATION OF THE MATERIAL 

above caustic tank & along east wall 
southeast area-by caustic tank 
above caustic tank·& along south wall 
center E to U·along beam-at ceiling 
along east wall:·near celling 
near north entrance 
above caustic tank & along east wall 
center N to S·along beam-at ceiling 
above caustic tank & along east wall 

southeast area-by caustic tank 

above caustic tank & along south wall 

neer north entrance 
along eas.t wall-near ceiling 
above caustic tank & along east wall 
center E to U·along beam-at celling 
center N to s-along beam·at ceiling 

AREA COHHENTs' 

ASBESTOS ASSE~ . ,'sURVEY 
,_, 

AREA DESCRIPTION: Ground_Floor·Part #21·SjNnt Grain Ro0111 

SAMPLE o&M 

"\ 
1 · 

Bui ldlng Nl.llber: ·21122 -...._;,,,/ 
Building Name: BRE\lll<X.ISE/STOCIC CELLARS 

SEATTLE, \IASKINGTON 
Building Type: BREV/STOCIC 

Year Constructed: '\~8 

AREA AVERAGE X ASBESTOS: 22X ·---·-
UNITS OF PIPE EXP REMOVAL REPLACfflENT TOTAL 

NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL CQSTS COSTS .. COSTS 

00•356573 25" pipe cover:lng 00 50 ft. 4 In. O,D. KPS/R 27 Ill $446 S279 sns 
oo-3565n ox pipe covering • 00 30 ft. 8 In. O,D. DU 
00·3565B1 10X wrapped cardboard/paper pipe 00 4Z ft. 8 in, O.D. DU 27 Ill S594 $425 S1,019 
00-356585 15X wrapped cardboard/paper pipe 00 25 ft. 6 in. O,D. DU 27 Ill S324. S203 S527 
00•356585 15X wrapped cardboard/paper.pipe au 70 ft, 4 In. o.o: OU 27 Ill S624 $391 Sl,015 
00-356585 15X wrapped cardboard/paper pipe OMA 26 ft. 8 In. O,D. DU 27 Ill $368 S263 S631 
00·356585 15X wrapped cardboard/paper pipe OMA 30 ft. 4 In. O,D. DU 27 Ill S268 S167' $435 
00·3565B5 15X wrapped cardboard/paper pipe OMA 1Z ft. 4 In. O,D. DU 27 Ill $107 S67 S174 
12-356574 15X mjp on pipe covering OMA 20 4 In. o.D. KPS/R 27 Ill S562 $312 $874 
12·356575 10X 27 Ill 
12·356576 25X 27 111 
13-356578 ox .mjp on pipe covering OMA 3 8 In. O,D. DU 27 Ill S144 $85 S229 
13·356579 ox 27 111 
13·356580 ox 27 Ill 
14·356582 35" mJp on wrapped cardboard/paper OKA 70' 8 In. o.D~ DU 27 Ill $3,369 S1,981 SS,350 
14·356583 40!1: Z7 111 
14·356584 50!1: 27 Ill 
15-356586 SOX mJp on wrapped cardboard/paper OMA 2 8 In. O.D. DU 27 IJI $96 S57 $153 
15·356586 SOX mJp on wrapped cardboard/paper OMA 10 4 In. O.D. DU . 27 Ill S281 . S156 S4l7 
15-356586 SOX mjp on wrapped cardboard/paper 00 6 4 In. O.D. DU ZT Ill $169 S94 $263 
15·356586 50!1: mJp on wrapped cardboard/paper OMA 1 6 in, O;D, DU 27 Ill S39 S2l 162 
15·356586 SOX mJp on·wrapped cardboard/paper OMA 1 4 in. o.o. DU 27 Ill $28 S16 S44 
15·356587 60X 27 Ill 
15·356588 60X 27 Ill 

AREA I 01 TOTAL s7.419 S4,519 sn,938) 
The materfals are In fair condition with minor localized contact and water damage. The materfals are 
approximately 5., to 14 1 from the floor. At a mlninun, It is reconmended that the materials be properly 
repaired and monitored. lf removal is planned, gross removal procedures are reconmended. This appears to 
be a mediun traffic area. 

••********• AREA NUMBER: 02· AREA DESCRtPTION: Ground floor AREA AVERAGE X ASBESTOS: 27X ·······---
SAMPLE o&M UNITS OF PIPE EXP REMOVAL ·REPLACEMENT TOTAL LOCATION OF TKE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL COST.S COSTS COSTS 

part Z1·brew kettle rm-under s kettle 00-356573 zsx· pipe covering OMA. BO.ft. 4 in. O,D. HPS/R 26 Ill $714 S4'6 S1,16 part 21~brew lcett-le rm-under s kettle 00-356573 25X pipe covering OMA 5 ft. 6 In. O.D. HPS/R 26 Ill $65 $41 S10 
HALL·KIHBRELL ENVIRONMENTAL IIIC. Page 44 06/09/89 
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H·K Bui lding·--•-~-.!1 
Project Nuiber: 0980193E 

Project: G. HEILEMAN BREIJERY 11E11 

Date Inspected: 03/21/89 
Inspector: TIM S\IARTZ 

part 21-west wall 
stairwell In part 21 
stairwell In part 21 
part 21-brew kettle rm-under N kettle 
part 21-brew kettle rm-under N kettle 
part 21-against south wall-along ceiling 
part 21-brew kettle rm-along east wall 
part 22-cellar H stock-along east wall 
part 22-cellar H stock-along east wall 
part 21-west wall 
part 21-br.ew kettle room-catwalk 
part 21-brew kettle room-catwalk 
part 21-west wall 
stairwell In part 21 
pt 21-brew kettle rm·catwalk·ctr&E wall 
pt 21-brew kettle rm·catwalk·ctr&E wall 
part 21-agalnst south wall-along celling 
part 21-brew kett_l e rm· northeast area 
part 21-brew kettle rm-kettle at N end 

part 21-brew kettle rm-kettle at send 

part 21-brew kettle room-catwalk 
part 22-cellar H stock-along east wall 
part ·21-brew kettle rm-under S kettle 
part 21-west wall 
stairwell In part 21 
part 22-cellar H stock·along·east wall 
part 21-against south wall-along ceiling 
part 21-brew kettle rm-under N kettle 
part 21-west·wall 
part 21-brew kettle room-catwalk 
stairwell In part 21 
stairwell ln·part 21 
part 21-brew kettle rm-along east wall 
part 21-west wall 

pt 21-brew kettle rm·catwalk-ctr&E wall 
part 21 •against _south wall ·along cell Ing 

part Zl•brew kettle rm-northeast area 

part 21-brew kettle rm-caustic tank 

HALL·KIM~RELL ENVIRONMENTAL INC. 

ASBESTOS ASSE\ 1 SURVEY 
'- • I 

'---'" 

00-356573 25X pipe covering OMA 
00-356573 25X pipe covering OMA 
00-356573 25X pipe covering OK,. 
00-356573 25X pipe covering OMA 
00-356573 25X pipe covering OMA 
00-356573 Z5X pipe covering OMA 
00~356573 25X pipe coverlna OMA 
00-356573 25X pipe covering OKA 
00-356573 25X pipe covering OMA 
00-356573 25X pipe covering OKA 
00-356573 25X pipe covering OKA 
00-356573 25X pipe covering OKA 
00-356573 25X pipe covering OKA 
00-356573 25X pipe covering OKA 
00·3565n ox pipe covering OMA 
oo-3565n ox pipe covering OKA 
oo-3565n ox pipe covering OMA 
00-356589 40X pipe covering OMA 
01-356463 SOX boiler/tank Insulation 014B 
01-356464 35X 
0·1-356465 35X 

· 02-356466 40X boiler/tank Insulation 014B 
02·356467. 40X 
02-356468 40X 
12-356574 15X mjp on pipe covering OMA 
12-356574 15X mjp on plpe·coverlng OMA 
12·356574 15X mjp on pipe covering OMA 
12·356574 15X mJp on pipe covering OMA 
12-356574 15X mJp on pipe covering OMA 
12-356574 15X mJp on pipe cover-Ing OMA 
12-356574 15X mJp on pipe covertng a-IA 
12-356574· 15X mjp on.pipe covering OMA 
12-356574 15X mjp on pipe covering OKA 
12•356574" 15X mJp on pipe covering OMA 
12-356574 15X mjp on pipe covering OMA 
12-356574 15X mJp on pipe covering OMA 
12-356574 15X mJp on pipe covering OMA 
12-356574 15X mJp on pipe covering OKA 
12-356575 10X 
12-356576 25X 
13-356578 ox mjp on pipe covering OMA 
13-356578' ox mJp on pipe covering OMA 
13·356579 ox 
13-356580 ox 
16-356590 40X mJp on pipe covering OMA 
16-356591 ox 
16-356592 40X 
17-356593 ox boiler/tank ·insulation 0KB 

Page 45 

Building Nlllber:-2;/22 - _ _..,") 
Building NB1111t: BRBIH<IJSE/STOCK~URS 

SEATTLE, WASHINGTON 
Bufldfng Type: BREU/STOCK 

Year Constructed: 1948 

20 ft. 6 In. 0.0. HPS/R 26 Ill S26C) S162 
5 ft. 4 fn. O.D. HPS/R 26 Ill S45 128 
3 ft. 6 In. O.D. HPS/R 26 Ill S39 S24 

45 ft. 4 In. O.D. HPS/R Z6 Ill S401 $251 
16 ft. 6 In. 0.0. HPS/R 26 Ill szoa S130 
20 ft. 4 In. 0.0. HPS/R 26 Ill S178 $112 
45 ft. 4 In. 0.0. HPS/R 26 Ill S401 S251 

180 ft. 4 in. O.D. HPS/R 26 Ill S1,606 $1,004 
180 ft. 8 In. O.D. HPS/R 26 Ill S2,547 S1,820 
40 ft. 8 In. O.D. HPS/R 26 Ill S566 S404 

130 ft. 4 In. O.D. HPS/R 26 Ill S1, 160 S7Z5 
88 ft. 6 In. O.D. HPS/R 26 Ill S1, 142 S714 
40 ft. 4 ln.·o.D. HPS/R 26 Ill 1357 S223 
3 ft. 10 In. O.D HPS/R 26 Ill S57 S42 

35 ft. 4 In. O.D. DU 
10 ft. 6 In. O.D, DU 
25 ft~ 8 In. O.D. DU 
25 ft, 6 In. O.D. PL _, 26 Ill 1324 S203 

830 sq.ft. 26 Ill S23,448. S18,783. 
26 Ill 
26 Ill 

830 sq.ft. 26 Ill S23,448 SlB,783 
26 Ill 
26 Ill 

16 4 In. o.o. HPS/R 26 Ill S449 S250 
4 8 In. o.o. HPS/R 26 Ill $193 S113 

20 4 In, O,D, HPS/R 26 111 S562 S312 
5 4 In. o.o. HPS/R 26 Ill S140 S78 
1 10 In. O.D. HPS/R 26 Ill S63 $39 
4 4 In. O,D. HPS/R 26 Ill S112 162 
4 4 In. O.D. HPS/R 26 Ill $112 162 

15 4 In, o.o. HPS/R 26 Ill S421 . S234 
4 8 In. O.D. HPS/R 26 111 . S193 S113 

20 6 In. O.D. HPS/R 26 Ill S774 S454 
1 6 .In. o.o. HPS/R 26 Ill S39 S23 
1 4 In. o.o. HPS/R 26 Ill S28 S,6 

10 4 In. O.D. HPS/R 26 Ill $281 S156 
8 6 In. o.o. HPS/R 26 Ill S309 S182 

26 Ill 
26 Ill 

8 4 In. o.o. OU 26 Ill S225 S125 
.2 8 in. o;o. 0\1 26 Ill S96 157 

26 Ill 
26 Ill 

12 6 In. o.o. PL 26 Ill S464 S273 
26 Ill 
26 Ill 

90 sq. ft. 

S422 
173 
S&l 

1652 
1338 
S29(), 

1652 
12,610 
$4,367 

S970 
S1,885 
11,856, 

S5801 
S99 

S527 
S42,231 

142,231 

16~ 
$301 
S874 
S211 
s1o; 
S174 
S17i 
165i 
$30, 

S1,22 
16 
S4 

S43 
S49 

135 
S15 

$7; 

06/09/89 
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H-K Bui I din., ..... ~ 21 
Project·NU!ber: 0980193E 

Project: G. HEILEMAN BREUERY 11E11 

Date lhspected: 03/21/89 
Inspector: TIH SUARTZ 

part 21-brew kettle rm·3H CIP tank-north 

AREA COHHENTS . I 

17-356594 
17-356595 
18·356596 
18·356597 
18·356598 

ASBESTOS ASS. 'r SURVEY 
'--..:.:::.,.' 

OX 
ox 

40X boiler/tank Insulation a-re 86 sq.ft. 
SOX 
40X 

The materials ere In fair to good condition with minor contact ancl.wate_r d11111119e. The materials are 
approximately 1• to 10• fronrthe ·floor. At a mininun, ft fs recomnencled that the materials be repaired end 
monitored. l f removal Is plemed, extensive gross removal procedures· ere recoomencled. This appears to be. a 
high traffic area. 

\' 
Bui ldlng 111.a!ber: 21/22 ~ 

Building Name: BREUIIOOSE/STOCK CELLARS 
SEATTLE, \IASHINGTON 

Bui ldlng Typo: BREV/STOO:: 
Year Constructed: 1948 

. 26 Ill S2,430 $1,946 
26 Ill 
26. Ill 

l _AREA# 02 TOTAL S63,857 $48,641 

S4,31 

s112,,, 

*********** AREA NUHBER: 03 AREA DESCRIPTION: 2nd Floor-Pert #21 AREA AVERAGE X ASBESTOS: 35X .............. 
SAMPLE o&H 

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE 

stairwell between 1st & 2nd floors oo-3564n 30X pipe covering 00 
stairwell between 1st & 2nd floors oo-ls64n 30X pipe covering 00 
stairwell between 1st & 2nd floors oo-3564n 30X pipe covering OHA 
kettle room-north area 00-356472 30X pipe covering Q,IA 
kettle room-north area 00-356472 30X pipe covering 00 
kettle room-north area oo-3s64n 30X pipe covering 00 
kettle room-mezzanine-along south wall oo-3s64n 30X pipe covering OMA 
kettle room-mezzanine-along north wall 00·356472 lOX pipe covering 00 
kettle room-hops storage oo-3s64n 30X pipe covering 00 
kettle room·me.:i:zenlne·along south wall 00·356472 30X pipe covering 00 
kettle room·mezzanine·elong north wall oo-3564n 30X pipe covering 00 
kettle room-mezzanine-against east-wall 00s3564n 30:( pipe covering OMA 
kettle room·mezzanine·egainst south well 00-356476 40" wrapped cardboard/paper pipe 00 
kettle room-break room 00•356476 40X wrapped cardboard/paper pipe 00 

· kettle room-break room 00·356476 40X wrapped cardboard/paper pipe OKA 
kettle room•hops storage-northeast area 00·356476 40X wrapped cardboard/paper pipe Q,IA 
stairwell between 1st & 2nd floors 04·356473 SOX mjp on pipe covering Q,IA 
kettle room-north area 04·356473 SOX mJp on pipe covering Q,IA 
stairwell between 1st & 2nd floors 04-356473 SOX nijp on pipe covering 00 
kettle room-mezzanine-along north well 04·356473 SOX mjp on pipe covering OKA 
kettle room-mezzanine-along north wall 04-356473 SOX mJp on pipe covering oo· 
stairwell between 1st & 2nd floors 1>4·356473

1 

SOX mJp on pipe covering OKA' kettle room-north area 04·356473 SOX mjp on pipe covering OMA,. 
kettle room-hops storage-south area 04·356473 SOX mJp on pipe covering OMA 
kettle room-north are.a 04·356473 SOX mJp on pfpe covering 00 
kettle room·mezzanine•egalnst east well 04·356473 SOX mJp on pipe covering OMA 

04·356474 SOX 
04·356475 60X 
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UNITS OF PIPE EXP 
QUANTITY MEASURE ID POT PL 

20 ft. 4 In. O.D. HPS/R 26 Ill 
8 ft, 10 In. O.D HPS/R ·26 Ill 
8 ft. 12 In. O.D HPS/R 26 Ill 

• 140 ft. 4 In. 0.0. HPS/R 26 Ill 
16 ft. 6 In. O.D. HPS/R 26 Ill 
15 ft. 8 In. O.D. HPS/R 26 Ill 
10 ft. 12 In. O.D HPS/R 26 Ill 
5 ft. 6 In. O.D. HPS/R 26 Ill 

40 ft. 4 In. O.D. HPS/R 26 111 
10 ft.· 10 fn. O.D HPS/R ·26 Ill 
30 ft. 8 fn. O.D. HPS/R 26 Ill 
18 ft. 8 in. O.D. HPS/R 26 111 
10 ft. 8 In, O.D. DU 26 Ill 
1 ft. 6 In. O.D. DU 26 111 

10 ft. 8 In. O.D. DW 26 Ill 
10 ft. 6 fn. O.D. DU 26 Ill 
6 4 In. o.D. HPS/R 26 Ill 
4 6 In. o.o. HPS/R 26 Ill 
2 10 in. O.D. HPS/R 26 Ill 
6 6 In. O.D. HPS/R 26 Ill 
5 8 In. o.o. HPS/R 26 Ill 

· 2 12 In. ·o.o. HPS/R 26 Ill 
12 4 In. O.D. HPS/R 26 Ill 
12 4 In. O.D. HPS/R 26 Ill 
l 8 In. O.D. HPS/R 26 Ill 
4 8 In. O.D. HPS/R 26 Ill 

26 111 
26 Ill 

REMOVAL 
COSTS 

S178 
S151 
S176 

$1,249 
$208 
S212 

. S220 
$65 

S357 
S189 
$424 
S255 
$141 

S13 
S141 
S130 
S169 
$155 
$125 
S232 
S241 
S152 
S337 
S337 
S144 
S193 

REPLACEMENT 
COSTS 

S112 
S112 · 
S13S 
S781 
S130 
S152 
S169 

$41 
S223 
$140 
Sl03 
S182 
$101 

SB 
S101 
S81 
S94 
$91 
S78 

S136 
S141 

S95 
$187 

· S187 
$85 

S113 

TOTAL 
COSTS 

S2 
! 

I 
! 
! 

. 

,T. 
,4· 

2 
s 

S2 

:1 

S3, 
SJ 

2 
5 
;5 

S2 
~ 
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H·K Bui lding"-,ri~ 21 
Project Nunber: 0980193E 

Project: G. HEILEMAN BREUERY "E" 
Date Inspected: 03/21/89 

Inspector: TIH SUARTZ 

kettle room-break room 
kettle room-break room 

kettle room-break room-whirlpool 

AREA COMMENTS 

o5-3564n 
D5-3564n 
05-356478 
05·356479 
06·356480 
06-356:481 
06-356482 

ASBESTOS ASSe ) SURVEY .... ~. 

60X mjp on wrapped cardboard/paper OMA 
60X mjp on wrapped cardboard/paper • OMA 
SOX 
SOX 
SOX boiler/tank insulation OHB 
10X 
40X 

1 8 In. O.D. 
2 6 In. o.o. 

550 sq.ft. 

-

Building NIJllber: 21/22 
~-

Building N.,_: BREUHOUSE/STOCK CELLARS 
SEATTLE. UA.SHINGTON 

,ui ldlng Type: BRE\1/STOCK 
Year Construc:ted: 1948 

OU 26 Ill $48 S28 
OU 26 Ill S77 $45 

26 Ill .. 26 Ill 
26 Ill S15,538 S12,446 · 
26 Ill 
2~ Ill 

(AREA# 03 TOTAL $21,857 $16,497 

1,,-J 
!" 

I 

127, 98i 

m.~j 
the 11111terlals are in good condition with minor contact and water damage. The materials are approximately 1• 
to 18 1 from the fl.oor. At a mlnlnun, ft is rec_Olllllended the materials be repaired and monitored. If removal 
Is planned, gross removal procedures are rec011111ended. This appears to be a high traffic area . 

••••••••••• AREA NUHBER: 04 AREA DESCRIPTION: 3rd Floor•Part '21·TaAk Bottom Room AREA AVERAGE X ASBESTOS: 32X .............. 
SAMPLE 0&H UNITS OF PIPE EXP REHOVAL REPLACEHENT TOTAL 

LOCATION OF THE MATERIAL NUMBER ASB HATER·IAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL COSTS COST_$ -COSTS 

below mesh tub 00·356495 30X pipe covering OHA 55 ft, 4 In. O.D. HPS/R 28 Ill $491 S307 $79 
below mash tub • 00·356495 30:C pipe covering OMA 35 ft, 6 In. 0.0. HPS/R 28 Ill S454 $284 $73 
north of mash filter 00·356495 30X pipe covering OHA 6 ft. 4 In. O.D. HPS/R 28 Ill $54 S33 $8 
south of mash filter 00-356495 30:C pipe covering OHA 10 ft. 8 In. O.D. HPS/R 28 Ill · $141 S101 124 
below ad)unc't ·cooker 00-356495 . 30:C pipe covering OHA 25 ft. 10 In. O.D HPS/R 28 Ill · $472 S349 $82 
below convertor tank 00-356495 30X pipe covering OHA 30 ft, 6 fn. 0.0. HPS/R 28 Ill $389 $243 S63 
Just northeast of caustic tank 00-356495 30:C pipe covering OHA 15 ft. 4 ln •. o.o. HPS/R 28 Ill S134 $84 S21 
just northeast-of caustic tank 00·356495 30:C pipe covering OHA 5 ft. 6 In. O.D. HPS/R 28 Ill $65 $41 $10 
below convertor tank 00·356495 30X pipe covering OMA 60 ft. 4 In. 0.0. HPS/R 28 Ill $535. ms $81 
below adjunct 'cooke·r 00-356495 30X pipe cover:fng OMA 55 ft. 6 In. O.D. HPS/R 28 Ill S714 S446 S1,16 
below adjunct.cooker 00-356495 3DX pipe covering· OHA 60 ft. 4 In. O.D. HPS/R 28 Ill S535 ms $87 
behtnd caustic tank-against sooth wall 00-356495 30,C pipe covering OMA 16 ft. 8 In. O.D. HPS/R 28 Ill S226 S162 m 
behind caustic tank-against south wall 00-356499 2DX wrapped cardboard/paper pipe OMA 8 ft. 8 In. O.D. HPS/R 28 Ill S113 $81 SH 
center E to Uralong beam-near ceiling 00-356603 30X pipe covering . c»IA 90 ft. 6 In. O.D. Pl 28 Ill S1,168 $730 S1,8c,i 
east side-mash filter-near floor 00-356603 30X pipe covering OMA 6 ft. 6. In. O.D. Pl. 28 Ill S78 $49 S12 
east side-mash filter-near floor 00-356603 30X pipe covering . OMA 6 ft, 4 In. O.D. PL 28 Ill S54 S33 ~ 
east wall-near adjunct cooker-at floor 00·356603 30X pl pe covering OMA 4 ft. 10 In. O.D PL 28 Ill $75 $56 113 
below adjunct,convertor & mash tub tanks 00·356603 30X pipe covering OMA 60 ft. 10 In. 0.0 PL 28 Ill S1, 132 S838 S1,91 
east wall•near adjunct cooker-at floor 00·356603 30X pipe covering OMA 22 ft. 6 fn. 0,0. PL 28 Ill $286 $178 ~ 
convertor tank 07·356483 35,c boiler/tank insulation OHB 600 sq.ft. 28 Ill $16,950 $13,578 Sl0,54 

07•356484' 40X. 28 Ill 
07-356485 40% 28 Ill 

adjunct cooker 08-356486 40X boiler/tank insulation c:»4B 600 sq.ft. 28 Ill $16,950 $13,578 SlO,Sc 
·08·356487 40% 28 Ill 
08~356488 4DX 28 II 1. 

mash tub 09-356489 SOX boiler/tank Insulation OHB 600 sq.ft. 28 Ill $16,950 S13,578 Sl0,5: 
09·356490 SOX 28 Ill 
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H·K Building ... .:!1 
Project Nurber 0980193E 

Project G. HEILEMAN BREWERY "E" 
Date Inspected: 03/21/89 

Inspector: TIM SUARTZ 

caustic tank 

below adjunct cooker 
below convertor tank 
Just northeast of caustic tank 
below mash tub 
below adjunct cooker 
Just northeast of caustic tank 
below adjunct cooker 
south of mash filter 
below convertor tank 
below mash ·tub 

below adjunct,convertor & mash tub tanks 
center E to W·along beam-near ceiling 
east wall-near adjunct cooker-at floor 
east wall-near adjunct-cooker•a_t floor 

09-356491 . ox 
10-356492 SOX 
10-356493 SOX 
10·356494 · SOX 
11-356496 40X 
11-356496 40X 
11-356496 40X 
11-356496 40X 
11-356496 40X 
11-356496 40X 
11-356496 40X 
11-356496 40X 
11~356496 40X 
11-356496 40X 
11·356497 SOX 
11·356498 SOX 
21•356604 60X 
21-356604 60X 
21·356604 60X 
21-356604 60X 
21-356605 60X 
21·356606 60X 

ASBESTOS ASSE \suRVEY 
'·;:::::.,' 

boiler/tank Insulation c»IB 

mJp on pipe covering <»IA 
mJp on pipe covering <»IA 
mjp on pipe covering OMA 
mjp on pipe covering <»IA 
mjp on pipe covering OMA 
mjp on pipe covering OMA 
mjp on pipe covering <»IA 
mJp on pipe covering <»IA 
mJp on pipe covering OMA 
mJp on pipe covering <»IA 

mjp on pipe covering OHA 
mJp on pipe covering <»IA 
mJp on pipe covering OHA 
mjp on pipe covering <»IA 

500 sq.ft. 

25 6 In. O.D. 
35 4 In. O.D. 
2 6 In. o.o. 

30 4 In. O.D. 
6 10 In. o.o. 
8 4 In. o.o. 

27 4 in. O.D. 
2 8 In. o.D. 
5 6 In. O.D, 

14 6 In. O.D. 

10 10 In. O,D. 
10 6 In. O.D. 
6 6 in, O.D, 
2 10 In. o.o. 

Building Nunber:· 21/22 J 
Building N-: BRE\lll0USE/STOCIC: CELLARS 

SEATTLE. UASHINGTON 
Bui ldlng Type: BREI.I/STOCIC 

Year Constructed: 1948 
·-

28 Ill 
28 Ill S14, 125 S11,~15 
28 Ill 
28 Ill 

HPS/R 28 Ill S967 S568 
HPS/R 28 Ill S983 S546 
HPS/R 28 Ill S77 S45 
HPS/R 28 Ill $843 S468 
HPS/R 28 Ill S376 S235 
HPS/R 28 Ill S225 S125 
HPS/R 28 Ill $758 "S421 
HPS/R 28 Ill S96 S57 
HPS/R' 28 Ill $193 S114 
HPS/R 28 Ill S542 $318 

28 Ill 
28 Ill 

Pl 28 Ill S6Z6 1391 
Pl ZS Ill S387 1227 
Pl 28 Ill S232 $136 
PL 28 Ill S125 178 

za 111 
28 Ill 

AREA COMMENTS (AREA# 04 TOTAL $78,521 $60,463 

The materials are In fair condition with localized contact and water damage. The 11111terlals are 
approximately 11 to 10 1 from the floor. At a mlnlnun, It Is reconrnended t~at the 11111terlals be repaired and 
monitored. If removal Is planned, extensive gross removal procedures are reconmended. This appears to be a 
high traffic area. 

525,44( 

s, ,53! 
S1,5~ 

s12: 
S1,31' 

S61' 
S35C 

S1, 17! 
S1~ 
uo; 
S86( 

s1,01: 
S61• 
S36 
120 

$138,98' 

*******•*** AREA .NUMBER: 05 AREA DESCRIPTION: 3rd Floor-Part #21-Tank TDp Room -AREA AVERAGE X ASBESTOS: lOX ··········-
' SAMPLE. 0&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE OUANT ITY MEASURE ID POT Pl ~TS COSTS COSTS 

north wall-by adjunct cooker 00-356495 30X pipe covering OHA 15 ft. 4 In. o.o. HPS/R 27 Ill ·s134 $84 $21 
north wall-by adjunct cooker 00-356495 30X pipe covering <»IA 10 ft, 8 In, O.D, HPS/R 27 Ill $141 S101 $24 
north wall-by adjunct cooker 00-356495 30X . pipe covering OMA 10 ft. 12 in. 0.0 HPS/R 27 Ill S220 S169 $38 
south wall·behlnd·caustic tank 00·356495, 30X pipe covering OHA ·30 ft, 6 In: 0,0, HPS/R. 27 111 Sl89 $243 S63 
south wall-behind caustic tank 00·356495 30X pipe covering OMA 10 ft, 4 lri, 0.0. HPS/R 27 Ill S89 $56 S1~ 
south wall-behind caustic tank 00·356495 30X pipe covering OHA 20 ft, 10 In, O,D HPS/R 27 HI $377 $279 S6~ 
south wall-behind caustic tank· 00-356499 20X wrapped cardboard/paper pipe <»IA 10 ft,' 10 In. 0.0 HPS/R 27 Ill S189 S140 fl: 
next to mash tub . 00·356603 30X pipe covering OMA 22 ft. 6 In~ O.D. PL 27 Ill $286 S178 S4l 
next to adjunct cooker 00-356603 30X pipe covering OHA 27 ft. 6 In. O.D.- Pl 27 Ill $350 S219 $5, 
next to convertor tank 00·3566D3 30% pipe covering 00 12 ft. 6 In. O.D. Pl 27 111 $156 $97 $l 

.· next to- adjunct cooker 00-356603 30X pipe covering OMA 25 ft. 8 In. O.D. Pl 27 Ill $354 $253 S6I 
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H·K Buildin1, ..•. ~t 
Project Nuiber: 0980193E 

Project: G. HEILEMAN DREUERY 11E11 

Date Inspected: 03/21/89 
ln$pector: TiH SUARTZ 

next to adjunct cooker 
next to 11111sh tub 
next.to mesh tub 
next to convertor tank 
next to convertor tank 
north wall-by adjunct cooker 
south wall-behind caustic tank 
south wall-behind caustic tank 
north wall-by adjunct cooker 
south well-behind caustic tank 

south wall·behlnd caustic tank 

next to mash tub 
next to convertor tank 
next to adjunct cooker 
next to adjunct cooker 
next to mesh tub 
next to convertor tank 
next to adjunct cooker 
next to mesh tub· 
next to convertor tank 

AREA COMMENTS 

00·356603 
00·356603 

· 00·356603 
00-356603 
00·356603 
11-356496 
11·356496 
11·356496 
11-356496 
11·356496 
11·356497 
11·356498 
20-356600 
20·356601 
20·356602 
21-356604 
21·356604 
21-356604 
21-356604 
21·356604 
21-356604 
21-356604 
21-356604 
21-356604 
21-356605 
21-356606 

ASDESTOS ASSE )SURVEY 
._.,,. 

30X pipe covering OHA 
30X pipe covering OMA 
30X pfpe covering OMA. 
30X pipe covering OMA 
30X pipe covering OMA 
40X mJP. on pfpe covering OMA 
40X mjp on pipe-covering OMA 
40X mjp on pipe covering OMA 
40x mjp on pipe covering OMA 
40X mjp on pipe covering OMA 
50X 
SOX 
70X mjp on wrapped cardboard/paper OMA 
60X 

ox 
60X mjp on pipe covering OHA 
60X mjp on pipe· covering 011A 
60X mjp on pipe covering OMA 
60X mjp on pipe covering OMA 
60X mJp on pipe covering OMA 
60; mjp on pipe covering OMA 
60X mJp on pipe covering OMA 
60X mJp on pipe covering OMA 
60X mJp on pipe covering OMA 
60X 
60X 

. ~-,';. 
Bui ldlng Nuiber: · 21/22 . _,., 

Building Name: BRE\IHWSE/STOCIC- LWS 
SEATTLE, WASHINGTON 

8uf ldhlli Type: BREV/STOCIC 
Year Constructed: 1948 

1Z ft. 4 in. 0.0. PL 27 Ill $107 $67 
40 ft. 4 fn. O.D. PL 27 Ill $357 sm 
7 ft. 8 fn. O.D. P~ 27 Ill $99 S71 

1Z ft, 8 fn, O.D. PL 27 Ill S170 S121 
12 ft. 4 In, 0.0, PL 27 Ill S107 $67 
5 4 In. o.o. HPS/R 27 Ill S140 $78 
2 4 In. o.o. HPS/R 27 Ill $56 $31 
6 10 In. o.o. HPS/R 27 Ill $376 S235 
1 8 fn. O.D. HPS/R 27 Ill S48 S28 
2 6 In. O.D. HPS/R 27 Ill S77 S45 

27 Ill 
27 Ill 

6 10 In. O.D. HPS/R 27 Ill S376 S235 
27 Ill 
27 Ill 

6 8 In. O.D. Pl 27 Ill S289 S170 
4 8 In. O.D, PL 27 Ill S193 S113 
6 4 In. O.D. PL 27 Ill $169 S94 
8 8 In. O.D. PL 27 Ill $385 $226 
8 6 In. o.o. PL 27 .JII Sl09 S182 
2 4 In. o.o. PL 27 Ill S56 . $31 

12 6 In. O,D, PL 27 Ill S464 S273 
12 4 In. o.o. PL 27 Ill $337 S187 
4 6 in. o.o. PL 27 Ill S155 S91 

27 Ill 
27 Ill 

(_AREA i 05 TOTAL $6,955 S4,387 

The materials are In good co~ition with minor contact damage. The materials are approximately 11 to 121 

from the floor. At a mininun, It is recOIIJllended that the materials be repaired and monitored. If removal 
Is planned, extensive gross removal procedures are recomnended. · This appears to be a h_lgh- traffic area. 

S174 
SS801 
11101 
1291 
1174 
1218 

S87 
$611 
S76 

S122 

$611 

$459 
$306 
$263 
$611 
S491 

S87 
S737 
S524 
S24d 

S11,342 

····~··••.*"!' AREA NUMBER: 06 · AREA DESCRIPTION: 4th Floor-Part #21-Graln Hopper Room AREA AVERAGE X ASBESTOS: 42X -··-
SAMPLE o&M UNITS OF . PIPE EXP REMOVAL REPLACEMENT TOTAL 

LOCATION Of THE- MATERIAL NUMBER ASB MATERIAL DESCRIPTION· CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

along south & east walls 00·356608 . SOX pipe covering OMA 4 ft. 4 in, O.D. HPS/R 27111. S36 S22 $51 
along south & east walls 00-356608 • SOX pipe covering OKA 22 ft, 6 in. O.D. HPS/R 27 Ill S286 S178 $46 
along south & east wells 00-356608 SOX pipe covering OMA 100 ft. 12 in. 0.0 HPS/R 27 Ill SZ,202 Sl,691 Sl,89 
closet·next to.south doorway-at ceiling 00·356608 SOX pipe covering OKA 5 ft. 6 in. O.D. HPS/R 27 111 $65 S41 $10 
closet west of elevator 00•356608 SOX pipe covering OKA 10 ft. 6 in. O.D. HPS/R 27 111 S130 S81 S21 
south wall-above exit & elevator 00-356608 SOX pipe covering OMA 20 ft •. 6 in. 0.0. HPS/R 27 Ill $260 S162 S42 
east center area-next to east wall 00·356612 ox wrlipped cardboard/paper pipe OHA 24 ft. 6 In. O.D. DU 
along south & east walls 00·356730 40X pipe covering OMA 90 ft. 12 In. O.D DU 27 Ill S1,982 S1 ,524 Sl,50 

HALL-KIMBRELL ENVIRONMENTAL INC. Page 49 06/09/89. 

.. 

RCLLC 0002027



\ 
ASBESTOS ASSl:.,~1 SURVEY 

Building Nuioer: 21/ZZ 

' 0). 
H·K Building ff~ 21 
Project Nunber: 0980193E 

Project: G. HEILEMANBRE\IERY "E" 
Date Inspected: 03/21/89 · 

Building HIIIIIC; BREWHOOSE/STOCX. CELLARS 
SEATTLE, WASHINGTON 

But ldtng Type: BRE\1/STOCIC 
Inspector: TIM SUARTZ Year Constructed: 1948 

along south & e.ast walls 19-356731 SOX mJp on pipe covering OMA 4 12 in. O.D. DU 27 Ill 
19-356732 · 40% 27 Ill 
19·356733. 45X 27 Ill 

along south & east walls 22·356609 ox mjp on pipe covering OHA 6 6 In. o.o. HPS/R 27 Ill 
along south & east walls 22·356609 ox mjp on pipe covering OHA 4 12 In. o.o. HPS/~ 27 Ill 

22·356610 60X 27 Ill 
22·356611 1DX 27 Ill 

AREA Cc»4HENTS AREA# 06 TOTAL 

The materials are in good condition with minor contact and water damage. The ~terlals are approximately 11 

to 16' from the floor. At a minim..m, ·it is reconmended that the materials be repaired and monitored. If 
removal is planned, extensive gross removal procedures are recomnended. This appears to be a low traffic 
area. 

*********** AREA NUMBER: 07 AREA DESCRIPTION: 5th Floor•Part.#21 AREA AVERAGE X ASBESTOS: 43X 

SAMPLE o&H UNITS Of PIPE EXP 
LOCATION .OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION ca>E QUANTITY MEASURE ID POT PL 

. southwest area-by scales 00·356613 60X pipe covering CHA 
southeast corner 00·356617 10X wrapped cardboard/paper pipe OHA 
southwe~t area-by scales 23-356614 60X mJp on pipe covering OMA 

23-356615 60X 
"23•356616 60X 

southeast corner 24-356618 60X · mJp or wrapped• cardboard/paper OMA 
24-356619 60X 
24·356620 60X 

AREA Cc»4HENTS 

The materials' are in good condition with minor contact and water damage. At a mlnlnun, It Is recomnended 
that the materials be repaired and monitored. If removal is planned, glove bag removal procedures are 
reconmended. This appears to bee low traffic area. 

*********** AREA NUMBER: 08 AREA DESCRIPTION: Ground Floor 

SAMPLE o&M 

8 ft. 4 In. O.D. HPS/R 27 Ill 
12 ft. 6 In. O.D. DU 27 Ill 
2 4 In. o.D. HPS/R 27 Ill 

27 Ill 
27 Ill 

2 6 in. O.D. DU 27 Ill 
27 111 
27 Ill 

·(AREA# 07 TOTAL 

AREA AVERAGe·x ASBESTOS: 4X 

UIIITS OF PIPE EXP 
. LOCATION OF lHE MATERIAL · NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

spent grain room-south wall 03-356469 0:( pipe covering CHA 15 ft. 12 in. O.D RS/R 12 IV 
south stalrwell·at_ceiling 03-356469 ox pipe coyerfng CHA 6 ft. 12 In, O.D RS/R 12 IV 
stock ·eel lar H.·against east wall Q3·356469 ox pipe covering OHA 40 ft. 12 In, O.D RS/R 12 IV 

03-356470 5X 12 IV 
HALL-KIMBRELL ENVIRONMENTAL INC. Page 50 

S303 

S232 
$303 

S5,799 

REMOVAL 
COSTS 

S71 
· $156 

S56 

$77 

S360 

REMOVAL 
COSTS 

mo 
S132 
$881 

S190 $49] 

S136 S36l 
$190 S4~ 

S4,217 S10,01i 

............. 
REPLACEMENT ·TOTAL 

COSTS COSTS 

S45 SU 
S97 S2S 
S31 $8 

S45 SU 

$218 $51 

............. 

REPLACEMENT TOTAL 
COSTS COSTS 

S254 S5 
S102 s; 
$677 . ,,.~ 
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\ 
I ASBESTOS ASSE~---.::::.,· SURVEY 

Building Nlllber; 21/22 
. ..~. 
---=::;.,· H·K Bui I ding r:-· 21 

Project Nl.llber:· 0980193E Building N11111e: BREWOOSE/STOCK CELLARS 
Project: G. HEILEMAN BREWERY "E" 

Date Inspected: 03/21/89 
. SEATTLE. WASHINGTON 

Building Type: BRE\1/STOO:: 
Inspector: TIM SUARTZ Year Constructed: 1948 

I I 03·356471 6X I 12 IV I 
I AREA COHHENTS I ( AREA I 08 TOTAL 

The material is fn good condition. _The material _is approximately 91 from the floor. At a mlnlnun, It Is 
reconmended that the material be maintained and monitored~ If removal Is plaMed, glove bag removal 
procedures are recocnnended. This appears to be a high traffic area. 

*********** AREA NUMBER: 09 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: X 

SAMPLE o&H UHJTS OF PIPE EXP 
LOCATION OF THE MATERIAL NUHBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE 

nor.th brew 1ce·u I e 00·999999 " boiler/tank Insulation OHB 180 sq.ft. 
south brew kettle 00-999999 " boiler/tank Insulation 0f1B 180 sq.ft. 
mezzanine level-whirlpool tank 00•999999 " boiler/tank Insulation a-tB 630 sq.ft. 

AREA _COMMENTS 

The material has a metal covering, making sa""le collection ilrposslble. At a mlnlnun, It Is reconmended 
that the material be maintained and monitored. If removal Is plamed, extenslve·gross removal procedures 
are reconmended. This appears _to·be a high traffic area. This material has a stainless -steel covering. 

ID POT Pl 

( AREA I 09 TOTAL 

*********** AREA NUHBER: 10 AREA DESCRIPTION: 3rd Floor·Tanlc Top Room AREA AVERAGE X ASBESTOS: X 

SAMPLE o&M UNITS Of PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASS MATERIAL DESCRIPTION COOE QU,\NTITY MEASURE ID POT PL 

mash tub 00~999999 X boiler/tank Insulation 0f1B 15Z sq. ft. 
adjunct cookl!r ·00-999999 " boiler/tank Insulation Otll .15Z sq.ft. 
convertor tank 00-99999.9 X bol ler/tanlc Insulation 0f1B 
caustic tanlc 00-999999 " boiler/tank Insulation 0f1B 

AREA COHHENTS 

The materl.at has a metal covering, making s8""le coll«!ction l~sslble. At a minillUII, It is reconmended 
that the material ·be maintained and monitored.· If removal Is plemed, extensive gross removal procedures 
are reconinended. This appears to be a high traff,ic area • .. 

152 sq.ft. 
152 sq.ft. 

( AREA i 10 TOTAL 

BUILDING I 21 TOTAL 

11.343 11.m 

REMOVAL REPLACEMENT 
COSTS COSTS 

s5.oss 14.073 
S5,085 14,073 

S17,798 St4.257 

127.968 S22,403 

REMOVAL REPLACEMENT 
COSTS COSTS 

S4,294 Sl.440 
S4,294 Sl,440 
S4,294 Sl,440 
$4,294 Sl,440 

S17. 176 S13.760 

$231,255 S176.138 

sz.371 

TOTAL 
COSTS 

S9• 15 
S9. 15 

132.05 

sso.11 

TOTAL 
COSTS 

s1.1: 
S7, 7.! 
S7,'r. 
S7,1.l 

Sl0.11. 

S407,3 
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.... '-,--_...:,_ ____ ;.__ ______ _..;._--:----- ~. 
-<::..,· 

GROUND FLOOR 

SAMPLE. 
BULK_ .nmzn---....._ IDENTIFICATION 

SAMPLE -----~ NUMBER CODE · 

-IAU,.aL ......... 
--ffllllll·mm 
UIIDlr, IAIISIS IIOII 

DAI:: 
lt./21/n ml 

~ 

@-
G. .ID.DIAM ~ CXIIPAIIY 
ASIISllJS~T91MY 

PROJECT NUMBER: 0980t9JE 
HEllfMAN BREWINC CO&IPANY 
RAINIER BREWIMC COMPANY 
BUit.DiNG #21/22 PART ·21 

RCLLC 0002030



·,.\-----'-------------------------,,------:-
1/ 

·-...:::....' 

EXTERIOR 
SPENT GRAIN ROOM 

:S 
! 
j 

~-------,----·-'---_j 

GROUND FLOOR 

BULK SAMPLE 
SAMPLE . .....___ LffilID.~ IDENTIFICATION 

CODE ~ NUMBER 

-IWHDOIBJ. _.,,... 
umrffllJlllllm · 
i.ao:r.lJIIIIS GOit 

OU: 
~/26/n mAI 

~· 

@-
c. 10D1AN IIIDlNC IDIJIANY 
ASH:511lS_~5llMY 

PRO.ECT NUMBER: 098019JE 
HEILEMAN BR£Y4HG COMPANY 
RAINIER BREWING COMPANY 
BUILDING f21/22 PART 21 
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' ~-

_____ .......... ·-······ ...... . 

SECOND. FLOOR 

SAMPLE 
BULK ~__,....____ IDENTIFICATION SAMPLE .._____, 11ca I NUMBER 
CODE 

d· 

@-
~BAIHIMBRDL PEMIIPJ _G. IOEJWf IIRfllHG~aiil'lNY 

ASIISIOS~SIIMY :: = · . PRo.£CT NUMBER:. 0980193[ I 
ti----------a HEILEMAH BRE\\1'4(, COMPANY 

RAINIER BRE\\!NC COUPAHY 
BUlllllNC #21/22 

DAI:; 
115/26/89 ma 
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"'· 
r~ 

THIRD FLOOR 

SAMPLE 
BULK ~------ t0£NTlflCATION 

SAMPLE '-~ NUMBER COOE 

-IAlL-DIIIRB.I. DNPHP !lllG 

4141 ml IFllllll Slllll 
Ll10t UIIIIS . 118'4 

on:: 
V.fl.t/lt om 

~I 

@-
C. IO.l1IAN lllnf«: lDIPANY 
ASllS10S ASSES9IDIT Slll\(Y 

PRO.£CT NUMBER: 0980193£ 
HEILEMAN ~NC COMPANY 
RAINIER BREWINC COMPANY 
IMLDING f21/22 PART 21 

RCLLC 0002033



.__.,, 

CAUSTIC 
TANK 

THIRD FLOOR/TOP OF TANK ROOM 

SAMPLE 
BULK ~---..._ 1D~TIFICATION 

SAMPLE -----~ NUMBER CODE 

..;..BAl1-mom1 _..,... 

"'° mr fl1IIIII snm 
Ullllll. lllllAI IIOC4 

on:: 
05/H/n mo 

.•· I' .......... 

@-
C: ID.DIAN. BRtllHC UIIPAHY 
ASl£S10S~SIIMY 

PR0.£CT NUMBER: 0980193£ 
HEILEMAN BREWNC COMPANY 
RAINIER BREWINC COMPANY 
BUIUXNC f21f22-PMT 21 

RCLLC 0002034



~· 

I !CLOSET: 

FOURTH FLOOR 

BULK SAMPLE 
SAMPLE '--~------ IDENllflCA TION 

COOE ~ NUMBER 

w 
e>::::e 
<o 50 ._ a:: 
Vl 

-BAll-lDl!W. ftlMII IPIP 

a.mrrrmnmr 
Udlll.Dll!IS IIOlf 

DAI[: 
G'.1/25/89 m: 

~." 

@-
C. IO£ilPt IIIOINC ClllPANY 
A511S10S.AS'SES91ENTSUMY 

PROJECT Ntn,tBER: 096019JE 
HEILEMAN BRE\\IINC COMPANY 
RAINIER BREWING COMP ANY 
BUILDING (J.1/22 

RCLLC 0002035



~.' 

FIFTH FLOOR 

BULK · SAMPLE 
SAMPLE ~ .am:zD.---..... IDEHmCA TION 

CODE ~ NUMBER 

-IIAI.HIIIWU. --,, :au 
AIIOIISll'JllDIIISDm 
IAWDJ.tum·IIOl4 

DAIEI 
M/M/19 OW 

~)r 

@-
c. 10.DWfllROINC CDIPAHY 
ASll'SIDSASSrnlEHTSIIMY 

PR0.£CT NUUB£R: 0980l 9JE 
HEllEMAN BRE'MNC COMPANY 
RAINIER BR£\\1NG COMPANY 
BUILDING f21/22 PART 21 

RCLLC 0002036



·.J,.. 

H·IC Buf lding,-•a-• 24 
Project N1.11Der: 0980193E 

Project: G. HEILEMAN BREUERY "E" 
Oate Inspected: 03/23/89 

Inspector: CURT BAXTER . 

••••••••••• AREA NUMBER: 01 

LOCATION OF THE.MATERIAL 

along _west wall-at eel l Ing 
along west wall ·at celling 
along west wall-at ceiling 
along west wall-at ceiling 

AREA Ca-tMENTS 

\ 
ASBESTOS ASSE, ) SURVEY -~. 

AREA DESCRIPTION: Basement-Storage Area 

SAMPLE o&H 
NUMBER ASB MATERIAL DESCRIPTION · COOE 

00-356100 BOX pipe covering OMA 
00-356100 80~ pipe covering OMA 
01-356101 75X mJp on pipe covering OMA 
01-356101 75X mjp on pl_pe covering OMA 
01-356102 BOX 
01-356103 70X 

' . 
.') 

.Sui lding Nud>er: 24 . -~-
Building Name: CORPORATE OFFICE. BUILDING 

SEATTLE, VASHINGTON 
su(ldlng Type: OFFICE. 

Year Constructed: 1954 

AREA AVERAGE X ASBESTOS:.78X .............. 
UNITS OF PIPE EXP REMOVAL REPLACEHENT TOTAL 

QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

16 ft. 4 In. O.D. LPS/R 32 Ill $143 $89 $234 
40 ft. 6 fn; O.D. LPS/R 32 II I $519 $324 $84? 
16 4 In. o.o. LPS/R 32 Ill $449 $250 $691 
4 6 In. o.o. LPS/R 32 Ill S155 S91 $244 

32 Ill 
32 Ill 

AREA ti 01 TOTAL S1,266 $754 . $2,02( 

The materials are in good condition with minor contact a~ water damage. The 11111terials are approxl11111tely 61 

from the floor. At a mininun, it is reccnmended that the materials be maintained and monitored. If removal 
Is planned, glove bag removal procedures are recomnehded. This apPears to be a low traffic area. 

••••••••••• AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: OX · ... .......... . 
SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

LOCATION Of THE MATERIAL NUMBER ASB MATERIAL DESCRIPT~ON COOE QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

marketing area ·02-356104 ox acoustfcal tile c:»tG 490 sq.ft·. 
-vice president of ·sales 02~356104 ox acoustical tile ·. c:»tG 224 sq. ft. 
adnlnfstrative assistant's office 02-356104 ox acoustical tf le c:»tG 224 sq.ft. 
group director of sales 02•356104 ox acoustical tile c:»tG 224 sq.ft. 
J>la_nt manager's office 02-356104 ox 

02-356105 ox 
a~oustlcal tile c:»tG 224 sq.ft. 

.. 

' 
02·3S6106 ox 

AREA C<»tHENTS AREA# 02 TOTAL $0 so $ 

*********** AREA NUMBER.: 03 AREA OES~IPTION: 2nd Floor-Celling AREA AVERAGE X ASBESTOS: OX ............. 
SAMPLE o&H UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 

LOCATION-OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT Pl COSTS COSTS COSTS 

throughout office area 03-356107 ox acoustical ti le CHG 1680 sq:ft. 
03-356106 -ox 

HALL·ICIHBRELL ENVIRONMENTAL INC. Page 52 '06/09/89 
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4. 

H·K Bui ldln8\....._ . .!4 
Project Nu,ber: 0980193E 

Project: G~·HEILEHAN BREUERY 11E11 

Date Inspected: 03/23/89 
Inspector: aJRT BAXTER 

AREA COMMENTS .. I 

HALL-KIMBRELL ENVIRONMENTAL INC. 

ASBESTOS ASSE \SURVEY .,,_, ... 

03;356109 ox I 

Page 53 

Building Ntmber:· 24 . _.,.,.·) 
Building Name: CORPORATE OFFl~ILOING 

SEATTLE~ WASHINGTON 
. Bul.lding Type: OFFICE 

Year Constructed: · 1954 

[ AREA # 03 · TOTAL so so 

BUILDING# 24 TOTAL S1,266 S754 

so] 

s2,020] 
' 

06/09/89 · 

RCLLC 0002038



"ft:•,~· .___.., 

FIRST FLOOR/BASEMENT /CRAWL SPACE 

SAMPLE 
BULK ~---..... IDENTIFICATION 

SAMPLE ........__'C!!E::7 NUMBER CODE · · 

-BAIHBIIRBJ. ..,..nu 
UmtmmnllllllD 
U10t DIISIS 1111&1 

OAI:: 
G'J/26/lt 02l5 

....,_~ 

@-

C. IEi.OiAN ~ CXIIPAIIY 
AS11ES10S ASSmlOO SllMY 

PROJECT NUMBER: 0980193£ 
HEILEMAN BREWNC COMPANY 
RAINIER BREWINC COMPANY 

'BIJIUXNC f24 

RCLLC 0002039



.... ~,· 

SECOND FLOOR 

BULK . . SAMPLE 
SAMPLE -........_ LIIDID.-----........ IDENTIFICATION 

CODE ~ . NUMBER 

-BAIHIIORW. - lfflP1 

u mr ffllDIII SIIID' 
LIIIJU, UISAS llllC 

OU: 
16/Zi/n Ol1 

~If 

C. lllDIAN BIOIIIC CXIIPANY 
ASll.'SIDS~JSIIMY 

PROJECT NUMBER:. 098019JE 
HEILEMAN BRE'MHG COMPANY 
RAINIER BREWING COMPANY 
BUILDIHC f24 . . 

RCLLC 0002040



H·K sul ldlng h·.· ~.!5 
Project Nurber: 0980193E 

Project: G. HEILEMAN BREUERY "E" 
Date Jnspected: 03/27/89 

Inspector: TIM SUARTZ 

••••••••••• AREA NUMBER: 01 

LOCATION OF TKE MATERIAL 

along north wall 
along south wall 
along south wall 
along north wall 
southwest area-above air handling unit 
along west wall 
crawl. space· In north wall ·near cert Ing 
south center area-by convertor 
NE center area-above yeast retainers. 
northeast area-by chflled water tank 
by northeast concrete colum 
northeast area-by chilled water tank 
nortW wall-northeast area 
north wall-northeast area 
center-running north & south-at ceiling 
north wall-northeast area 
center-rumlng north & south-at celling 
NU center area-above yeast retainers 
along north &·west·walls 

along north wall 
crawl space-In north wall-near ceiling 
southwest area-above air handling unit 

·along north wall 
along.south wall 
a long south we l l 
along west wall 
by northeast c~ncrete coluin 
NE c~nter area-above yeast retainers 
north·eest area-by chilled water tank 
northeast area•by chilled water tank 
south center area-by converter 

south center area·convertor tank-by AHU 

north wall-northeast area 
center.-runnlng north & ·south-at ceiling 
north wall-northeast area 

HALL·KIHBRELL ENVIRONMENTAL INC. 

ASBESTOS ASSEt !5URVEY 
.._.,· 

AREA DESCRIPTION: Bascment.·Tenk Room 

SAMPLE o&M 
NUMBER ASB MATERIAL DESCRIPTION CODE 

00-356408 60X pfpe coverfng OMA 
00•356408 · 60:X pipe covering OMA 
00~356408 60X pipe covering OMA 
00-356408 60X pipe covering OMA 
00-356408 60X pfpe covering OMA 
00-356408 60X pipe covering OMA 
00-356408 60:X pipe covering OMA 
00-356408 60X pipe covering OMA 
00-356-408 60:X pfpe covering OMA 
00-356408 60:X pipe covering OMA 
00-356408 60X pipe coverfng 00 
00·356408. 60X pipe coverfng OMA 
00-356415 10X wrapped cardboard/paper pipe OMA 
00-356415 10:X wrapped cardboard/paper pipe OMA 
00-356415 10:X wrapped cardboard/paper pipe CHA 
00•356415 10X wrapped cardboard/paper pipe CHA 

· 00-356415. 10:X wrapped cardboard/paper pfpe OMA 
00-356415 10X wrapped cardboard/paper pipe OMA 
02-356404 ox mJp on non-suspect pipe cover OMA 
02-356405 ox 
02-356406 ox 
03-356409 60:X mJp on pfpe covering OMA 
03-356409 60:X mJp on pipe coverfng OMA 
03·356409 60X mjp on pipe covering OMA 
03-356409 60X mjp on pipe covering OMA. 
03·356409 . 60X mJp on pipe covering 00 
03-356409 60X mjp on pipe covering OMA 
03-356409 60X mJp on pipe covering OMA 
03-356409 60:X mJp on pipe covering. 00 
03-356409 60X mJp on pipe covering OMA 
03-356409 60X mjp on pipe covering OMA 
03-356409 60X mjp on pipe covering 00 
03-356409 60X mjp on pipe covering OMA 
03-356410 40X 
03-356411 •SOX 
04-356412 SOX boiler/tank Insulation c»!B 
04~356413 SOX 
04-356414 SOX 
05-35641& 40X mjp on wrapped cardboard/paper 00 
05-356416 40X mJp on wrapped cardboard/paper 00 
05-356416 40X mjp on wrapped cardboard/paper 00 

Page 54 

Building Nl.llber:. ZS . )· 
Building N1111111: FERHENTATION ~ 

SEATTLE, WASHINGTON 
Building Type: BEER FERM. 

Year Constructed: 1958 

AREA AVERAGE X ASBESTOS: 41X .............. 

UNITS Of PIPE EXP REMOVAL REPLACEMENT TOTAL 
QUANTITY MEASURE 10 POT PL COSTS .COSTS COSTS 

28 ft. 6 fn. O.D. HPS/R 28 Ill S36l 1227 1590 
55 ft. 4 fn. O.D. HPS/R 28 Ill S491 S307 S798 1 

8 ft. 6 in. O.D. HPS/R 28 Ill S104 S65 S,691 
65 ft. 4 In. O.D. HPS/R 28 Ill $580 S36l $943, 
25 ft. 4 fn. 0.0. HPS/R 28 Ill sm S139 S36Z: 

110 ft. 4 In. O.D. HPS/R 28 Ill S981 S614 S1,595 
5 ft. 4 In. O.D. HPS/R 28 Ill 'S45 S28 S73 

46 ft. 4 fn. O.D. HPS/R 28 111 S410 $257 $667 
16 ft. 4 rn: O.D. HPS/R 28 Ill S143 S89 m2 
to ft. 6 In. o.o. HPS/R ,28 Ill StlO $81 S211 
60 ft. 4 In. O.D. HPS/R 28 Ill $89 S56 S145 
12 ft. 4 In. O.D. HPS/R 28 Ill S107 S67 St74 
32 ft. 4 In. O.D. DU 28 Ill S28S S179 S464, 
3 ft. 8 In. 0.0. OU 28 Ill S42 . SlO $72' 

20 ft. 6 In. O.D. DU 28 Ill S260 S162 1422/ 
6 ft. 6 In. O.D. DU 28 Ill S78 S49 S127' 

95 ft. 4 fn. O.D. DU 28 Ill S847 S530 S1,371 
48 ft. 4 In. O.D. OU 28 Ill S428 S268 S696 

· 15 4 In. o.D. OU 

13 6 In. O.D. HPS/R 28 Ill S503 ·1295 s798 
1 4 In. o.o. HPS/R 28 Ill · S28 S16 S44 
3 4 In. o.o. HPS/R 28 Ill S84 S47 $131 

16 4 In. O.D. HPS/R 28 Ill S449 S250 ·$69Ci 
4 6 in. O.D. HPS/R 28 Ill S155 S91 S24~ 

20 4 In. o.o. HPS/R 28 Ill S562 Sl12 $874 
6 4 In. o.o. HPS/R 28 Ill S169 S94 S26l 
2 4 In. o.o. HPS/R 28 Ill S56 S31 $87 
3 4 In. o.D. HPS/R 28 Ill S84 S47 S131 
2 6 In. o.o. HPS/R 28 Ill STT S45 $122 
3 4 In. o.o. HPS/R 28 Ill S84 S47 S131 

14 4 In. O.D, HPS/R 28 Ill S393 S219 $612 
28 Ill 

" 28 Ill 
11 sq.ft. 28 Ill S311 S249 S56C 

28 Ill 
26 Ill 

2 8 In. O.D~ DW 28 Ill S96 S57 s,s: 
10 6 fri. O.D. OU 28 Ill $387 S227 S61• 
12 4 fn. o.o. DU 28 Ill $337 $187 S521 

06/09/89 
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H·IC Building i.,:.-,-25 
Project Nurber: 0980193E 

Project: G. HEILEHAN BRE\/ERY "E" 
Olite Inspected: 03/27/89 

Inspector: TIH S\IARTZ 

north wall-northeast area 
center-running north & aouth·at ceiling 

05·356416 
05-356416 

ASBESTOS ASSEt \URVEY 
.... , . ...:,,;,,_,/ 

40X mJp on wrapped cardboard/paper OMA 
40X mjp on wrapped cardboard/paper ONA 

3 6 In. 0.0. 
15 4 In. O.D. 

Building NI.IIOCr:. 25 .) 
"'-..:...,.,, 

eutldlnv Mama: FERMENTATION 
SEATTLE, \IA.SHINGTON 

Bui ldlng Type: BEER FERM. 
Year Constructed: 1958 

D" 28 Ill $116 S68 
D\I 28 I.II S421. SZ34 

N~ center area-above yeast retainers 05·356416 40X wrapped cardboard/paper pipe OMA 16 ft. 4· In. O.D. DU 28 Ill $143 S89 
05·356417 50X 
05·356418 50% 

SE area-above refrigeration tanks 06-356419 20% mJp on non-suspect pipe cover OMA 6 4 In. o.o. 
06-356420 SOX 
06·356421 SOX 

AREA Cc»4MENTS 

The materials are In .fair to good_ condition.with minor contact and water damage. The materials are 
approximately 1' to 16' from the floor. At a mlnfnun, It Is reconmended-that the materials be ·repatred and 
monitored. If removal is plamed, extensive gross removal procedur'es are reconmended. This appears to be a 
high traffic area. 

28 Ill 
28 Ill 

DR 28 Ill S169 S94 
28 Ill 
28 Ill 

AREA I 01 TOTAL $10,230 . $6,210 

$184 
S655 
$232 

~ 

S16,440 

*********** AREA NUMBER: 02 AREA.DESCRIPllON: Basement AREA AVERAGE X ASBESTOS: 3X ............. 

SAMPLE O&M UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPT~ON COOE QUANTITY MEASURE ID POT Pl 

tank rO"om•running N & S·at center of rm 07-356422 2X cork pipe covering 00 25 ft. 8 In. O.D. RS/R 12 IV 
east .of elevator 07-356422 2" cork.pipe covering OMA 10- ft. 12 In. O.D RS/R 12 IV 
tank room-SE area·above allfllOnia tanks 07·356422 2X cork. pipe covering OMA 30 ft. 8 In. O.D, RS/R 12 IV 

07·356423 2" 1Z IV 
07-356424 5X 12 IV 

AREA Cc»4HENTS (AREA# 02 TOTAL 

.The material is In good condition with minor contact and water damage. The material is approximately 10 1 

from the floor. At a mininun; ·1t is recoomended that the material be repaired and monitored.· If removal is 
planned, glove bag removal procedures ere reconmended. This appears to be a high traffic area, 

••••••••••• AREA NUHBER: 03 . AREA DESCRIPTION: 1st Floor•Above Permanent Cell Ing AREA AVERAGE X ASBESTOS: 28X 

SAMPLE O&M UNITS OF . PIPE EXP 
LOCATION OF THE MATERIAL NUMBER 

I 
ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

restroom 00·356400 10X wrapped cardboard/paper pipe OMA 7 ft. 4 In. O.D. DV 17 IV 
restroom 00•356400 10X wrapped cardboard/paper pipe OMA 7 ft. 8 In. O.D. D" 17 IV 
restroom 00-356407 50~ pipe covering OMA 7 ft. 6 In. O.D. HPS/R. 17 IV 
restroom 01-356401 40% mjp on wrapped cardboard/paper OMA 1 4 In. o.o. OW 17 IV 
restroom 01-356401 40X mJp on wrapped cardboard/paper OMA 2 8 In. o.o. D" 17 IV 

01-356402 40X 17 IV 

HALL·ICIMBRELL ENVIRONMENTAL INC. Page 55 

REHOVAL REPLACEMENT TOTAL 
COSTS COSTS COSTS 

S354 S253 S60 
$220 S169 S38 
S424 S303 $72 

S998 S725 s1.r. 

··--·· 
REMOVAL REPLA~NT TOTAL 

COSTS COSTS COSTS 

$62 $39 S1 
S99 S71 S1 
S91 S57 SI 
S28 S16 I 
S96 $57 S' 

06/09/89 
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H·K Building i..-.--,6 
Project Nurber: 0980193E 

' ASBESTOS ASSE~ lURVEY 
--:-~·· Building Nuiber: 25 

~-
Bui ldlng Name: FERMENTATION 

Project: G. HEILEMAN BREUERY "E" 
Date Inspected: 03/27/89 

. SEATTLE, UASHINGTON 
Building Type: BEER FERM. 

Inspector: TIH SUARTZ Year Constructed: 1958 

I 01·356403 40X 17 IV l 
. \ AREA COHHENTS ( AREA I Ol TOTAL Sl76 S240 S616) 

The materials are In good condition with minor contact and water damage. The materials are approximately 11 

to 71 from the floor. At.a minlnun, it is reconmended that the materials be repaired and monitored. If 
removal i& plumed, local hed glove bag removal procedures are reconmended. This appears to be a low 
traffic areu • 

••••••••••• AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor-Above Permanent Celling AREA AVERAGE I ASBESTOS: 22X 

SAMPLE O&K UNITS Of PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT PL 

restr'oom 00-356425. 10X wrapped cardboard/paper pipe OHA 20 ft. 4 In. O.D. OW 17 IV 
restroom 00·356425 10X. wrapped cardboard/paper pipe OHA 7 ft. 8 In. o.o. ow 17 IV 
restroom 00-356429 351 pipe covering OHA 7 ft. 6 fn. o.o~ HPS/R 17 IV 
restroom 08-356426 l5X mjp on wrapped cardboard/paper OHA 3 8 In. o.o. 0\1 17 IV 
restroom 08·356426 l5X mjp on wrapped cardboard/paper OHA 7 4 In. o.o. ow 17 IV 

08·356427 . 32X 17 IV 
08-356428 30X 17 IV 

AREA COMMENTS ( AREA I 04 TOTAL 

The.materials are In good condition with minor contact and water damage. The materials are approximately 11 

to·7• from the floor. At u minl11U11, it Is reconmended that the materials be repaired and monitored. If 
removal is planned, localized glove bag removal procedures are rec011111Cnded • .This appears to be a low 
traffic area. 

*********** AREA NUMBER: 05 AREA DESCRIPTION: 3rd Floor-Above Permanent Ceiling_ AREA AVERAGE X ASBESTOS: 2ZX 

SAMPLE 0&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

· restroom 00-356430 ,ox wrapped cardboard/paper pipe OHA 20 ft. 4 In. O.D. DU 17 IV 
restroom 00•356430 101 wrapped cardboard/paper pipe OHA 7 ft. 8 In. o.o. ow 17 IV 
restroom 00-356434 !sx pipe covering OMA 7 ft. 6 in. O.O. HPS/R 17 IV 
restroom 09·356431 33,C mJp on wra~ cardboard/paper OMA 7 4 In. O.D. DU 17 IV restroom 09·356431 33X mjp on wrapped cardboard/paper 00 ~ a In. o.o. DU 17 IV 

09·356432 . 20X 17 IV 
09·356433 40X 17 JV 
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---·-· 
REMOVAL . REPLACEMENT TOTAL 

COSTS COSTS COSTS 

S178 S112 SZ90 
S99 STI S170 
S91 SS7 S1"8 

S144 S85 S2Z9 
S197 S109 Sl06 

S709 $434 s1.1c) 

............. 

REMOVAL REPLACEMENT TOTAL 
COSTS D>STS COSTS 

S178 S112 SZ90 
S99 S71 S170 
S91 S57 S148 

$197 $109 S306 
S144 S85 S2Z9 

06/09/89 

RCLLC 0002043



H·K Buildini, ...... .L5 
Project Nurber: _0980193E 

Project: G. HEILEHAN BRE\IERY "E" 
Date Inspected: 03/27/89 

Inspector: TIH SUARTZ 

AREA COHHENTS · 

ASBESTOS ASSE. '5uRVEY 
~.~ 

The materials are in good condition with minor contact encl water damage. The 11111terlels are approximately 11 

to 10 1 from the floor. At a mlnlnun, It is recomnencled that .the materials be maintained and monitored. If 
removal is planned, glove beg _removal procedures are reconrnended. This appears to be a ·low traffic area. 

Building Nunber:· 2S 
~-

Building Neme: FERMENTATION 
SEATTLE, UASIIINCTOII 

Building T)lpe: BEER FERM. 
Year Construc:ted: 1958 

( AREA t 05 TOTAL $709 S434 s1,1c} 

••••••••••• AREA NUMBER: 06 AREA DESCRIPTION: 4th Floor-Above Permanent Celling AREA AVERAGE X ASBESTOS: 331 ••••••••••••• 

SAMPLE o&H UNITS Of PIPE EXP 
· LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE 10 POT Pl 

Janitor's closet 00-356435 10X wrapped cardboard/paper pipe Q4A 18 ft, 4 In. O.D. DU 18 IV 
"janitor's closet 00·356435 10X wrapped cardboard/paper pipe OMA 8 ft, 8 In, 0,0, DU 18 IV 
Janitor's closet 00-356439 50X pipe covering OMA 10 ft. 4 In. O,D, HPS/R 18 IV 
Janitor's closet 00·356439 SOX pipe covering OMA 55 ft. 6 In, O.D. HPS/R 18 IV 
Janitor's closet 10·35643_6 . 20X mJp on wrapped e11rdboard/paper OMA 6 4 In. o.o. OU 18 IV 
Jariitor•s closet 10·356436 20X mJp on wrapped cardboard/paper OMA 3 8 In. o.o. DU 18 IV 

10·356437 30X 18 IV. 
10-356438 30X 18 IV 

Janitor's closet 11·356440 SOX mJp on pipe covering OHA 5 4 in. o.o. HPS/R 18 IV 
Janitor's closet 11·356440 .SOX mJp on pipe covering OMA 21 6 in. o.o. HPS/R 18 IV 

11-356441 SOX 18 IV. 
11·356442 SOX 18 IV 

AREA COMMENTS ( AREA # 06 TOTAL 

lhe materials are In fair condition with localized contact and water damage. The materials are 
approximately 11 to 7• from the floor. At a mlninun, It ts reconmcncled that the·mater{als be repaired.and 
monitored. If rJ!IIIOval ts plemed, localized glove bag removal procedures are reconmended, This appears to 
be a low traffic area. · 

*********** AREA NUMBER: 07 AREA DESCRIPTION: 4th Floor-Above Permanent Celling 

SAMPLE o&M 

AREA AVERAGE X ASBESTOS: 62X 

UNITS OF PIPE EXP 
LOCATION Of THE MATERIAL NUMBER 1,SB MATERIAL DESCRIPTION CODE QUANTITY MEASURE ID POT Pl 

Janitor's closet 12-356443 60X debris OHF 6 sq.ft. 110 I 
·12-356444 70X 110 I 
12-356445 ssx 110 I 
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REMOVAL REPLACEMENT TOTAL 
COSTS COSTS COSTS 

· $161 $100 $261 
S113 $81 $194 

$89 S56 1145 
$714 $446 11 1160 
'$169 S94 S26] 

1144 S85 "$229 

$140 $78 S218 
$812 . $477 S1,289 

$2,342 S1,417 53,759} 

REMOVAL REPLACEHENT TOTAL 
COSTS COSTS COSTS 

1100 so S100 

06/09/tA. 

RCLLC 0002044



·H·K Building , .... ..:5 
Project Nl.ffber: 0980193E 

ProJect:·G. HEILEMAN BREUERY 11E11 

Date Inspected: 03/27/89 
Inspector: TIM SUARTZ 

I AREA COMMENTS 

ASBESTOS ASSE. ~RVEY ,.,. .. --

This debris is magnesia pipe covering found on the floor of this area. At a mlnlnun, it Is recomnended that 
the debris be removed. If removal Is planned, gross removal procedures are reconmended. This appears to be 
a low traffic area. 

*********** AREA NUMBER: 08 AREA DESCRIPTION: 5th Floor-Hot Wort Tank Room 

SAMPLE o&H 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY 

Building MUlber:· 25 d· 
eulldfng,N-: FERMENTATION 

SEATTLE, WASHINGTON 
Building Type: BEER FERM. 

Year Constructed: 1958 

(AREA# 07 TOTAL $100 $0 

AREA AVERAGE X ASBESTOS: 35X 

UNITS OF PIPE EXP REMOVAL REPLACEMENT 
MEASURE ID POT PL COSTS COSTS 

north wall-near floor 00-356446 SOX pipe covering OMA 4 ft. 4 In. O.D. HPS/R ·24 Ill S36 S22 
north wall-near floor 00-356447 · 30" pipe covering OMA 
north wall·near floor , 13·356448 40X mJp on pipe covering OMA 

13-356449 25X 
·13·356450 10" 

AREA COMMENTS 

The materials are In good condition with minor contact damage. The 11111terials are up to 41 from the floor. 
At a minillUII, it is recoomended that the materials be repaired and monitored. If removal Is planned, 
localized glove bag -removal procedures are recomnended. This appears to be a low traffic area. 

4 ft. 4 In. O.D. DW 24 Ill S36 . S22 
2 4 In. o.o. DU 24 Ill $56 S31 

24. Ill 
24 UI 

AREA# 08 TOTAL S128 $75 

s100) 

TOTAL 
COSTS 

S58 
S58 
S87 

$2031 

*********** AREA NUMBER: 09 AREA DESCRIPTION: Basement AREA AVERAGE X ASBESTOS: 30X --··-· ... -
SAMPLE o&M UNITS OF P.IPE EXP REMOVAL REPLACEMENT TOTAL 

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE OUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

area east of eleyator 00-356408 60X pipe covering OMA 18 ft. 4 In. 0.0. HPS/R 25 111 S161 S100 S261, 
area east of elevator 00-356415 10X wrapped cardboard/paper pipe OMA 18 ft. 8 In. 0.0. DU 25 Ill '255 S1BZ 1437 
area east of elevator 00·356415 10:X wrapped cardboard/paper pipe c»IA 8 ft. 6 In. O.D. DU 25 111 $104 S65 1169 
area east of elevator 00-356415 10:X wrapped cardboard/paper pipe OMA ZS ft. 4 In. ·o.D. DU 25 111 $223 S139 . S362 
E of elevator-SE corner-above HY heater· 00-356737 SOX pipe covering OMA 8 ft. 4 in. 0.0. DW 25 111 S71 S45 $116 
area east of elevator 02-356404 o" mjp on non-suspect pipe cover OMA 4 4 In. O.D. DU 

02-356405 ox 
02-356406 .o" 

area east of elevator 03-356409 60X mJp on pipe covering OMA 8 4 In. o~D. HPS/R 25 1-11 $225 S125 $350 
03-356410 40X 25 Ill 
03·356411 SOX 25 Ill 

area east of elevator 05·356416 40:X mjp on wrapped cardboard/paper OMA 6 8 In. O.D. DW 25 Ill $289 $170 $459 
area east of elevator 05-356416 40:X· mjp on wrapped cardboard/paper OMA 8 4 In. O.D. 0\1 25 Ill S225 S125 Sl50 

. area east of elevator 05-356416 40X mjp on wrapped cardboard/paper ~ 7-~ in. O.D. DU 25 Ill S271 S159 suo 
05·356417 SOX 25 Ill 

HAlL·IC.IHBRELL EHVIRONl'IENTA.L INC. Page 58 06/09/89 

RCLLC 0002045



H-K Bui ldlng -.-·-.!5 
Project Nc.rnber: 0980193E 

Project: G. HEILEMAN BREUERY "E" 
Date Inspected: 03/27·/89 

lnspec·tor: TIM SWARTZ 

AREA COHHENTS 

ASBESTOS ASSE!. _, .\URVEY 
·,._ ... / 

05•356418 SOX 

The materials are In good condition with minor contact damage. The materials are -approximately 51 to 12 1 

fr0111 the floor.. At a inlnfoun, it is recoomencled that the materials be repaired and monitored, If removal 
is planned, gross removal procedures are reconmenclecl. This. appears to be a high traffic area. 

Building IILlllber:· 25 --·-) ..._ 
Building lleme: FERMENTATION 

SEATTLE. UASHINGTON 
Building Type: BEER FERM. 

Year ConstM,ICted: 1958 

25 1111 

[ AREA I 09 TOTAL S1,824 · S1, 110 sz,931,) 

*********** AREA NUMBER: 10 AREA DESCRIPTION: Stairwells AREA AVERAGE X ASBESTOS: 20X ............... 

SAMPLE 0&M UNITS Of PIPE EXP 
LOCATION OF THE MATERlAL NUMBER ASB MATERIAL DESCRIPTION CC.OE 0UAN~ITl MEASURE 10 POT PL 

2nd floor 00-356425 101' wrapped cardboard/paper· pipe OMA 12 ft. 4 In. O.D. DU 25 Ill 
3rd floor 00-356430 101' wrapped cardboard/paper pipe OMA 12.ft. 4 In, O.D. DU 25 Ill 
4th floor 00-356435 101' wrapped cardboard/paper pipe OMA 12 ft. 4 In. O.D. OU 25 Ill 
2nd floor 08·356426 351' mJp on wrapped cardboard/paper OMA 1 4 In. o.D. OU 2S Ill 

06-356427 321' 25 Ill 
08-356428 301' 25 Ill 

3rd floor 09-356431 331' m)p on wrapped cardboard/paper OMA 1 4 In. o.o. DI.I 25 Ill 
09-356432 201' 25 Ill 
09-356433 401' 25 Ill 

4th floor 10-356436 20X mJp on wrapped cardboard/paper OMA 1 4 In. O.D. DU 25 Ill 
10-356437 30l( 25. Ill 
10-356438 30X 25 111 

AREA Ca-lHENTS (AREA# 10 TOTAL 

The materials _are. In good condition with 111lnor contact damage, The materials are approxlmat1:ly 61 to 16' 
from· the.floor., At a minillOII, it is rec011111encled that the materials be repaired and monitored. If removal 
Is planned, local lzed glove bag removal procedures are reconmended. Thi·& appears to be a high traffic area. 

BUILDIIIG t 25 TOTAL 
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REMOVAL REPLACEMENT TOTAL 
COSTS COSTS COSTS 

$107 S67 $174 
$107 $67 S174 
S107 . S67 $174 
S28 S16 144 

S28 S16 S44 

S28 S16 $44 

$405 S249 S654] 

S17,821 $10,894 $28,7151 

06/09/89 

RCLLC 0002046



., ,_. 

TANK ROOM 

BASEMENT 

BULK . SAMPt.£ 
SAMPLE .........__ {!!Jf[J--...... IDENTIFICATION 

CODE . • NUMBER 

-IIA11-ml!W. - IIJIZI 
41111lltffllmlSlllJ 
IAlll&:r.llll!ISII044 

. Olli'.: 
05/M/19 02II 

,-•·· -

@-

C. ID9IAH IIR£ioC CDIPANY 
ASIIESIISAS5£SSIBfTSIJIMY 

PROJECT NUMBER: 0980193£ 
HEll..£UAN BREWNC COMPANY 
RAINIER BREWING COMPANY 

.. BllLOINC f25 

RCLLC 0002047



..... .:::..., ... 

. FIRST FLOOR 

SAMPLE 
BULK ~------ IDENTIFICATION 

SAMPLE -----~ NUUB£R CODE 

-BAlH!IIIW, ....., -
CllldlllDIIIISIIID 
tDOr. Ull!IS 1111( 

1)11[: 
05/1'/n OZU 

~ 

@-

~&= 
PRO.£CT NUMBER: 098019JE 
HEllEMAN BRE\14NC COMPANY 
R~NIER BROl'INC COMPANY 
BUIUJINC f25 

RCLLC 0002048



'C.., 

SECOND FLOOR 

SAMPLE 
BULK ~--....... IDENTIFICATION 

SAMPLE -----~ NUMBER CODE 

-BAU.-mlWU. _,,.,, 9!AS 

GlfQmDJIIISIIID 
uwa:r.ums -

01'1: . 
0$/2'/ft 0289 

"ti 
~1• 

@-

G. tD.OWf IIIOIHC co,pAN'( 
~~gllt{Y 

PRo.£CT NUUBER: 0980193[ 
HEILEMAN BRE\WfC COMPANY 
RAINIER 8REWINC COMPANY 
Btm.DIHC f25 

RCLLC 0002049



~-

THIRD FLOOR 

BULK SAMPLE 
SAMPLE ........___ ewi9--........ IDENTIACA 110N 

CODE . NUMBER 

-BAIHIIIE.L .,.,., anm 

81111.V l'f1IIIIII sim 
· UIIOll,IIIDS IIOIC 

DAI: 11$/26/lt . one 

., 
1· 

~li 

• 
C. IDWH BIDINC <DIPANY 
ASIIESlllSASSmlDfTU\{Y 

PR0.£CT NUMBER: 0980193£ 
HEILEMAN BREWNC COMPANY 
RAINIER BREWING COMPANY 
BUIUllNG f2S 

RCLLC 0002050



JANITOR'S 
CLOSET 
"rTn"tTI"'" 

• . .:::.,.... 

FOURTH FLOOR 

SAMPLE 
BULK · lii:ffin.-----. IDENmCA 110N 

SAMPLE ----~ NUMBER CODE 

-IWL-DIIIUll. ..., """ 
1141 'IEll llllbll Sim · 
I.IJIDU,IIIISIS IIOU 

. Dll:: 
0$/26/H 

112111 

-~) 

@-

G. IO.EUAN IIREING CXIIPANY 
ASllES10S ASSES9IEHT 5llMY 

PR0.£CT NUMBER: 0980193E 
HEILEMAN BREWNC COMPANY 
RAINIER BREWING COMPANY 
BUILDING f25 

RCLLC 0002051



... :::,_.. 

WORT ROOM 

FIFTH ·FLOOR 

SAMPLE BULK . LJ:Ilil'n.----..... tD£H11FICA 110N 
SAMPL£ -...___~ NUMBER CODE 

-BAlL-IIIIIRIU. .,..., na 
GIIIIDmmlllSDID 
UIIOr.t,l.llllaS 1111& 

DAT: 
0$/26/ff me 

'} ~,' 

' 

@-

C. illDWI 1111.U.-CDIPANY 
ASl£S10S~Slll\{'f 

PR0.1:CT HUMBER: 09S01t3E 
HEILEUAN BREWNG COMPANY 
RAINIER BREWING COMPANY 
8Utl01NC' f25 

RCLLC 0002052




